
Desert Vie"· Power. Inc. .m ;1ffili:m: of 

Greenleaf 
POWER 
February 28, 2017 

DVP-170006 

Air Division Director 
U.S. Environmental Protection Agency 
Attn: AIR-5 
75 Hawthorne Street 
San Francisco, California 94105 

Subject: Desert View Power monitoring report for six month period August 02, 2016 to February 02, 2017. 

Dear Sir: 

In compliance with our permit, Permit No. CB-OP 99-01, enclosed is the monitoring report for the six month period of 
August 02, 2016 to February 02, 2017 for Desert View Power 

• Form sixmon - 6-Month Monitoring Report Parts A through E inclusive. 

• Form CTAC. 

• Excess Emissions and inoperative report August 02, 2016 to February 02, 2017. 

• Monthly reports for August 2016 through February 2017 will be retained on site. 

• Copy of SOON AQMD form completed during reporting period. 

If you have questions or comments, please feel free to call us at (760) 262-1653. 

Vice- President of CA operations/ Plant Manager 

rfk/ 



Desert Vie\,. Power, Inc. .rn ;1ftili:m: of 

Greenleaf 
POWER 

Air Pollution Control Officer 

Attention: Mr. David Jones, AQMD Supervisor 

South Coast Air Quality Management District 

21865 E. Copely Drive 

Diamond Bar, CA 91765-4182 



0MB Control No. 2060-0336 

U.S. ENVIRONMENTAL PROTECTION AGENCY 
FORMS FOR FEDERAL OPERATING PERMITS PROGRAM, 40 CFR PART 71 

FORM SIXMON - 6-MONTH MONITORING REPORT 

A. ldentifving Jnformation. All facilities must complete this section. 

Source or company name :DE"SER.1 Vt-E.W Pow£R.. 

Mailing address: Street or P.O. Box fu'2-300 C:,E;J.fr:: WELMAS "'D1<1·ve 

City f:jE.CG8 State CA. ZIP ~?.."'2-5°4--__ 
V!Ct::: ~1.l)e:-1./-r c.F CA 

Contact person :J'An1e-s Ru"::ise:u.- HU-A='MP.-N Title 9PE'2.AI.lo 6 IS: / PLtn.rr - H Ptllll ~ 

Telephone ( 7<'D O) '3',&, - 2-$"5"4- Ext. / IS- Part 71 pennit no. c8-oP 9'7-o I 

B. Re(!orting Period. You must complete this section. The reporting period should be the 6-month, or shorter period, required by your part 71 pennit. 
It wiU be assumed that the beginning date begins and ends at Midnight (12 A.M.), unless you specify otherwise. 

Period be~inning 6 8 / C2/ 2o IC::, Period ending 02 / 0'1--/ 2.o I 7 

---- CONTINUED ON NEXT PAGE ---



Form SIXMON Continued 2 

C. Monitoring Report 

All sources must complete this section. Use the table below to summarize all required monitoring, data, or analyses for U1c 6-month (or shorter) period specified in your pennit. ln the first column, describe the monitoring, data, or analysis and cross-reference the relevant pennit tcnn. ln the second column, list the emission units (Unit IDs). upon which the monitoring was perfom1cd. Use any Unit IDs assigned in the pennit, ifno IDs in pennit, generally describe. You may list multiple units if all subject to the same monitoring requirements. In the third column indicate whether a separate monitoring report is required. Lastly, complete the fourth column only if you arc required to submit a separate monitoring report. If submilled previously, indicate the date you submitted it; if submitted for the first time as an allachmcnt to this fonn, assign an allachment identification (1D), mark the attachment with that ID, and allach the separate monitoring report to this fonn. 

Monitoring, Data, or Analysis Required by the Pemiit Emission Units Separate 
(Unit IDs) Monitoring 

Rcnort? 
Mo/I./ 1 ro1Ff:/A./q /ZePc/Zr /=¢1~ SIX -n?c>A../7"/.,f Pe.R,c,.2) 

rfi>O>n /.?.U~vs r C;J..J '201~ /o l=eBRL.IR-P-.. l' 62, 2,..C>l 7 
e:,/ 

_ Yes 

I fi'e;:t"e-.R e;vc:.e re-R.n,,,,17 Cc.v.1::>r7?o~S ;;a.:::€ /!Al_!) at ~c . X-No 

_ Yes 

_ No 

Yes -
_ No 

_ Yes 

_ No 

_ Yes 

_ No 

_ Yes 

No 

_ Yes 

_ No 

_ Yes 

_ No 

Date of Separate 
Report Submittal or 

Attachment ID 

_!_/ __ 

Attachment ID ___ 

_1_1,_· __ 

Attachment ID ___ 

_!_/ ___ 

Attachment ID ___ 

_/,_! ___ 

Attachment ID ___ 

_/,_! __ 

Attachment ID ___ 

-'-'---
Attachment ID 

_/,_! ___ 

Attachment ID ___ 

__J_I ___ 

Attaclunenl ID ___ 



Form SIXMON Continued 3 

D. Deviations that Should have been Reported Previously 

All sources must complete this section. Use the table below to summarize all deviations from pennit terms required to be reported previously (prior to this report). Copy this page as many times as necessary to include all such deviations. In the first column, describe and cross-reference the pennit terms for which there is a deviation. In the second column, list the Emission unit IDs where the deviation occurred, ifno IDs are listed in the pennit, describe them instead. When reporting the beginning and ending times for deviations, use the.24-hour clock (e.g., midnight or 12 a.m. is 00:00). Zone means time zone (e.g., EST or EDT). In the fourth column, specify the date when the written deviation report was submitted to the permitting authority. lfa written deviation report was required, but it was not submitted by the required deadline, leave this field blank. Failure to submit a required deviation report (including those required to be submitted by telephone or fax), or late submittal of such reports is a deviation from permit terms that must be repor:ted in Section E of this form. 

Pennit Tenn for Which There is a Deviation Emission Units (unit IDs) Deviation Time Periods 
Date (mo/day/yr) Time (hr/min) Time Zone 

RLL :;J.ys VI Ft 7 / e:, NS RA..e. L..1S7"'l=D 
Beginning -'--'-- --·-- ---

Lft,./;be;R.. 
IT E, 1, DF 77-/IS Rspo,e-r. 

Ending __J __ , __ 
--·-- ---

Beginning __} __ , __ --·-- ---
Ending -'--'-- --·-- ---

Beginning -'--'-- --·-- ---
En~ing -'--'-- --·-- ---

Beginning --'--'--- --·-- ---
Ending -'--'-- --·-- ---

Beginning -'--'-- --·-- ---
Ending -'--'--- --·-- ---

Beginning -'--'--- --·-- ---
Ending 

__ !__} ___ 
--·-- ---

Written Deviation 
Report Submittal Date 

(mo/dv/vear\ 

-'--'--

-'--'--

-'--'--

-'--'--

-'--'---

-'--'---



I. 

-1. 

am:::: 

1. 

4. 

Form SlXMON Continued 4 

E. Other Devin lions From Permit Terms 

All sources must complete this section. Answer questions I through 5 below as n group for coch deviation frolh pennil terms tho! is required to be reported for the first llrnc in this monitoring report fom1. TI1is page may be used lo report three scparntc deviations. Co'py this page as mony limes ns ncccssory lo include nil such deviations. Include nil such deviations, h1cluding thosc.ll1at occur during startup, shutdown, molfunetion, nnd upset co11dltiom1. Question 1: describe ond cross-reference the permit tcm1s for which there Is n dovhi!Jon, Question 2: 11,t U1c Emission unit ID (if not avaih1blc, Identify by some oll1cr mcU1od) where Use dcvlntlon occurred, Question 3: Report Use beginning nnd ending times for onch dcvloUon, use Use 24-hour cloelc. Question 4: Dricfly explain (if known) the probable cause of each devlallon from permit tcmu. Question 5: 1f nny corrective notion, or proventntlvo mimsuroo were tnlcon to nvold thc:re snmc types of devlnllon nt the .:iame emissions units, briefly describe them. If known, Include dotes when such ncllons or measures were taken or ,viii be tnlcen In Use future, 

- ·--·. -- - ... -Penni! Term for Which There is a Dcvinllon: z. Emission Units (unit 1Ds): J. Time Period: Date (1110/dny/yr) 

'se.E" /1-7779 CHe::1:::) p R~G'S , I 
Beginning -'--'---e:,/ 
Emling -'--'--PeA'/h,,·r e"oA/.Z)/77~A/ ::ZZ:€,-Z.. 

Probable Cause of Deviation: 5, Corrcclivo Actiom; or l'rcvcntntivc Mcll!lurc~ Tnlccn: 

-
Time (hr:min) 

--·--
--·--

.. -- ··-. -----·• . -·-···· -- ----·- --· - - -·-- --·-·· --· .. ··-•--·~- .. -- ... Pcnnit Tom, for Which There Is n Dcvlntlon: z. Eml:islon Unll:i (unit lDa): J, Time Period: Dntr. (mo/dny/yr) Time (hr:mln) 

Dcginnlng -'--'-- --·--
l!11dh1,e -'--'-- --·--

.. --
Probable Cause of Deviation: 5. Corrective Actions or Prcvcnlntlve Mcnsurc:i Tnlccn: 

- -
Time Zone 

---
---

•----· -·--. 

Time Zone: 

---
---

= - ... -- - ··-·-- ···- ~- -··· -·-· -• e - ----·· --
.. _ -.. - -·--··· ■ ---- ·- • ·- - ---· ... --I. Pennlt Tem1 for Which Thora 15 n Dovlntlon: l. Emission Unlta (unit lDa): 3. Tlmn Porlod: Onto (mo/day/yr) Time (hr:mln) Time Zone 

Bccinnlng -'--'--- --·-- ---
Endlnn __} __ , __ --·-- ---

•I. Probable Cause of Deviation: 5. Corrcctivo Actions or Provcntntlvc McD.!Urcs Tnlccn: 

- -· - .. --- ..... _ - ·····--··-"-• ----·• ... . -- ·-

- .. 
.. 



Boiler 1 Excess Emissions 
Colmac Energy 

NOx ppm @3% 02 3-Hr Rolling Excess Emissions for 8/1/2016 thru 1/31/2017 
Parameter Start End Duration Value Min Max Limit Reason 
NOx ppm @3% 02 3-Hr 1/31/2017 5:00 AM 5:59 AM 1 hour 107.0 107.0 107.0 94 Fuel plug on boiler. Rolling · 

Total duration 1 hour 

CeDAR Reports 2122/201711:45 AM, Boiler 1 Excess Emissions 

Action 

Restore wood flow and 
return boiler to normal. 

Page 1 of 10 



Boiler 1 Excess Emissions 
Colmac Energy 

NOx lb/mmbtu 30 SOD Rig Avg Excess Emissions for 8/1/2016 thru 1/31/2017 
Parameter Start End Duration Value Min Max Limit Reason 

There are no excess emissions for this reporl. 

Ce DAR Reports 212212017 11 :45 AM, Boiler 1 Excess Emissions 

. Action 

Page 2 of 10 



Boiler 1 Excess Emissions 
Colmac Energy 

NOx lb/hr 3-Hr Rolling Excess Emissions for 8/1/2016 thru 1/31/2017 
Parameter Start End Duration Value Min Max Limit Reason 

There are no excess emissions for this report. 

CeDAR Reports 2/22/201711:45 AM, Boiler 1 Excess Emissions 

Action 

Page 3 of 10 



Boiler 1 Excess Emissions 
Colmac Energy 

NOx lbs/day Excess Emissions for 8/1/2016 thru 1/31/2017 
Parameter Start End Duration Value Min Max Limit Reason 

There are no excess emissions for this report. 

CeDAR Reports 2122/2017 11:45 AM, Boiler 1 Excess Emissions 

Action 

Page 4 of 10 



Boiler 1 Excess Emissions 
Colmac Energy 

SO2 ppm @3% 02 3-Hr Rolling Excess Emissions for 8/1/2016 thru 1/31/2017 
Parameter Start End Duration Value Min Max Limit Reason 

There are no excess emissions for this reporl. 

CeDAR Reports 2/2212017 11 :45 AM, Boiler 1 Excess Emissions 

Action 

Page 5 of 10 



Boiler 1 Excess Emissions 
Colmac Energy 

802 ppm @3% 02 30 SOD Rig Avg Excess Emissions for 8/1/2016 thru 1/31/2017 
Parameter Start End Duration Value Min Max Limit Reason 

There are no excess emissions for this report. 

Ce DAR Reports 2122/2017 11 :45 AM, Boiler 1 Excess Emissions 

Action 

Page 6 of 10 



Boiler 1 Excess Emissions 
Colmac Energy 

S02 lb/mmbtu 30 SOD Rig Avg Excess Emissions for 8/1/2016 thru 1/31/2017 
Parameter Start End Duration Value Min Max Limit Reason 

There are no excess emissions for this report. 

CeDAR Reports 2/22/201711:45 AM, Boiler 1 Excess Emissions 

Action 

Page 7 of 10 



Boiler 1 Excess Emissions 
Colmac Energy 

SO2 lb/hr 3-Hr Rolling Excess Emissions for 8/1/2016 thru 1/31/2017 
Parameter Start End Duration Value Min Max Limit Reason 
S02 lb/hr 3-Hr Rolling 9/5/2016 5:00 AM 5:59 AM 1 hour 13.0 13.0 13.0 12 High sulfur in fuel. 

Total duration 1 hour 

CeDAR Reports 2122/2017 11 :45 AM, Bailer 1 Excess Emissions 

Action 

Back down 
boiler,increase 
limestone feed, raise 
02. 

Page 8 of 10 



Boiler 1 Excess Emissions 
Colmac Energy 

CO ppm @3% 02 3-Hr Rolling Excess Emissions for 8/1/2016 thru 1/31/2017 
Parameter Start End Duration Value Min Max Limit Reason 

There are no excess emissions for this report. 

CeDAR Reports 2122/2017 11:45 AM, Boiler 1 Excess Emissions 

Action 

Page 9 of 10 



Boiler 1 Excess Emissions 
Colmac Energy 

CO lb/hr 3-Hr Rolling Excess Emissions for 8/1/2016 thru 1/31/2017 
Parameter Start End Duration Value Min Max Limit Reason 

There are no excess emissions for this report. 

CeDAR Reports 2/22/201711:45 AM, Boiler 1 Excess Emissions 

Action 

Page 10 of 10 



Boiler 2 Excess Emissions 
Colmac Energy 

NOx ppm @3% 02 3-Hr Rolling Excess Emissions for 8/1/2016 thru 1/31/2017 
Parameter Start End Duration Value Min Max Limit Reason 
NOx ppm @3% 02 3-Hr 12/22/2016 10:00 PM 10:59 PM 1 hour 94.0 94.0 94.0 94 Wood feed plug Rolling excess 02 higher than 

normal for ppm 
concentration. 

Total duration 1 hour 

CeDAR Reports 2/22/201711:46 AM, Boiler 2 Excess Emissions 

Action 

Clear plug, restore 
wood to boiler, return 
excess 02 to normal. 

Page 1 of 10 



Boiler 2 Excess Emissions 
Colmac Energy 

NOx lb/mmbtu 30 SOD Rig Avg Excess Emissions for 8/1/2016 thru 1/31/2017 
Parameter Start End Duration Value Min Max Limit Reason 

There are no excess emissions for this report. 

CeDAR Reports 2122/2017 11:46 AM, Boiler 2 Excess Emissions 

Action 

Page 2 of 10 



Boiler 2 Excess Emissions 
Colmac Energy 

NOx lb/hr 3-Hr Rolling Excess Emissions for 8/1/2016 thru 1/31/2017 
Parameter Start End Duration 

NOx lb/hr 3-Hr Rolling 9/21/2016 8:00 AM 9:59 AM 2 hours 

Total duration 2 hours 

CeDAR Reports 2122/2017 11:46 AM, Boiler 2 Excess Emissions 

Value Min Max 

32.0 32.0 32.0 

Limit 

30 

Reason 

Calibration gas in 
sample ine after recal. 

Action 

Purge sample line 
prior to puJting CEM 
back in service. 

Page 3 of10 



Boiler 2 Excess Emissions 
Colmac Energy 

NOx lbs/day Excess Emissions for 8/1/2016 thru 1/31/2017 
Parameter Start End Duration Value Min Max Limit Reason 

There are no excess emissions for this report. 

CeDAR Reports 2122/2017 11:46 AM, Boiler 2 Excess Emissions 

Action 

Page 4 of 10 



Boiler 2 Excess Emissions 
Colmac Energy 

SO2 ppm @3% 02 3-Hr Rolling Excess Emissions for 8/1/2016 thru 1/31/2017 
Parameter Start End Duration Value Min Max Limit Reason 

There are no excess emissions for this reporl. 

CeDAR Reports 2/22/2017 11:46 AM, Boiler 2 Excess Emissions 

Action 

Page 5 of 10 



Boiler 2 Excess Emissions 
Colmac Energy 

SO2 ppm @3% 02 30 SOD Rig Avg Excess Emissions for 8/1/2016 thru 1/31/2017 
Parameter Start End Duration Value Min Max Limit Reason 

There are no excess emissions for this report. 

CeDAR Reports 212212017 11 :46 AM, Boiler 2 Excess Emissions 

Action 

·Page 6 of 10 



Boiler 2 Excess Emissions 
Colmac Energy 

SO2 lb/mmbtu 30 SOD Rig Avg Excess Emissions for 8/1/2016 thru 1/31/2017 
Parameter Start End Duration Value Min Max Limit Reason 
There are no excess emissions for this report. 

CeDAR Reports 2122/2017 11:46 AM, Boiler 2 Excess Emissions 

Action 

Page 7 of 10 



Boiler 2 Excess Emissions 
Colmac Energy 

SO2 lb/hr 3-Hr Rolling Excess Emissions for 8/1/2016 thru 1/31/2017 
Parameter Start End Duration Value Min Max Limit Reason 
SO2 lb/hr 3-Hr Rolling 9/5/2016 4:00 AM 4:59AM 1 hour 14.0 14.0 14.0 12 High sulfur in fuel. 

SO2 lb/hr 3-Hr Rolling 12/4/2016 7:00 AM 7:59AM 1 hour 14.0 14.0 14.0 12 Cal gas in sample line 
after recal. 

SO2 lb/hr 3-Hr Rolling 12/10/2016 7:00 AM 7:59 AM 1 hour 14.0 14.0 14.0 12 cal gas in the sample 
line after the re cal. 

Total duration 3 hours 

CeDAR Reports 2/22/2017 11:46 AM, Boiler 2 Excess Emissions 

Action 

Back down 
boiler.increase 
limestone feed, raise 
02. 
Purge sample line 
prior to placing CEM in 
service. 
Purged the sample 
line. CEM is returned 
to service. 

Page B of 10 



Boiler 2 Excess Emissions 
Colmac Energy 

CO ppm @3% 02 3-Hr Rolling Excess Emissions for 8/1/2016 thru 1/31/2017 
Parameter Start End Duration Value Min Max Limit Reason 
There are no excess emissions for this report. 

CeDAR Reports 2/22/2017 11 :46 AM, Boiler 2 Excess Emissions 

Action 

Page 9 of 10 



Boiler 2 Excess Emissions 
Colmac Energy 

CO lb/hr 3-Hr Rolling Excess Emissions for 8/1/2016 thru 1/31/2017 
Parameter Start End Duration Value Min Max Limit Reason 

There are no excess emissions for this report. 

CeDAR Reports 2122/2017 11 :46 AM, Boiler 2 Excess Emissions 

Action 

Page 10 of 10 



Boilers Stack Excess Emissions 
Colmac Energy 

Opacity% 3-Min Avg Excess Emissions for 8/1/2016 thru 1/31/2017 
Parameter Start End Duration Value Min Max Limit Reason Action 
Opacity % 3-Min Avg 8/13/2016 1:36 PM 1:41 PM 6 minutes 11.0 10.0 11.0 10 Breach in bag. Replaced bag(s). Opacity% 3-Min Avg 8/18/2016 12:42 AM 12:56 AM 15 minutes 17.0 11.0 24.0 10 Breach in bag. Replaced bag(s). Opacity% 3-Min Avg 9/1/2016 2:54 AM 3:26 AM 33 minutes 23.0 11.0 51.0 10 Boiler shut down to Complete shutdown. 

replace bad bag(s). Opacity% 3-Min Avg 9/4/2016 7:03 AM 7:05AM 3 minutes 10.0 10.0 10.0 10 Breach in bag (s). Isolate module and 
replace bad bag (s). Opacity % 3-Min Avg 1/6/2017 11 :12 AM 11:14 AM 3 minutes 10.0 10.0 10.0 10 Breach in bag (s). Isolate module, 
inspect, and replace 
bad bags Opacity % 3-Min Avg 1/16/2017 11 :57 AM 12:08 PM 12 minutes 11.0 10.0 11.0 10 Breach in bag (s). Isolate module, 
inspect, and replace 
bad bags. Opacity% 3-Min Avg 1/20/2017 11 :54 AM 11:56 AM 3 minutes 10.0 10.0 10.0 10 Breach in bag (s). Isolate module, 
inspect and replace 
bad bags. Opacity % 3-Min Avg 1/20/2017 12:12 PM 1:05 PM 54 minutes 10.0 10.0 11.0 10 Breach in bag (s). Isolate module, 
inspect and replace 
bad bags. Opacity % 3-Min Avg 1/20/2017 2:33 PM 2:38 PM 6 minutes 10.0 10.0 10.0 10 Breach in bag (s). Isolate module, 
inspect and replace 
bad bags. Opacity % 3-Min Avg 1/21/2017 1 :06 AM 1:08 AM 3 minutes 10.0 10.0 10.0 10 Breach in bag (s). Isolate module, 
inspect and replace 
bad bags. Opacity % 3-Min Avg 1/21/2017 3:06 AM 3:08 AM 3 minutes 10.0 10.0 10.0 10 Breach in bag (s). Isolate module, 
inspect and replace 
bad bags. Opacity% 3-Min Avg 1/21/2017 3:15 AM 3:20AM 6 minutes 10.0 10.0 10.0 10 Breach in bag (s). Isolate module, 
inspect and replace 
bad bags. Opacity% 3-Min Avg 1/21/2017 9:06 AM 9:08 AM 3 minutes 10.0 10.0 10.0 10 Breach in bag (s). Isolate module, 
inspect and replace 
bad bags. Opacity % 3-Min Avg 1/21/2017 9:39 AM 9:50AM 12 minutes 10.0 10.0 10.0 10 Breach in bag (s). Isolate module, 
inspect and replace 
bad bags. 

Ce DAR Reports 212212017 11 :49 AM, Boilers Stack Excess Emissions 
Page 1 of3 



Parameter Start End Duration Value Min Max Limit Reason Action 
Opacity % 3-Min Avg 1/21/2017 10:12 AM 10:20 AM 9 minutes 10.0 10.0 10.0 10 Breach in bag (s). Isolate module, 

inspect and replace 
bad bags. 

Opacity % 3-Min Avg 1/23/2017 1:12 AM 1:20 AM 9 minutes 10.0 10.0 11.0 10 Breach in bag (s). Isolate module, 
inspect and replace 
bad bags. 

Opacity % 3-Min Avg 1/23/2017 10:33 AM 10:38AM 6 minutes 12.0 11.0 13.0 10 Breach in bag (s). Isolate module, 
inspect and replace 
bad bags. 

Opacity % 3-Min Avg 1/28/2017 8:54 AM 8:56 AM 3 minutes 10.0 10.0 10.0 10 Breach in bag (s). Isolate module, 
insoect and replace 
bad bags. 

Total duration 3 hours, 9 minutes 

CeDAR Reports 2/22/201711:49 AM, Boilers Stack Excess Emissions Page 2 of3 



Parameter 

Opacity % 6-Min Avg 

Boilers Stack Excess Emissions 
Colmac Energy 

Opacity% 6-Min Avg Excess Emissions for 8/1/2016 thru 1/31/2017 
Start End Duration Value Min 

9/1/2016 3:00 AM 3:11 AM 12 minutes 38.0 35.0 

Max 

41.0 

Limit Reason 

20 Boiler shut down to 
replace bad bag(s). 

Total duration 12 minutes 

Action 

Complete shutdown. 

Ce DAR Reports 2122/2017 11 :49 AM, Boilers Stack Excess Emissions Page 3 of 3 



Parameter 

NOx ppm @3% 02 

NOx ppm @3% 02 

NOx ppm @3% 02 

NOx ppm @3% 02 

NOx ppm @3% 02 

NOx ppm @3% 02 

NOx ppm @3% 02 

NOx ppm @3% 02 

NOx ppm @3% 02 

NOx ppm @3% 02 

NOx ppm @3% 02 

NOx ppm @3% 02 

NOx ppm @3% 02 

NOx ppm @3% 02 

NOx ppm @3% 02 

NOx ppm @3% 02 

NOx ppm @3% 02 

NOx ppm @3% 02 

Boiler 1 CEMS Downtime 
Colmac Energy 

NOx ppm @3% 02 GEMS Downtime for 8/1/2016 thru 1/31/2017 
Start End Duration Reason 
8/20/2016 7:00 AM 8:59 AM 2 hours CEM out of service for 

maintenance. 
8/21/2016 7:00 AM 8:59 AM 2 hours CEM out of service for 

maintenance. 
8/29/2016 7:00 AM 12:59 PM 6 hours CEM out of service for 

maintenance. 
9/6/2016 9:00 AM 9:59 AM 1 hour CEM taken out of service for 3rd 

quarter CGA. 
10/28/2016 7:00 AM 9:59 AM 3 hours CEM out of service for 

maintenance. 
11/5/2016 9:00 PM 11:59 PM 3 hours CEM out of service for 

maintenance. 
11/6/2016 12:00 AM 3:59 AM 4 hours CEM out of service for 

maintenance. 
11/9/2016 7:00 AM 7:59AM 1 hour CEM out of service for 

maintenance. 
11/10/2016 7:00 AM 7:59AM 1 hour CEM out of service for 

maintenance. 
11/11/2016 9:00 AM 9:59 AM 1 hour CEM taken out of service for 4th 

qtr CGA. 
11/18/2016 7:00 AM 7:59 AM 1 hour CEM out of service for 

maintenance. 
12/2/2016 3:00 AM 8:59 AM 6 hours CEM out of service for 

maintenance. 
1/2/2017 7:00 AM 9:59 AM 3 hours CEM taken out of service for 

maintenance. 
1/10/2017 7:00 AM 8:59 AM 2 hours CEM taken out of service for 

maintenance. 
1/21/2017 8:00 AM 8:59 AM 1 hour CEM taken out of service for 

maintenance. 
1/27/2017 3:00 AM 3:59 AM 1 hour CEM taken out of service for 

maintenance. 
1/27/2017 6:00 AM 6:59 AM 1 hour CEM taken out of service for 

maintenance. 
1/29/2017 5:00 PM 11:59 PM 7 hours GEM taken out of service for 

maintenance. 

CeDAR Reports 2/22/2017 11 :SO AM, Boiler 1 GEMS Downtime 

Action 

Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Complete CGA, return to 
service. 
Maintenance completed, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Complete CGA and return GEM 
to service. 
Maintenance complete, CEM 
back in service. 
Maintenance completed, CEM 
back in service. 
Complete maintenance and 
return CEM to service. 
Complete maintenance and 
return CEM to service. 
Complete maintenance and 
return CEM to service. 
Complete maintenance and 
return CEM to service. 
Complete maintenance and 
return CEM to service. 
Complete maintenance and 
return GEM to service. 

Page 1 of 16 



Parameter Start End 

NOx ppm @3% 02 1/30/2017 12:00 AM 3:59 AM 

Total duration 

CeDAR Reports 2/22/201711:50 AM, Boiler 1 CEMS Downtime 

Duration 

4 hours 

50 hours 

Reason 

CEM taken out of service for 
maintenance. 

Action 

Complete maintenance and 
return CEM to service. 

Page 2 of 16 



Parameter 

NOx lb/mmBtu 

NOx lb/mmBtu l 

NOx lb/mmBtu 

NOx lb/mmBtu 

NOx lb/mmBtu 

NOx lb/mmBtu 

NOx lb/mmBtu 

NOx lb/mmBtu 

NOx lb/mmBtu 

NOx lb/mmBtu 

NOx lb/mmBtu 

NOx lb/mmBtu 

NOx lb/mmBtu 

NOx lb/mmBtu 

NOx lb/mmBtu 

NOx lb/mmBtu 

NOx lb/mmBtu 

NOx lb/mmBtu 

Boiler 1 CEMS Downtime 
Colmac Energy 

NOx lb/mmBtu CEMS Downtime for 8/1/2016 thru 1/31/2017 
Start End Duration Reason 
8/20/2016 7:00 AM 8:59 AM 2 hours GEM out of service for 

maintenance. 
8/21/2016 7:00 AM 8:59 AM 2 hours CEM out of service for 

maintenance. 
8/29/2016 7:00 AM 12:59 PM 6 hours CEM out of service for 

maintenance. 
9/6/2016 9:00 AM 9:59 AM 1 hour CEM taken out of service for 3rd 

quarter CGA. 
10/28/2016 7:00 AM 9:59 AM 3 hours CEM out of service for 

maintenance. 
11/5/2016 9:00 PM 11:59 PM 3 hours CEM out of service for 

maintenance. 
11/6/2016 12:00 AM 3:59 AM 4 hours CEM out of service for 

maintenance. 
11/9/2016 7:00 AM 7:59AM 1 hour CEM out of service for 

maintenance. 
11/10/2016 7:00 AM 7:59 AM 1 hour CEM out of service for 

maintenance. 
11/11/2016 9:00 AM 9:59AM 1 hour CEM taken out of service for 4th 

qtr CGA. 
11/18/2016 7:00 AM 7:59AM 1 hour GEM out of service for 

maintenance. 
12/2/2016 3:00 AM 8:59AM 6 hours GEM out of service for 

maintenance. 
1/2/2017 7:00 AM 9:59 AM 3 hours CEM taken out of service for 

maintenance. 
1/10/2017 7:00 AM 8:59 AM 2 hours GEM taken out of service for 

maintenance. 
1/21/2017 8:00 AM 8:59 AM 1 hour GEM taken out of service for 

maintenance. 
1/27/2017 3:00 AM 3:59AM 1 hour GEM taken out of service for 

maintenance. 
1/27/2017 6:00 AM 6:59 AM 1 hour CEM taken out of service for 

maintenance. 
1/29/2017 5:00 PM 11:59 PM 7 hours GEM taken out of service for 

maintenance. 

CeDAR Reports 2/2212017 11 :50 AM, Boiler 1 CEMS Downtime 

Action 

Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Complete CGA, return to 
service. 
Maintenance completed, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Complete CGA and return CEM 
to service. 
Maintenance complete, GEM 
back in service. 
Maintenance completed, CEM 
back in service. 
Complete maintenance and 
return CEM to service. 
Complete maintenance and 
return GEM to service. 
Complete maintenance and 
return GEM to service. 
Complete maintenance and 
return CEM to service. 
Complete maintenance and 
return CEM to service. 
Complete maintenance and 
return CEM to service. 
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Parameter Start End 

NOx lb/mmBtu 1/30/2017 12:00 AM 3:59 AM 

Total duration 

CeDAR Reports 2/2212017 11 :50 AM, Boiler 1 CEMS Downtime 

Duration 

4 hours 

50 hours 

Reason 

GEM taken out of service for 
maintenance. 

Action 

Complete maintenance and 
return GEM to service. 
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Parameter 

NOx lb/hr 

NOx lb/hr 

NOx lb/hr 

NOx lb/hr 

NOx lb/hr 

NOx lb/hr 

NOx lb/hr 

NOx lb/hr 

NOx lb/hr 

NOx lb/hr 

NOx lb/hr 

NOx lb/hr 

NOx lb/hr 

NOx lb/hr 

NOx lb/hr 

NOx lb/hr 

NOx lb/hr 

NOx lb/hr 

Boiler 1 CEMS Downtime 
Colmac Energy 

NOx lb/hr GEMS Downtime for 8/1/2016 thru 1/31/2017 
Start End Duration Reason 

8/2/2016 7:00 AM 8:59 AM 2 hours CEM out of service for 
maintenance. 

8/4/2016 7:00 AM 7:59 AM 1 hour CEM out of service for 
maintenance. 

8/29/2016 7:00 AM 12:59 PM 6 hours CEM out of service for 
maintenance. 

9/1/2016 7:00 AM 7:59AM 1 hour CEM out of service for 
maintenance. 

9/6/2016 9:00 AM 9:59 AM 1 hour CEM taken out of service for 3rd 
quarter CGA. 

9/25/2016 8:00 PM 11:59 PM 4 hours CEM out of service for 
maintenance. 

9/26/2016 12:00 AM 5:59AM 6 hours CEM out of service for 
maintenance. 

10/17/2016 7:00 AM 7:59AM 1 hour CEM out of service for 
maintenance. 

10/28/2016 7:00 AM 9:59AM 3 hours CEM out of service for 
maintenance. 

11/5/2016 9:00 PM 11:59 PM 3 hours CEM out of service for 
maintenance. 

11/6/2016 12:00 AM 3:59 AM 4 hours CEM out of service for 
maintenance. 

11/9/2016 7:00 AM 7:59AM 1 hour CEM out of service for 
maintenance. 

11/10/2016 7:00 AM 7:59AM 1 hour CEM out of service for 
maintenance. 

11/11/2016 9:00 AM 9:59 AM 1 hour CEM taken out of service for 4th 
qtr CGA. 

12/2/2016 3:00 AM 6:59 AM 4 hours CEM out of service for 
maintenance. 

1/6/2017 7:00 AM 8:59 AM 2 hours CEM taken out of service for 
maintenance. 

1/29/2017 5:00 PM 11:59 PM 7 hours CEM taken out of service for 
maintenance. 

1/30/2017 12:00 AM 3:59AM 4 hours CEM taken out of service for 
maintenance. 

CeDAR Reports 2122/2017 11 :50 AM, Boiler 1 CEMS Downtime 

Action 

Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Complete CGA, return to 
service. 
Maintenance completed, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance completed, CEM 
bac~ in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Complete CGA and return CEM 
to service. 
Maintenance completed, CEM 
back in service. 
Complete maintenance and 
return CEM to service. 
Complete maintenance and 
return CEM to service. 
Complete maintenance and 
return CEM to service. 
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Parameter Start End Duration Reason Action 

Total duration 52 hours 

CeDAR Reports 2122{2017 11:50 AM, Boiler 1 CEMS Downtime 
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Parameter 

SO2 ppm @3% 02 

SO2 ppm @3% 02 

SO2 ppm @3% 02 

SO2 ppm @3% 02 

SO2 ppm @3% 02 

SO2 ppm @3% 02 

SO2 ppm @3% 02 

SO2 ppm @3% 02 

SO2 ppm @3% 02 

SO2 ppm @3% 02 

SO2 ppm @3% 02 

SO2 ppm @3% 02 

SO2 ppm @3% 02 

SO2 ppm @3% 02 

SO2 ppm @3% 02 

SO2 ppm @3% 02 

SO2 ppm @3% 02 

SO2 ppm @3% 02 

Boiler 1 CEMS Downtime 
Colmac Energy 

SO2 ppm @3% 02 GEMS Downtime for 8/1/2016 thru 1/31/2017 
Start End Duration Reason 

8/20/2016 7:00 AM 8:59AM 2 hours CEM out of service for 
maintenance. 

8/21/2016 7:00 AM 8:59AM 2 hours CEM out of service for 
maintenance. 

8/29/2016 7:00 AM 12:59 PM 6 hours CEM out of service for 
maintenance. 

9/6/2016 9:00 AM 9:59 AM 1 hour CEM taken out of service for 3rd 
quarter GGA. 

10/28/2016 7:00 AM 9:59AM 3 hours CEM out of service for 
maintenance. 

11/5/2016 9:00 PM 11:59 PM 3 hours GEM out of service for 
maintenance. 

11/6/2016 12:00 AM 3:59AM 4 hours GEM out of service for 
maintenance. 

11/9/2016 7:00 AM 7:59 AM 1 hour GEM out of service for 
maintenance. 

11/10/2016 7:00 AM 7:59 AM 1 hour CEM out of service for 
maintenance. 

11/11/2016 7:00 AM 7:59 AM 1 hour GEM taken out of service for 4th 
qtr CGA. 

11/11/2016 9:00 AM 9:59 AM 1 hour CEM taken out of service for 4th 
qtr CGA. 

11/18/2016 7:00 AM 7:59 AM 1 hour CEM out of service for 
maintenance. 

12/2/2016 3:00 AM 8:59 AM 6 hours CEM out of service for 
maintenance. 

12/7/2016 7:00 AM 8:59 AM 2 hours GEM out of service for 
maintenance. 

1/2/2017 7:00 AM 9:59 AM 3 hours GEM taken out of service for 
maintenance. 

1/10/2017 7:00 AM 8:59AM 2 hours CEM taken out of service for 
maintenance. 

1/18/2017 7:00 AM 8:59 AM 2 hours CEM taken out of service for 
maintenance. 

1/21/2017 8:00 AM 8:59 AM 1 hour CEM taken out of service for 
maintenance. 

CeDAR Reports 2122/2017 11 :50 AM, Boiler 1 GEMS Downtime 

Action 

Maintenance complete, GEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Complete CGA, return to 
service. 
Maintenance completed, GEM 
back in service. 
Maintenance complete, GEM 
back in service. 
Maintenance complete, GEM 
back in service. 
Maintenance complete, GEM 
back in service. 
Maintenance complete, GEM 
back in service. 
Complete CGA and return CEM 
to service. 
Complete CGA and return GEM 
to service. 
Maintenance complete, GEM 
back in service. 
Maintenance completed, GEM 
back in service. 
Maintenance completed, GEM 
back in service. 
Complete maintenance and 
return CEM to service. 
Complete maintenance and 
return CEM to service. 
Complete maintenance and 
return CEM to service. 
Complete maintenance and 
return CEM to service. 
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Parameter Start End Duration Reason Action 
SO2 ppm @3% 02 1/27/2017 3:00 AM 3:59 AM 1 hour CEM taken out of service for Complete maintenance and 

maintenance. return CEM to service. 
SO2 ppm @3% 02 1/27/2017 6:00 AM 6:59AM 1 hour CEM taken out of service for Complete maintenance and 

maintenance. return CEM to service. 
SO2 ppm@3% 02 1/29/2017 5:00 PM 11:59 PM 7 hours CEM taken out of service for Complete maintenance and 

maintenance. return CEM to service. 
SO2 ppm @3% 02 1/30/2017 12:00 AM 3:59 AM 4 hours CEM taken out of service for Complete maintenance and 

maintenance. return CEM to service. 
SO2 ppm @3% 02 1/31/2017 7:00 AM 7:59AM 1 hour CEM taken out of service for Complete maintenance and 

maintenance. return CEM to service. 

Total duration 56 hours 
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Parameter 

SO2 lb/mmBtu 

SO2 lb/mmBtu 

SO2 lb/mmBtu 

SO2 lb/mmBtu 

SO2 lb/mmBtu 

SO2 lb/mmBtu 

SO2 lb/mmBtu 

SO2 lb/mmBtu 

SO2 lb/mmBtu 

SO2 lb/mmBtu 

SO2 lb/mmBtu 

SO2 lb/mmBtu 

SO2 lb/mmBtu 

SO2 lb/mmBtu 

SO2 lb/mmBtu 

SO2 lb/mmBtu 

SO2 lb/mmBtu 

SO2 lb/mmBtu 

Boiler 1 CEMS Downtime 
Colmac Energy 

SO2 lb/mmBtu GEMS Downtime for 8/1/2016 thru 1/31/2017 
Start End Duration Reason 
8/20/2016 7:00 AM 8:59AM 2 hours GEM out of service for 

maintenance. 
8/21/2016 7:00 AM 8:59 AM 2 hours GEM out of service for 

maintenance. 
8/29/2016 7:00 AM 12:59 PM 6 hours GEM out of service for 

maintenance. 
9/6/2016 9:00 AM 9:59 AM 1 hour GEM taken out of service for 3rd 

quarter CGA. 
10/28/2016 7:00 AM 9:59 AM 3 hours CEM out of service for 

maintenance. 
11/5/2016 9:00 PM 11:59 PM 3 hours GEM out of service for 

maintenance. 
11/6/2016 12:00 AM 3:59 AM 4 hours CEM out of service for 

maintenance. 
11/9/2016 7:00 AM 7:59AM 1 hour GEM out of service for 

maintenance. 
11/10/2016 7:00 AM 7:59 AM 1 hour GEM out of service for 

maintenance. 
11/11/2016 7:00 AM 7:59 AM 1 hour GEM taken out of service for 4th 

qtr CGA.esting 
11/11/2016 9:00 AM 9:59 AM 1 hour GEM taken out of service for 4th 

qtrCGA. 
11/18/2016 7:00 AM 7:59 AM 1 hour GEM out of service for 

maintenance. 
12/2/2016 3:00 AM 8:59 AM 6 hours GEM out of service for 

maintenance. 
12/7/2016 7:00 AM 8:59 AM 2 hours GEM out of service for 

maintenance. 
1/2/2017 7:00 AM 9:59 AM 3 hours GEM taken out of service for 

maintenance. 
1/10/2017 7:00 AM 8:59 AM 2 hours GEM taken out of service for 

maintenance. 
1/18/2017 7:00 AM 8:59 AM 2 hours GEM taken out of service for 

maintenance. 
1/21/2017 8:00 AM 8:59 AM 1 hour CEM taken out of service for 

maintenance. 

CeDAR Reports 2122/2017 11:50 AM, Boiler 1 GEMS Downtime 

Action 

Maintenance complete, GEM 
back in service. 
Maintenance complete, GEM 
back in service. 
Maintenance complete, GEM 
back in service. 
Complete CGA, return to 
service. 
Maintenance completed, GEM 
back in service. 
Maintenance complete, GEM 
back in service. 
Maintenance complete, GEM 
back in service. 
Maintenance complete, GEM 
back in service. 
Maintenance complete, GEM 
back in service. 
Complete CGA and return GEM 
to service. 
Complete CGA and return GEM 
to service. 
Maintenance complete, CEM 
back in service. 
Maintenance completed, GEM 
back in service. 
Maintenance completed, GEM 

· back in service. 
Complete maintenance and 
return CEM to service. 
Complete maintenance and 
return CEM to service. 
Complete maintenance and 
return GEM to service. 
Complete maintenance and 
return CEM to service. 
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Parameter Start End Duration Reason Action 
SO2 lb/mmBtu 1/27/2017 3:00 AM 3:59 AM 1 hour CEM taken out of service for Complete maintenance and 

maintenance. return CEM to service. SO2 lb/mmBtu 1/27/2017 6:00 AM 6:59 AM 1 hour CEM taken out of service for Complete maintenance and 
maintenance. return CEM to service. SO2 lb/mmBtu 1/29/2017 5:00 PM 11:59 PM 7 hours CEM taken out of service for Complete maintenance and 
maintenance. return CEM to service. SO2 lb/mmBtu 1/30/2017 12:00 AM 3:59 AM 4 hours CEM taken out of service for Complete maintenance and 
maintenance. return CEM to service. SO2 lb/mmBtu 1/31/2017 7:00 AM 7:59 AM 1 hour CEM taken out of service for Complete maintenance and 
maintenance. return CEM to service. 

Total duration 56 hours 

CeDAR Reports 2122/2017 11:50 AM, Boiler 1 GEMS Downtime 
Page 10 of 16 



Parameter 

SO2 lb/hr 

SO2 lb/hr 

SO2 lb/hr 

SO2 lb/hr 

SO2 lb/hr 

SO2 lb/hr 

SO2 lb/hr 

SO2 lb/hr 

SO2 lb/hr 

SO2 lb/hr 

SO2 lb/hr 

SO2 lb/hr 

SO2 lb/hr 

SO2 lb/hr 

SO2 lb/hr 

SO2 lb/hr 

SO2 lb/hr 

SO2 lb/hr 

Boiler 1 CEMS Downtime 
Colmac Energy 

S02 lb/hr GEMS Downtime for 8/1/2016 thru 1/31/2017 
Start End Duration Reason 

8/2/2016 7:00 AM 8:59AM 2 hours CEM out of service for 
maintenance. 

8/4/2016 7:00 AM 7:59AM 1 hour CEM out of service for 
maintenance. 

8/29/2016 8:00 AM 12:59 PM 5 hours CEM out of service for 
maintenance. 

9/1/2016 7:00 AM 7:59AM 1 hour CEM out of service for 
maintenance. 

9/6/2016 9:00 AM 9:59AM 1 hour CEM taken out of service for 3rd 
quarter CGA. 

9/25/2016 8:00 PM 11:59 PM 4 hours CEM out of service for 
maintenance. 

9/26/2016 12:00 AM 5:59 AM 6 hours CEM out of service for 
maintenance. 

10/17/2016 7:00 AM 7:59 AM 1 hour CEM out of service for 
maintenance. 

11/5/2016 9:00 PM 11:59 PM 3 hours CEM out of service for 
maintenance. 

11/6/2016 12:00 AM 3:59AM 4 hours CEM out of service for 
maintenance. 

11/9/2016 7:00 AM 7:59 AM 1 hour CEM out of service for 
maintenance. 

11/10/2016 7:00 AM 7:59 AM 1 hour CEM out of service for 
maintenance. 

11/11/2016 7:00 AM 7:59 AM 1 hour CEM taken out of service for 4th 
qtr CGA. 

11/11/2016 9:00 AM 9:59 AM 1 hour CEM taken out of service for 4th 
qtr CGA. 

12/2/2016 3:00 AM 6:59 AM 4 hours CEM out of service for 
maintenance. 

12/7/2016 7:00 AM 8:59 AM 2 hours CEM out of service for 
maintenance. 

1/6/2017 7:00 AM 8:59 AM 2 hours CEM taken out of service for 
maintenance. 

1/18/2017 7:00 AM 8:59 AM 2 hours CEM taken out of service for 
maintenance. 

CeDAR Reports 2/22/201711:50 AM, Boiler 1 GEMS Downtime 

Action 

Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Complete CGA, return to 
service. 
Maintenance completed, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Complete CGA and return CEM 
to service. 
Complete CGA and return CEM 
to service. 
Maintenance completed, CEM 
back in service. 
Maintenance completed, CEM 
back in service. 
Complete maintenance and 
return CEM to service. 
Complete maintenance and 
return CEM to service. 
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Parameter Start End Duration Reason Action 
SO2 lb/hr 1/29/2017 5:00 PM 11:59 PM 7 hours CEM taken out of service for Complete maintenance and 

maintenance. return CEM to service. SO2 lb/hr 1/30/2017 12:00 AM 3:59 AM 4 hours CEM taken out of service for Complete maintenance and 
maintenance. return CEM to service. SO2 lb/hr 1/31/2017 7:00 AM 7:59 AM 1 hour CEM taken out of service for Complete maintenance and 
maintenance. return CEM to service. 

Total duration 54 hours 

CeDAR Reports 2122/2017 11:50 AM, Boiler 1 CEMS Downtime 
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Parameter 

CO ppm@3% 02 

CO ppm@3% 02 

CO ppm@3% 02 

CO ppm@3% 02 

CO ppm@3% 02 

CO ppm@3% 02 

CO ppm@3% 02 

co ppm@3% 02 

CO ppm@3% 02 

CO ppm@3% 02 

CO ppm@3% 02 

co ppm@3% 02 

co ppm@3% 02 

CO ppm@3% 02 

CO ppm@3% 02 

CO ppm@3% 02 

CO ppm@3% 02 

CO ppm@3% 02 

Boiler 1 CEMS Downtime 
Colmac Energy 

CO ppm @3% 02 CEMS Downtime for 8/1/2016 thru 1/31/2017 

Start End Duration Reason 

8/4/2016 7:00 AM 8:59 AM 2 hours CEM out of service for 
maintenance. 

8/11/2016 7:00 AM 8:59 AM 2 hours CEM out of service for 
maintenance. 

8/13/2016 7:00 AM 8:59 AM 2 hours CEM out of service for 
maintenance. 

8/20/2016 7:00 AM 8:59 AM 2 hours CEM out of service for 
maintenance. 

8/21/2016 7:00 AM 8:59 AM 2 hours CEM out of service for 
maintenance. 

8/29/2016 7:00 AM 12:59 PM 6 hours CEM out of service for 
maintenance. 

8/30/2016 7:00 AM 7:59 AM 1 hour CEM out of service for 
maintenance. 

9/6/2016 9:00 AM 9:59 AM 1 hour CEM taken out of service for 3rd 
quarter CGA. 

9/9/2016 7:00 AM 7:59 AM 1 hour CEM out of service for 
maintenance. 

9/13/2016 7:00 AM 7:59 AM 1 hour CEM out of service for 
maintenance. 

9/25/2016 8:00 PM 11:59 PM 4 hours CEM out of service for 
maintenance. 

10/10/2016 7:00 AM 7:59 AM 1 hour CEM out of service for 
maintenance. 

10/28/2016 7:00 AM 9:59AM 3 hours CEM out of service for 
maintenance. 

11/5/2016 9:00 PM 11:59 PM 3 hours CEM out of service for 
maintenance. 

11/6/2016 12:00 AM 3:59 AM 4 hours CEM out of service for 
maintenance. 

11/9/2016 7:00 AM 7:59 AM 1 hour CEM out of service for 
maintenance. 

11/10/2016 7:00 AM 7:59 AM 1 hour GEM out of service for 
maintenance. 

11/11/2016 9:00 AM 9:59 AM 1 hour CEM taken out of service for 4th 
qtr CGA. 

CeDAR Reports 2/22/201711:50 AM, Boiler 1 CEMS Downtime 

Action 

Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Complete CGA, return to 
service. 
Maintenance completed, GEM 
back in service. 
Maintenance completed, CEM 
back in service. 
Maintenance completed, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance completed, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Complete CGA and return CEM 
to service. 

Page 13 of 16 



Parameter Start End Duration Reason Action 
CO ppm@3% 02 11/18/2016 7:00 AM 7:59 AM 1 hour CEM out of service for Maintenance complete, CEM 

maintenance. back in service. 
CO ppm@3% 02 12/2/2016 3:00 AM 8:59 AM 6 hours CEM out of service for Maintenance completed, CEM 

maintenance. back in service. 
CO ppm@3% 02 12/2/2016 10:00 AM 10:59 AM 1 hour CEM out of service for Maintenance completed, GEM 

maintenance. back in service. 
CO ppm@3% 02 1/2/2017 7:00 AM 9:59 AM 3 hours CEM taken out of service for Complete maintenance and 

maintenance. return CEM to service. 
CO ppm@3% 02 1/10/2017 7:00 AM 8:59 AM 2 hours GEM taken out of service for Complete maintenance and 

maintenance. return CEM to service. co ppm@3% 02 1/21/2017 8:00 AM 8:59 AM 1 hour GEM taken out of service for Complete maintenance and 
maintenance. return GEM to service. 

CO ppm@3% 02 1/26/2017 7:00 AM 7:59 AM 1 hour GEM taken out of service for Complete maintenance and 
maintenance. return CEM to service. 

CO ppm@3% 02 1/27/2017 3:00 AM 3:59AM 1 hour GEM taken out of service for Complete maintenance and 
maintenance. return GEM to service. 

CO ppm@3% 02 1/27/2017 6:00 AM 6:59 AM 1 hour GEM taken out of service for Complete maintenance and 
maintenance. return GEM to service. 

CO ppm@3% 02 1/29/2017 5:00 PM 11:59 PM 7 hours GEM taken out of service for Complete maintenance and 
maintenance. return GEM to service. 

CO ppm@3% 02 1/30/2017 12:00 AM 3:59 AM 4 hours CEM taken out of service for Complete maintenance and 
maintenance. return GEM to service. 

CO ppm@3% 02 1/31/2017 5:00 AM 5:59 AM 1 hour GEM taken out of service for Complete maintenance and 
maintenance. return GEM to service. 

Total duration 67 hours 
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Parameter 

CO lb/hr 

CO lb/hr 

CO lb/hr 

CO lb/hr 

CO lb/hr 

CO lb/hr 

CO lb/hr . 

CO lb/hr 

CO lb/hr 

CO lb/hr 

CO lb/hr 

CO lb/hr 

CO lb/hr 

CO lb/hr 

CO lb/hr 

CO lb/hr 

CO lb/hr 

CO lb/hr 

Boiler 1 CEMS Downtime 
Colmac Energy 

CO lb/hr CEMS Downtime for 8/1/2016 thru 1/31/2017 
Start End Duration Reason 

8/2/2016 7:00 AM 8:59 AM 2 hours CEM out of service for 
maintenance. 

8/4/2016 7:00 AM 8:59 AM 2 hours CEM out of service for 
maintenance. 

8/11/2016 7:00 AM 8:59 AM 2 hours CEM out of service for 
maintenance. 

8/13/2016 7:00 AM 8:59 AM 2 hours CEM out of service for 
maintenance. 

8/29/2016 8:00 AM 12:59 PM 5 hours CEM out of service for 
maintenance. 

8/30/2016 7:00 AM 7:59 AM 1 hour CEM out of service for 
maintenance. 

9/1/2016 7:00 AM 7:59 AM 1 hour CEM out of service for 
maintenance. 

9/6/2016 9:00 AM 9:59 AM 1 hour GEM taken out of service for 3rd 
quarter CGA. 

9/9/2016 7:00 AM 7:59 AM 1 hour CEM out of service for 
maintenance. 

9/13/2016 7:00 AM 7:59 AM 1 hour CEM out of service for 
maintenance. 

9/25/2016 8:00 PM 11:59 PM 4 hours CEM out of service for 
maintenance. 

9/26/2016 12:00 AM 5:59 AM 6 hours CEM out of service for 
maintenance. 

10/10/2016 7:00 AM 7:59AM 1 hour CEM out of service for 
maintenance. 

10/17/2016 7:00 AM 7:59 AM 1 hour CEM out of service for 
maintenance. 

11/5/2016 9:00 PM 11:59 PM 3 hours CEM out of service for 
maintenance. 

11/6/2016 12:00 AM 3:59 AM 4 hours CEM out of service for 
maintenance. 

11/9/2016 7:00 AM 7:59 AM 1 hour CEM out of service for 
maintenance. 

11/10/2016 7:00 AM 7:59 AM 1 hour CEM out of service for 
maintenance. 

CeDAR Reports 2122/2017 11 :50 AM, Boiler 1 CE=MS Downtime 

Action 

Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Complete CGA, return to 
service. 
Maintenance completed, CEM 
back in service. 
Maintenance completed, CEM 
back in service. 
Maintenance completed, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back In service. 
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Parameter Start End Duration Reason Action 
CO lb/hr 11/11/2016 9:00 AM 9:59AM 1 hour CEM taken out of service for 4th Complete CGA and return CEM 

qtr CGA. to service. 
CO lb/hr 12/2/2016 3:00 AM 6:59 AM 4 hours GEM out of service for Maintenance completed, GEM 

maintenance. back in service. 
CO lb/hr 12/2/2016 10:00 AM 10:59 AM 1 hour CEM out of service for Maintenance completed, CEM 

maintenance. back in service. 
CO lb/hr 1/6/2017 7:00 AM 8:59 AM 2 hours CEM taken out of service for Complete maintenance and 

maintenance. return CEM to service. 
CO lb/hr 1/26/2017 7:00 AM 7:59 AM 1 hour CEM taken out of service for Complete maintenance and 

maintenance. return CEM to service. 
CO lb/hr 1/27/2017 3:00 AM 3:59 AM 1 hour CEM taken out of service for Complete maintenance and 

maintenance. return CEM to service. 
CO lb/hr 1/29/2017 5:00 PM 11:59 PM 7 hours CEM taken out of service for Complete maintenance and 

maintenance. return GEM to service. 
CO lb/hr 1/30/2017 12:00 AM 3:59 AM 4 hours CEM taken out of service for Complete maintenance and 

maintenance. return CEM to service. 
CO lb/hr 1/31/2017 5:00 AM 5:59 AM 1 hour CEM taken out of service for Complete maintenance and 

maintenance. return GEM to service. 

Total duration 61 hours 
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Parameter 

NOx ppm @3% 02 

NOx ppm @3% 02 

NOx ppm @3% 02 

NOx ppm @3% 02 

NOx ppm @3% 02 

NOx ppm @3% 02 

NOx ppm @3% 02 

NOx ppm @3% 02 

NOx ppm @3% 02 

NOx ppm @3% 02 

NOx ppm @3% 02 

NOx ppm @3% 02 

NOx ppm @3% 02 

NOx ppm @3% 02 

NOx ppm @3% 02 

NOx ppm @3% 02 

NOx ppm @3% 02 

NOx ppm @3% 02 

Boiler 2 CEMS Downtime 
Colmac Energy 

NOx ppm @3% 02 CEMS Downtime for 8/1/2016 thru 1/31/2017 

Start End Duration Reason 

8/4/2016 7:00 AM 8:59 AM 2 hours CEM out of service for 
maintenance. 

8/11/2016 7:00 AM 9:59 AM 3 hours CEM out of service for 
maintenance. 

8/20/2016 7:00 AM 8:59 AM 2 hours CEM out of service for 
maintenance. 

8/21/2016 7:00 AM 8:59 AM 2 hours CEM out of service for 
maintenance. 

8/30/2016 8:00 AM 11:59 AM 4 hours CEM out of service for 
maintenance. 

9/3/2016 8:00 PM 11:59 PM 4 hours CEM out of service for 
maintenance. 

9/4/2016 12:00 AM 1:59 AM 2 hours CEM out of service for 
maintenance. 

9/6/2016 9:00 AM 9:59 AM 1.hour CEM taken out of service for 3rd 
quarter CGA. 

9/9/2016 7:00 AM 7:59 AM 1 hour CEM out of service for 
maintenance. 

9/13/2016 7:00 AM 7:59 AM 1 hour CEM out of service for 
maintenance. 

9/19/2016 7:00 AM 9:59 AM 3 hours CEM out of service for 
maintenance. 

10/5/2016 2:00 PM 11:59 PM 10 hours CEM out of service for 
maintenance. 

10/6/2016 12:00 AM 10:59 AM 11 hours CEM out of service for 
maintenance. 

10/28/2016 8:00 AM 11:59 AM 4 hours CEM out of service for 
maintenance. 

11/8/2016 8:00 AM 8:59 AM 1 hour CEM out of service for 
maintenance. 

11/8/2016 10:00 AM 10:59 AM 1 hour CEM out of service for 
maintenance. 

11/10/2016 8:00 AM 8:59 AM 1 hour CEM out of service for 
maintenance. 

11/11/2016 9:00 AM 9:59 AM 1 hour CEM taken out of service for 4th 
qtr CGA. 

CeDAR Reports 212212017 11 :50 AM, Boiler 2 CEMS Downtime 

Action 

Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Complete CGA, return to 
service. 
Maintenance completed, CEM 
back in service. 
Maintenance completed, CEM 
back in service. 
Maintenance completed, GEM. 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance completed, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Complete CGA and return GEM 
to service. 
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Parameter Start End Duration Reason Action 

NOx ppm @3% 02 11/18/2016 7:00 AM 8:59 AM 2 hours CEM out of service for Maintenance complete, CEM 
maintenance. back in service. 

NOx ppm @3% 02 12/7/2016 2:00 PM 5:59 PM 4 hours CEM out of service for Maintenance completed, CEM 
maintenance. back in service. 

NOx ppm @3% 02 1/2/2017 7:00 AM 10:59 AM 4 hours CEM taken out of service for Complete maintenance and 
maintenance. return CEM to service. 

NOx ppm @3% 02 1/10/2017 8:00 AM 8:59 AM 1 hour CEM taken out of service for Complete maintenance and 
maintenance. return CEM to service. 

NOx ppm @3% 02 1/26/2017 7:00 AM 8:59 AM 2 hours CEM taken out of service for Complete maintenance and 
maintenance. return CEM to service. 

NOx ppm @3% 02 1/28/2017 9:00 AM 10:59 AM 2 hours CEM taken out of service for Complete Maintenance and 
maintenance. return CEM to service. 

Total duration 69 hours 
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Parameter 

NOx lb/mmBtu 

NOx lb/mmBtu 

NOx lb/mmBtu 

NOx lb/mmBtu 

NOx lb/mmBtu 

NOx lb/mmBtu 

NOx lb/mmBtu 

NOx lb/mmBtu 

NOx lb/mmBtu 

NOx lb/mmBtu 

NOx lb/mmBtu 

NOx lb/mmBtu 

NOx lb/mmBtu 

NOx lb/mmBtu 

NOx lb/mmBtu 

NOx lb/mmBtu 

NOx lb/mmBtu 

NOx lb/mmBtu 

Boiler 2 CEMS Downtime 
Colmac Energy 

NOx lb/mmBtu CEMS Downtime for 8/1/20"16 thru 1/31/2017 
Start End Duration Reason 

8/4/2016 7:00 AM 8:59 AM 2 hours CEM out of service for 
maintenance. 

8/11/2016 7:00 AM 9:59 AM 3 hours CEM out of service for 
maintenance. 

8/20/2016 7:00 AM 8:59 AM 2 hours CEM out of service for 
maintenance. 

8/21/2016 7:00 AM 8:59 AM 2 hours CEM out of service for 
maintenance. 

8/30/2016 8:00 AM 11:59 AM 4 hours GEM out of service for 
maintenance. 

9/3/2016 8:00 PM 11:59 PM 4 hours CEM out of service for 
maintenance. 

9/4/2016 12:00 AM 1:59 AM 2 hours GEM out of service for 
maintenance. 

9/6/2016 9:00 AM 9:59 AM 1 hour CEM taken out of service for 3rd 
quarter CGA. 

9/9/2016 7:00 AM 7:59 AM 1 hour CEM out of service for 
maintenance. 

9/13/2016 7:00 AM 7:59 AM 1 hour CEM out of service for 
maintenance. 

9/19/2016 7:00 AM 9:59 AM 3 hours CEM out of service for 
maintenance. 

10/5/2016 2:00 PM 11:59 PM 10 hours CEM out of service for 
maintenance. 

10/6/2016 12:00 AM 10:59AM 11 hours CEM out of service for 
maintenance. 

10/28/2016 8:00 AM 11:59 AM 4 hours CEM out of service for 
maintenance. 

11/8/2016 8:00 AM 8:59 AM 1 hour CEM out of service for 
maintenance. 

11/8/2016 10:00 AM 10:59 AM 1 hour CEM out of service for 
maintenance. 

11/10/2016 8:00 AM 8:59 AM 1 hour CEM out of service for 
maintenance. 

11/11/2016 9:00 AM 9:59 AM 1 hour CEM taken out of service for 4th 
qtrCGA. 

CeDAR Reports 2122/2017 11 :50 AM, Boiler 2 CEMS Downtime 

Action 

Maintenance complete, GEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Complete CGA, return to 
service. 
Maintenance completed, CEM 
back in service. 
Maintenance completed, CEM 
back in service. 
Maintenance completed, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance completed, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Complete CGA and return CEM 
to service. 
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Parameter Start End Duration Reason Action 
NOx lb/mmBtu 11/18/2016 7:00 AM 8:59AM 2 hours GEM out of service for Maintenance complete, GEM 

maintenance. back in service. 
NOx lb/mmBtu 12/7/2016 2:00 PM 5:59 PM 4 hours GEM out of service for Maintenance completed, GEM 

maintenance. back in service. 
NOx lb/mmBtu 1/2/2017 7:00 AM 10:59 AM 4 hours CEM taken out of service for Complete maintenance and 

maintenance. return CEM to service. 
NOx lb/mmBtu 1/10/2017 8:00 AM 8:59 AM 1 hour GEM taken out of service for Complete maintenance and 

maintenance. return GEM to service. 
NOx lb/mmBtu 1/26/2017 7:00 AM 8:59 AM 2 hours GEM taken out of service for Complete maintenance and 

maintenance. return GEM to service. 
NOx lb/mmBtu 1/28/2017 9:00 AM 10:59 AM 2 hours GEM taken out of service for Complete Maintenance and 

maintenance. return GEM to service. 

Total duration 69 hours 
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Parameter 

NOx lb/hr 

NOx lb/hr 

NOx lb/hr 

NOx lb/hr 

NOx lb/hr 

NOx lb/hr 

NOx lb/hr 

NOx lb/hr 

NOx lb/hr 

NOx lb/hr 

NOx lb/hr 

NOx lb/hr 

NOx lb/hr 

NOx lb/hr 

NOx lb/hr 

NOx lb/hr 

NOx lb/hr 

NOx lb/hr 

Boiler 2 CEMS Downtime 
Colmac Energy 

NOx lb/hr GEMS Downtime for 8/1/2016 thru 1/31/2017 
Start End Duration Reason 
8/2/2016 8:00 AM 9:59AM 2 hours CEM out of service for 

maintenance. 
8/4/2016 7:00 AM 8:59 AM 2 hours CEM out ·of service for 

maintenance. 
8/11/2016 7:00 AM 9:59 AM 3 hours CEM out of service for 

maintenance. 
8/16/2016 8:00 AM 8:59 AM 1 hour CEM out of service for 

maintenance. 
8/17/2016 8:00 AM 8:59 AM 1 hour CEM out of service for 

maintenance. 
8/20/2016 9:00 AM 11:59 AM 3 hours CEM out of service for 

maintenance. 
8/24/2016 8:00 AM 8:59 AM 1 hour CEM out of service for 

maintenance. 
8/30/2016 8:00 AM 11:59 AM 4 hours CEM out of service for 

maintenance. 
9/3/2016 9:00 PM 11:59 PM 3 hours CEM out of service for 

maintenance. 
9/4/2016 12:00 AM 6:59AM 7 hours CEM out of service for 

maintenance. 
9/6/2016 9:00 AM 9:59 AM 1 hour CEM taken out of service for 3rd 

quarter CGA. 
9/9/2016 7:00 AM 7:59AM 1 hour CEM out of service for 

maintenance. 
9/13/2016 7:00 AM 7:59AM 1 hour CEM out of service for 

maintenance. 
10/6/2016 8:00 AM 9:59 AM 2 hours CEM out of service for 

maintenance. 
10/6/2016 11:00 AM 11:59 PM 13 hours CEM out of service for 

maintenance. 
10/7/2016 12:00 AM 6:59 AM 7 hours CEM out of service for 

maintenance. 
10/16/2016 8:00 AM 8:59 AM 1 hour CEM out of service for 

maintenance. 
10/28/2016 8:00 AM 11:59 AM 4 hours CEM out of service for 

maintenance. 

CeDAR Reports 212212017 11:50 AM, Boiler 2 CeMS Downtime 

Action 

Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Complete CGA, return to 
service. 
Maintenance completed, CEM 
back in service. 
Maintenance completed, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance completed, CEM 
back in service. 
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Parameter Start End Duration Reason Action 
NOx lb/hr 11/10/2016 8:00 AM 8:59 AM 1 hour CEM out of service for Maintenance complete, CEM 

maintenance. back in service. 
NOx lb/hr 11/11/2016 9:00 AM 9:59AM 1 hour CEM taken out of service for 4th Complete CGA and return CEM 

qtr CGA. to service. 
NOx lb/hr 11/25/2016 8:00 AM 9:59AM 2 hours CEM out of service for Maintenance complete, CEM 

maintenance. back in service. 
NOx lb/hr 11/26/2016 8:00 AM 9:59AM 2 hours CEM out of service for Maintenance complete, CEM 

maintenance. back in service. 
NOx lb/hr 11/26/201611:00 AM 12:59 PM 2 hours CEM out of service for Maintenance complete, CEM 

maintenance. back in service. 
NOx lb/hr 12/7/2016 2:00 PM 11:59 PM 10 hours CEM out of service for Maintenance completed, CEM 

maintenance. back in service. 
NOx lb/hr 12/8/2016 12:00 AM 6:59 AM 7 hours CEM out of service for Maintenance completed, CEM 

maintenance. back in service. 
NOx lb/hr 12/20/2016 8:00 AM 8:59 AM 1 hour CEM out of service for Maintenance completed, CEM 

maintenance. back in service. 
NOx lb/hr 12/26/2016 8:00 AM 8:59 AM 1 hour CEM out of service for Maintenance completed, CEM 

maintenance. back in service. 
NOx lb/hr 1/26/2017 7:00 AM 8:59 AM 2 hours CEM taken out of service for Complete maintenance and 

maintenance. return CEM to service. 

Total duration 86 hours 
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Parameter 

SO2 ppm @3% 02 

SO2 ppm @3% 02 

SO2 ppm @3% 02 

SO2 ppm @3% 02 

SO2 ppm @3% 02 

SO2 ppm @3% 02 

SO2 ppm @3% 02 

SO2 ppm @3% 02 

SO2 ppm @3% 02 

SO2 ppm @3% 02 

SO2 ppm @3% 02 

SO2 ppm @3% 02 

SO2 ppm@3% 02 

SO2 ppm @3% 02 

SO2 ppm @3% 02 

SO2 ppm @3% 02 

SO2 ppm @3% 02 

SO2 ppm @3% 02 

Boiler 2 CEMS Downtime 
Colmac Energy 

SO2 ppm @3% 02 GEMS Downtime for 8/1/2016 thru 1/31/2017 
Start End Duration Reason 

8/3/2016 7:00 AM 7:59 AM 1 hour GEM out of service for 
maintenance. 

8/4/2016 7:00 AM 8:59 AM 2 hours GEM out of service for 
maintenance. 

8/11/2016 7:00 AM 8:59 AM 2 hours GEM out of service for 
maintenance. 

8/14/2016 7:00 AM 8:59AM 2 hours GEM out of service for 
maintenance. 

8/14/2016 10:00 AM 10:59 AM 1 hour GEM out of service for 
maintenance. 

8/20/2016 7:00 AM 8:59 AM 2 hours GEM out of service for 
maintenance. 

8/21/2016 7:00 AM 8:59AM 2 hours GEM out of service for 
maintenance. 

8/26/2016 7:00 AM 7:59AM 1 hour GEM out of service for 
maintenance. 

8/30/2016 8:00 AM 11:59 AM 4 hours GEM out of service for 
maintenance. 

9/3/2016 8:00 PM 11:59 PM 4 hours GEM out of service for 
maintenance. 

9/4/2016 12:00 AM 1:59 AM 2 hours GEM out of service for 
maintenance. 

9/6/2016 9:00 AM 9:59 AM 1 hour GEM taken out of service for 3rd 
quarter CGA. 

9/8/2016 7:00 AM 7:59AM 1 hour GEM out of service for 
maintenance. 

9/19/2016 7:00 AM 9:59 AM 3 hours GEM out of service for 
maintenance. 

10/5/2016 2:00 PM 11:59 PM 10 hours GEM out of service for 
maintenance. 

10/6/2016 12:00 AM 10:59AM 11 hours GEM out of service for 
maintenance. 

10/10/2016 7:00 AM 7:59 AM 1 hour GEM out of service for 
maintenance. 

10/14/2016 7:00 AM 7:59AM 1 hour GEM out of service for 
maintenance. 

CeDAR Reports 2/22/2017 11:50 AM, Boiler 2 GEMS Downtime 

Action 

Maintenance complete, GEM 
back in service. 
Maintenance complete, GEM 
back in service. 
Maintenance complete, GEM 
back in service. 
Maintenance complete, GEM 
back in service. 
Maintenance complete, GEM 
back in service. 
Maintenance complete, GEM 
back in service. 
Maintenance complete, GEM 
back in service. 
Maintenance complete, GEM 
back in service. 
Maintenance complete, GEM 
back in service. 
Maintenance complete, GEM 
back in service. 
Maintenance complete, GEM 
back in service. 
Complete CGA, return to 
service. 
Maintenance completed, GEM 
back in service. 
Maintenance completed, GEM 
back in service. 
Maintenance complete, GEM 
back in service. 
Maintenance complete, GEM 
back in service. 
Maintenance complete, GEM 
back in service. 
Maintenance complete, GEM 
back in service. 
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Parameter Start End Duration Reason Action 
SO2 ppm @3% 02 10/26/2016 8:00 AM 8:59 AM 1 hour CEM out of service for Maintenance complete, CEM 

maintenance. back in service. 
SO2 ppm @3% 02 10/28/2016 8:00 AM 11:59 AM 4 hours CEM out of service for Maintenance completed, CEM 

maintenance. back in service. 
SO2 ppm @3% 02 10/29/2016 7:00 AM 8:59 AM 2 hours CEM out of service for Maintenance completed, CEM 

maintenance. back in service. 
SO2 ppm @3% 02 11/8/2016 8:00 AM 8:59 AM 1 hour CEM out of service for Maintenance complete, CEM 

maintenance. back in service. 
SO2 ppm @3% 02 11/8/2016 10:00 AM 10:59 AM 1 hour CEM out of service for Maintenance complete, CEM 

maintenance. back in service. 
SO2 ppm @3% 02 11/10/2016 8:00 AM 8:59 AM 1 hour CEM out of service for Maintenance complete,. CEM 

maintenance. back in service. 
SO2 ppm @3% 02 11/11/2016 9:00 AM 9:59 AM 1 hour CEM taken out of service for 4th Complete CGA and return CEM 

qtr CGA. to service. 
SO2 ppm @3% 02 11/18/2016 7:00 AM 8:59 AM 2 hours CEM out of service for Maintenance complete, CEM 

maintenance. back in service. 
SO2 ppm @3% 02 12/3/2016 7:00 AM 9:59 AM 3 hours CEM out of service for Maintenance completed, CEM 

maintenance. back in service. 
SO2 ppm @3% 02 12/4/2016 8:00 AM 10:59 AM 3 hours CEM out of service for Maintenance completed, CEM 

maintenance. back in service. 
SO2 ppm @3% 02 12/7/201.6 2:00 PM 5:59 PM 4 hours CEM out of service for Maintenance completed, CEM 

maintenance. back in service. 
. SO2 ppm @3% 02 12/10/2016 8:00 AM 9:59 AM 2 hours Down time CEM re Cal CEM returned to service. 
SO2 ppm @3% 02 12/14/2016 7:00 AM 7:59 AM 1 hour CEM out of service for Maintenance completed, CEM 

maintenance. back in service. 
SO2 ppm @3% 02 12/24/2016 7:00 AM 8:59 AM 2 hours CEM out of service for Maintenance completed, CEM 

maintenance. back in service. 
SO2 ppm @3% 02 12/27/2016 7:00 AM 8:59 AM 2 hours CEM out of service for Maintenance completed, CEM 

maintenance. back in service. 
SO2 ppm @3% 02 1/1/2017 7:00 AM 8:59 AM 2 hours CEM taken out of service for Complete maintenance and 

maintenance. return CEM to service. 
SO2 ppm @3% 02 1/2/2017 7:00 AM 10:59 AM 4 hours CEM taken out of service for Complete maintenance and 

maintenance. return CEM to service. 
SO2 ppm @3% 02 1/10/2017 8:00 AM 8:59 AM 1 hour CEM taken out of service for Complete maintenance and 

maintenance. return CEM to service. 
SO2 ppm @3% 02 1/28/2017 9:00 AM 10:59AM 2 hours CEM taken out of service for Complete Maintenance and 

maintenance. return CEM to service. 

Total duration 90 hours 
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Parameter 

SO2 lb/mmBtu 

SO2 lb/mmBtu 

SO2 lb/mmBtu 

SO2 lb/mmBtu 

SO2 lb/mmBtu 

SO2 lb/mmBtu 

SO2 lb/mmBtu 

SO2 lb/mmBtu 

SO2 lb/mmBtu 

SO2 lb/mmBtu 

SO2 lb/mmBtu 

SO2 lb/mmBtu 

SO2 lb/mmBtu 

SO2 lb/mmBtu 

SO2 lb/mmBtu 

SO2 lb/mmBtu 

SO2 lb/mmBtu 

SO2 lb/mmBtu 

Boiler 2 CEMS Downtime 
Colmac Energy 

SO2 lb/mmBtu GEMS Downtime for 8/1/2016 thru 1/31/2017 
Start End Duration Reason 

8/3/2016 7:00 AM 7:59 AM 1 hour GEM out of service for 
maintenance. 

8/4/2016 7:00 AM 8:59 AM 2 hours GEM out of service for 
maintenance. 

8/11/2016 7:00 AM 8:59 AM 2 hours GEM out of service for 
maintenance. 

8/14/2016 7:00 AM 8:59 AM 2 hours GEM out of service for 
maintenance. 

8/14/2016 10:00 AM 10:59 AM 1 hour GEM out of service for 
maintenance. 

8/20/2016 7:00 AM 8:59 AM 2 hours GEM out of service for 
maintenance. 

8/21/2016 7:00 AM 8:59 AM 2 hours GEM out of service for 
maintenance. 

8/26/2016 7:00 AM 7:59AM 1 hour GEM out of service for 
maintenance. 

8/30/2016 8:00 AM 11:59 AM 4 hours GEM out of service for 
maintenance. 

9/3/2016 8:00 PM 11:59 PM 4 hours GEM out of service for 
maintenance. 

9/4/2016 12:00 AM 1:59 AM 2 hours GEM out of service for 
maintenance. 

9/6/2016 9:00 AM 9:59 AM 1 hour GEM taken out of service for 3rd 
quarter CGA. 

9/8/2016 7:00 AM 7:59 AM 1 hour GEM out of service for 
maintenance. 

9/19/2016 7:00 AM 9:59 AM 3 hours CEM out of service for 
maintenance. 

10/5/2016 2:00 PM 11:59 PM 10 hours GEM out of service for 
maintenance. 

10/6/2016 12:00 AM 10:59 AM 11·hours GEM out of service for 
maintenance. 

10/10/2016 7:00 AM 7:59 AM 1 hour GEM out of service for 
maintenance. 

10/14/2016 7:00 AM 7:59 AM 1 hour GEM out of service for 
maintenance. 

CeDAR Reports 2/22/201711:50 AM, Boiler 2 GEMS Downtime 

Action 

Maintenance complete, GEM 
back in service. 
Maintenance complete, GEM . 
back in service. 
Maintenance complete, GEM 
back in service. 
Maintenance complete, GEM 
back in service. 
Maintenance complete, GEM 
back in service. 
Maintenance complete, GEM 
back in service. 
Maintenance complete, GEM 
back in service. 
Maintenance complete, GEM 
back in service. 
Maintenance complete, GEM 
back in service. 
Maintenance complete, GEM 
back in service. 
Maintenance complete, GEM 
back in service. 
Complete CGA, return to 
service. 

Maintenance completed, GEM 
back in service. 
Maintenance completed, GEM 
back in service. 
Maintenance complete, GEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
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Parameter Start End Duration Reason Action 

SO2 lb/mmBtu 1 0/26/2016 8 :00 AM 8:59 AM 1 hour GEM out of service for Maintenance complete, GEM 
maintenance. back in service. 

SO2 lb/mmBtu 10/28/2016 8:00 AM 11:59 AM 4 hours GEM out of service for Maintenance completed, GEM 
maintenance. back in service. 

SO2 lb/mmBtu 10/29/2016 7:00 AM 8:59 AM 2 hours GEM out of service for Maintenance completed, GEM 
maintenance. back in service. 

SO2 lb/mmBtu 11/8/2016 8:00 AM 8:59 AM 1 hour GEM out of service for Maintenance complete, GEM 
maintenance. back in service. 

SO2 lb/mmBtu 11/8/2016 10:00 AM 10:59 AM 1 hour GEM out of service for Maintenance complete, GEM 
maintenance. back in service. 

SO2 lb/mmBtu 11/10/2016 8:00 AM 8:59 AM 1 hour GEM out of service for Maintenance complete, GEM 
maintenance. back in service. 

SO2 lb/mmBtu 11/11/2016 9:00 AM 9:59 AM 1 hour GEM taken out of service for 4th Complete CGA and return GEM 
qtr CGA. to service. 

SO2 lb/mmBtu 11/18/2016 7:00 AM 8:59 AM 2 hours GEM out of service for Maintenance complete, GEM 
maintenance. back in service. 

SO2 lb/mmBtu 12/3/2016 7:00 AM 9:59 AM 3 hours GEM out of service for Maintenance completed, GEM 
maintenance. back in service. 

SO2 lb/mmBtu 12/4/2016 8:00 AM 10:59 AM 3 hours GEM out of service for Maintenance completed, GEM 
maintenance. back in service. 

SO2 lb/mmBtu 12/7/2016 2:00 PM 5:59 PM 4 hours GEM out of service for Maintenance completed, GEM 
maintenance. back in service. 

SO2 lb/mmBtu 12/10/2016 8:00 AM 9:59 AM 2 hours Down time CEM re Cal GEM returned to service. 
SO2 lb/mmBtu 12/14/2016 7:00 AM 7:59 AM 1 hour GEM out of service for Maintenance completed, GEM 

maintenance. back in service. 
SO2 lb/mmBtu 12/24/2016 7:00 AM 8:59 AM 2 hours GEM out of service for Maintenance completed, GEM 

maintenance. back in service. 
802 lb/mmBtu 12/27/2016 7:00 AM 8:59 AM 2 hours GEM out of service for Maintenance completed, GEM 

maintenance. back in service. 
SO2 lb/mmBtu 1/1/2017 7:00 AM 8:59AM 2 hours GEM taken out of service for Complete maintenance and 

maintenance. return GEM to service. 
SO2 lb/mmBtu .1/2/2017 7:00 AM 10:59 AM 4 hours GEM taken out of service for Complete maintenance and 

maintenance. return GEM to service. 
SO2 lb/mmBtu 1/10/2017 8:00 AM 8:59 AM 1 hour GEM taken out of service for Complete maintenance and 

maintenance. return GEM to service. 
SO2 lb/mmBtu 1/28/2017 9:00 AM 10:59 AM 2 hours GEM taken out of service for Complete Maintenance and 

maintenance. return GEM to service. 

Total duration 90 hours 

CeDAR Reports 2/22/2017 11:50 AM, Boiler 2 GEMS Downtime Page 10 of 17 



Parameter 

SO2 lb/hr 

SO2 lb/hr 

SO2 lb/hr 

SO2 lb/hr 

SO2 lb/hr 

SO2 lb/hr 

SO2 lb/hr 

SO2 lb/hr 

SO2 lb/hr 

SO2 lb/hr 

SO2 lb/hr 

SO2 lb/hr 

SO2 lb/hr 

SO2 lb/hr 

SO2 lb/hr 

SO2 lb/hr 

SO2 lb/hr 

SO2 lb/hr 

Boiler 2 CEMS Downtime 
Colmac Energy 

SO2 lb/hr GEMS Downtime for 8/1/2016 thru 1/31/2017 
Start End Duration Reason 

8/2/2016 8:00 AM 9:59AM 2 hours CEM out of service for 
maintenance. 

8/3/2016 7:00 AM 7:59 AM 1 hour CEM out of service for 
maintenance. 

8/4/2016 7:00 AM 8:59 AM 2 hours CEM out of service for 
maintenance. 

8/11/2016 7:00 AM 8:59AM 2 hours CEM out of service for 
maintenance. 

8/14/2016 7:00 AM 8:59 AM 2 hours CEM out of service for 
maintenance. 

8/14/2016 10:00 AM 10:59 AM 1 hour CEM out of service for 
maintenance. 

8/16/2016 8:00 AM 8:59 AM 1 hour CEM out of service for 
maintenance. 

8/17/2016 8:00 AM 8:59AM 1 hour CEM out of service for 
maintenance. 

8/20/2016 9:00 AM 11:59 AM 3 hours CEM out of service for 
maintenance. 

8/24/2016 8:00 AM 8:59AM 1 hour CEM out of service for 
maintenance. 

8/26/2016 7:00 AM 7:59AM 1 hour CEM out of service for 
maintenance. 

8/30/2016 8:00 AM 11:59 AM 4 hours CEM out of service for 
maintenance. 

9/3/2016 9:00 PM 11:59 PM 3 hours CEM out of service for 
maintenance. 

9/4/2016 12:00 AM 6:59 AM 7 hours CEM out of service for 
maintenance. 

9/6/2016 9:00 AM 9:59 AM 1 hour CEM taken out of service for 3rd 
quarter CGA. 

9/8/2016 7:00 AM 7:59 AM 1 hour CEM out of service for 
maintenance. 

9/19/2016 7:00 AM 9:59 AM 3 hours CEM out of service for 
maintenance. 

10/6/2016 7:00 AM 11:59 PM 17 hours CEM out of service for 
maintenance. 

CeDAR Reports 2122/2017 11:50 AM, Boiler 2 CEMS Downtime 

Action 

Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Complete CGA, return to 
service. 
Maintenance completed, CEM 
back in service. 
Maintenance completed, CEM 
back in service. 
Maintenance complete, CEM 
back In service. 

Page 11 of 17 



Parameter Start End Duration Reason Action 
SO2 lb/hr 10/7/2016 12:00 AM 6:59 AM 7 hours GEM out of service for Maintenance complete, GEM 

maintenance. back in service. SO2 lb/hr 10/10/2016 7:00 AM 7:59AM 1 hour GEM out of service for Maintenance complete, GEM 
maintenance. back in service. SO2 lb/hr 10/14/2016 7:00 AM 7:59 AM 1 hour GEM out of service for Maintenance complete, GEM 
maintenance. back in service. SO2 lb/hr 10/16/2016 8:00 AM 8:59 AM 1 hour GEM out of service for Maintenance complete, GEM 
maintenance. back in service. SO2 lb/hr 10/26/2016 8:00 AM 8:59 AM 1 hour GEM out of service for Maintenance complete, GEM 
maintenance. back in service. SO2 lb/hr 10/28/2016 8:00 AM 11:59 AM 4 hours GEM out of service for Maintenance completed, GEM 
maintenance. back in service. SO2 lb/hr 10/29/2016 7:00 AM 8:59 AM 2 hours GEM out of service for Maintenance completed, GEM 
maintenance. back in service. SO2 lb/hr 11/10/2016 8:00 AM 8:59 AM 1 hour GEM out of service for Maintenance complete, GEM 
maintenance. back in service. SO2 lb/hr 11/11/2016 9:00 AM 9:59 AM 1 hour GEM taken out of service for 4th Complete CGA and return GEM 
qtr CGA. to service. SO2 lb/hr 11/25/2016 8:00 AM 9:59 AM 2 hours GEM out of service for Maintenance complete, GEM 
maintenance. back in service. SO2 lb/hr 11/26/2016 8:00 AM 9:59 AM 2 hours GEM out of service for Maintenance complete, GEM 
maintenance. back in service. SO2 lb/hr 11/26/2016 11 :00 AM 12:59 PM 2 hours GEM out of service for Maintenance complete, GEM 
maintenance. back in service. SO2 lb/hr 12/3/2016 7:00 AM 9:59AM 3 hours GEM out of service for Maintenance completed, GEM 
maintenance. back in service. SO2 lb/hr 12/4/2016 8:00 AM 10:59AM 3 hours GEM out of service for Maintenance completed, GEM 
maintenance. back in service. SO2 lb/hr 12/7/2016 2:00 PM 11:59 PM 10 hours GEM out of service for Maintenance completed, GEM 
maintenance. back in service. SO2 lb/hr 12/8/2016 12:00 AM 6:59 AM 7 hours GEM out of service for Maintenance completed, GEM 
maintenance. back in service. SO2 lb/hr 12/10/2016 8:00 AM 9:59 AM 2 hours Down time GEM re Cal GEM returned to service. SO2 lb/hr 12/14/2016 7:00 AM 7:59AM 1 hour GEM out of service for Maintenance completed, GEM 
maintenance. back in service. SO2 lb/hr 12/20/2016 8:00 AM 8:59AM 1 hour GEM out of service for Maintenance completed, GEM 
maintenance. back in service. SO2 lb/hr 12/24/2016 7:00 AM 8:59 AM 2 hours GEM out of service for Maintenance completed, GEM 
maintenance. back in service. S02 lb/hr 12/26/2016 8:00 AM 8:59 AM 1 hour CEM out of service for Maintenance completed, CEM 
maintenance. back in service. 

CeDAR Reports 2122/2017 11:50 AM, Boiler 2 GEMS Downtime 
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Parameter Start End Duration Reason Action 
SO2 lb/hr 12/27/2016 7:00 AM 8:59 AM 2 hours CEM out of service for Maintenance completed, CEM maintenance. back in service. SO2 lb/hr 1/1/2017 7:00 AM 8:59AM 2 hours CEM taken out of service for Complete maintenance and 

maintenance. return CEM to service. SO2 lb/hr 1/2/2017 7:00 AM 10:59 AM 4 hours CEM taken out of service for Complete maintenance and 
maintenance. return CEM to service. SO2 lb/hr 1/10/2017 8:00 AM 8:59 AM 1 hour CEM taken out of service for Complete maintenance and 
maintenance. return CEM to service. 

Total duration 117 hours 

CeDAR Reports 2/22/2017 11 :50 AM, Boiler 2 GEMS Downtime 
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Parameter 

CO ppm@3% 02 

CO ppm@3% 02 

CO ppm@3% 02 

CO ppm@3% 02 

CO ppm@3% 02 

CO ppm@3% 02 

CO ppm@3% 02 

CO ppm@3% 02 

CO ppm@3% 02 

CO ppm@3% 02 

CO ppm@3% 02 

CO ppm@3% 02 

CO ppm@3% 02 

CO ppm@3% 02 

CO ppm@3% 02 

CO ppm@3% 02 

CO ppm@3% 02 

CO ppm@3% 02 

Boiler 2 CEMS Downtime 
Colmac Energy 

CO ppm @3% 02 GEMS Downtime for 8/1/2016 thru 1/31/2017 
Start End Duration Reason 
8/4/2016 7:00 AM 8:59AM 2 hours GEM out of service for 

maintenance. 
8/7/2016 7:00 AM 8:59 AM 2 hours GEM out of service for 

maintenance. 
8/11/2016 7:00AM 9:59 AM 3 hours GEM out of service for 

maintenance. 
8/20/2016 7:00 AM 8:59AM 2 hours GEM out of service for 

maintenance. 
8/21/2016 7:00 AM 8:59AM 2 hours CEM out of service for 

maintenance. 
8/30/2016 8 :OO AM 11:59 AM 4 hours GEM out of service for 

maintenance. 
9/3/2016 8:00 PM 11;59 PM 4 hours· CEM out of service for 

maintenance. 
9/4/2016 12:00 AM 6:59AM 7 hours GEM out of service for 

maintenance. 
9/4/2016 8:00 AM 9:59AM 2 hours GEM out of service for 

maintenance. 
9/6/2016 9:00 AM 9:59AM 1 hour CEM taken out of service for 3rd 

quarter CGA. 
9/9/2016 7:00 AM 7:59AM 1 hour CEM out of service for 

maintenance. 
9/13/2016 7:00 AM 7:59AM 1 hour GEM out of service for 

maintenance. 
9/19/2016 7:00 AM 9:59 AM 3 hours CEM out of service for 

maintenance. 
10/5/2016 2:00 PM 11:59 PM 10 hours GEM out of service for 

maintenance. 
10/6/2016 12:00 AM 10:59AM 11 hours GEM out of service for 

maintenance. 
10/6/2016 6:00 PM 6:59 PM 1 hour GEM out of service for 

maintenance. 
10/6/2016 9:00 PM 9:59 PM 1 hour CEM out of service for 

maintenance. 10/7/2016 12:00 AM 1:59 AM 2 hours GEM out of service for 
maintenance. 

CeDAR Reports 2122/2017 11 :50 AM, Boiler 2 GEMS Downtime 

Action 

Maintenance complete, GEM 
back in service. 
Maintenance complete, GEM 
back in service. 
Maintenance complete, GEM 
back in service. 
Maintenance complete, GEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, GEM 
back in service. 
Maintenance complete, GEM 
back in service. 
Maintenance complete, GEM 
back in service. 
Complete CGA, return to 
service. 
Maintenance completed, CEM 
back in service. 
Maintenance completed, GEM 
back in service. 
Maintenance completed, GEM 
back in service. 
Maintenance complete, GEM 
back in service. 
Maintenance complete, GEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, GEM 
back in service. 
Maintenance complete, CEM 
back in service. 
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Parameter Start End Duration Reason Action 
CO ppm@3% 02 10/10/2016 7:00 AM 7:59 AM 1 hour GEM out of service for Maintenance complete, GEM 

maintenance. back in service. CO ppm@3% 02 10/28/2016 8:00 AM 11:59 AM 4 hours GEM out of service for Maintenance completed, GEM 
maintenance. back in service. CO ppm@3% 02 11/8/2016 8:00 AM 8:59 AM 1 hour GEM out of service for Maintenance complete, GEM 
maintenance. back in service. CO ppm@3% 02 11/8/2016 10:00 AM 10:59 AM 1 hour GEM out of service for Maintenance complete, GEM maintenance. back in service. CO ppm@3% 02 11/10/2016 8:00 AM 8:59 AM 1 hour GEM out of service for Maintenance complete, GEM maintenance. back in service. CO ppm@3% 02 11/11/2016 9:00 AM 9:59 AM 1 hour GEM taken out of service for 4th Complete CGA and return GEM qtrCGA. to service. CO ppm@3% 02 11/18/2016 7:00 AM 8:59 AM 2 hours GEM out of service for Maintenance complete, GEM maintenance. back in service. CO ppm@3% 02 12/7/2016 2:00 PM 5:59 PM 4 hours GEM out of service for Maintenance completed, GEM maintenance. back in service. CO ppm@3% 02 12/7/2016 8:00 PM 8:59 PM 1 hour GEM out of service for Maintenance completed, GEM maintenance. back in service. CO ppm@3% 02 1/2/2017 7:00 AM 10:59 AM 4 hours CEM taken out of service for Complete maintenance and 
maintenance .. return GEM to service. co ppm@3% 02 1/10/2017 8:00 AM 8:59 AM 1 hour GEM taken out of service for Complete maintenance and 
maintenance. return CEM to service. CO ppm@3% 02 1/26/2017 7:00 AM 8:59 AM 2 hours CEM taken out of service for Complete maintenance and maintenance. return CEM to service. CO ppm@3% 02 1/28/2017 8:00 AM 10:59 AM 3 hours CEM taken out of service for Complete Maintenance and 
maintenance. return CEM to service. CO ppm@3% 02 1/28/2017 7:00 PM 7:59 PM 1 hour CEM taken out of service for Complete Maintenance and maintenance. return CEM to service. 

Total duration 86 hours 

CeDAR Reports 2/22/201711:50 AM, Boiler 2 CEMS Downtime 
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Parameter 

CO lb/hr 

CO lb/hr 

CO lb/hr 

CO lb/hr 

CO lb/hr 

CO lb/hr 

CO lb/hr 

CO lb/hr 

CO lb/hr 

CO lb/hr 

CO lb/hr 

CO lb/hr 

CO lb/hr 

CO lb/hr 

CO lb/hr 

CO lb/hr 

CO lb/hr 

CO lb/hr 

Boiler 2 CEMS Downtime 
Colmac Energy 

CO lb/hr CEMS Downtime for 8/1/2016 thru 1/31/2017 
Start End Duration Reason 

8/2/2016 8:00 AM 9:59 AM 2 hours CEM out of service for 
maintenance. 

8/4/2016 7:00 AM 8:59 AM 2 hours CEM out of service for 
maintenance. 

8/7/2016 7:00 AM 8:59AM 2 hours CEM out of service for 
maintenance. 

8/11/2016 7:00 AM 9:59 AM 3 hours CEM out of service for 
maintenance. 

8/16/2016 8:00 AM 8:59AM 1 hour CEM out of service for 
maintenance. 

8/17/2016 8:00 AM 8:59AM 1 hour CEM out of service for 
maintenance. 

8/20/2016 9:00 AM 11:59 AM 3 hours CEM out of service for 
maintenance. 

8/24/2016 8:00 AM 8:59AM 1 hour CEM out of service for 
maintenance. 

8/30/2016 8:00 AM 11:59 AM 4 hours CEM out of service for 
maintenance. 

9/3/2016 8:00 PM 11:59 PM 4 hours GEM out of service for 
maintenance. 

9/4/2016 12:00 AM 6:59 AM 7 hours CEM out of service for 
maintenance. 

9/4/2016 8:00 AM 9:59 AM 2 hours GEM out of service for 
maintenance. 

9/6/2016 9:00 AM 9:59AM 1 hour CEM taken out of service for 3rd 
quarter CGA. 

9/9/2016 7:00 AM 7:59AM 1 hour CEM out of service for 
maintenance. 

9/13/2016 7:00 AM 7:59 AM 1 hour CEM out of service for 
maintenance. 

9/19/2016 7:00 AM 9:59 AM 3 hours CEM out of service for 
maintenance. 

10/6/2016 8:00 AM 9:59 AM 2 hours CEM out of service for 
maintenance. 

10/6/2016 11 :00 AM 11:59 PM 13 hours CEM out of service for 
maintenance. 

CeDAR Reports 2/22/2017 11 :50 AM, Boiler 2 GEMS Downtime 

Action 

Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, GEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, GEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, GEM 
back in service. 
Complete CGA, return to 
service. 
Maintenance completed, CEM 
back in service. 
Maintenance completed, GEM 
back in service. 
Maintenance completed, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back In service. 
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Parameter Start End Duration Reason Action 
CO lb/hr 10/7/2016 12:00 AM 6:59 AM 7 hours CEM out of service for Maintenance complete, CEM 

maintenance. back in service. CO lb/hr 10/10/2016 7:00 AM 7:59AM 1 hour CEM out of service for Maintenance complete, CEM 
maintenance. back in service. CO lb/hr 10/16/2016 8:00 AM 8:59AM 1 hour CEM out of service for Maintenance complete, CEM 
maintenance. back in service. CO lb/hr 11/10/2016 8:00 AM 8:59 AM 1 hour CEM out of service for Maintenance complete, CEM 
maintenance. back in service. CO lb/hr 11/11/2016 9:00 AM 9:59AM 1 hour CEM taken out of service for 4th Complete CGA and return CEM 
qtr CGA. to service. 

CO lb/hr 11/25/2016 8:00 AM 9:59AM 2 hours CEM out of service for Maintenance complete, CEM 
maintenance. back in service. CO lb/hr 11/26/2016 8:00 AM 9:59 AM 2 hours CEM out of service for Maintenance complete, CEM 
maintenance. back in service. CO lb/hr 11/26/2016 11 :00 AM 12:59 PM 2 hours CEM out of service for Maintenance complete, CEM 
maintenance. back in service. CO lb/hr 12/7/2016 2:00 PM 11:59 PM 10 hours CEM out of service for Maintenance completed, CEM 
maintenance. back in service. CO lb/hr 12/8/2016 12:00 AM 6:59 AM 7 hours CEM out of service for Maintenance completed, CEM 
maintenance. back in service. CO lb/hr 12/20/2016 8:00 AM 8:59 AM 1 hour GEM out of service for Maintenance completed, GEM 
maintenance. back in service. CO lb/hr 12/26/2016 8:00 AM 8:59 AM 1 hour CEM out of service for Maintenance completed, GEM 
maintenance. back in service. CO lb/hr 1/26/2017 7:00 AM 8:59AM 2 hours CEM taken out of service for Complete mai11tenance and 
maintenance. return CEM to service. CO lb/hr 1/28/2017 8:00 AM 9:59 AM 2 hours CEM taken out of service for Complete Maintenance and 
maintenance. return CEM to service. CO lb/hr 1/28/2017 7:00 PM 7:59 PM 1 hour CEM taken out of service for Complete Maintenance and 
maintenance. return CEM to service. 

Total duration 94 hours 

CeDAR Reports 2/2212017 11 :50 AM, Boiler 2 GEMS Downtime 
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Parameter 

Opacity % 6-Min Avg 

Opacity % 6-Min Avg 

Opacity % 6-Min Avg 

Boilers Stack CEMS Downtime 
Colmac Energy 

Opacity% 6-Min Avg CEMS Downtime for 8/1/2016 thru 1/31/2017 
Start End Duration Reason 

9/27/2016 9:06 AM 12:05 PM 3 hours CEM out of service for 
maintenance. 

9/27/2016 12:18 PM 12:59 PM 42 minutes CEM out of service for 
maintenance. 

9/28/2016 1 :06 AM 1:17 AM 12 minutes CEM out of service for 
maintenance. 

Total duration 3 hours, 54 minutes 

CeDAR Reports 2122/2017 11 :50 AM, Boilers Stack GEMS Downtime 

Action 

Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
Maintenance complete, CEM 
back in service. 
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South Coast Mr Quality Management Disbict 
Form 500-N 
Tifle V • Deviations, EmergeRcies & Breakdowns 
rrttis written report is in addition to requirements lo veJbally report certain types of incidents. Verbal reports may be made by 
calling AQMD at 1-800-288-7664 (1-800-CUT-SMOG) or AQMD enforcement personnel 

MailTo: 
SCAQMD 

P.O. Box4941 
Diamond Bar, CA 91765-0941 

Tel: (909) 396-3385 
v.ww.aqmd.gov 

Sectibn (; Operat~r Information .. • ...... ·-.• .. · .... 
1. facility Name (Business Name or Operator That Appears On Pennit): 2. Valid AQMD Facility ID (Available On Penni! Orfnvoice Issued By 

AQMD}: 

3. Address: ~2.--3 0° Q-.e:1-le:. wEL.J-AA.S. De.. ~ po &c.l'X. 75"-B 
(where incident occurred) Street Address 

J\A.~ 
City 

4. Mailing Address: 
Qf different from llem 3} SlreetAddress 

City 
5. Provide the name, title, and phone number of the person to contact for further Information: 

Name 
S.HLFr suPe:<LV15o(('._ 

1iUe 

CA 
Slate 

State Zip 

Phone# 

1. This written notification is to reporta(n}: .• ·-·- -----···· --·--·--·· ·-•·•-------·----e-------·--- ··--· --·-·-·· _ ·- ·- -· .. 
: Type of rnctdent Verbal Report Due~ i Wrilten Repart Due 
a. D Emergency under Rule 3002(9) · : Within 1 hour of discovery - Within 2 working days fro~ ~h;n· the ~~011 fmit w; 

exceeded • 
. ··- ··-·---·-·""-.. ---·--- ...... --.. ·-· ··- '"'·--·-··-:. -- ---·-·-- .. ---.......... --·· - ...................... -···--··---··--·-·---··--------- - ··----·· ·-·- -b. D Breakdown under. 

0 Rule 430 (Non-RECLAIM} 
D Rule 2004 (RECLAIM} 

0 Rule 218 (Non-RECLAIM) 
(See Rule 218(f){3)] 

For Rules 430 & 2D04-WJ!hin 7 calendar d8)'S aller 
For Rules 430 & 2004- Wilhin 1 hour of breakdown is corrected, but no later than 30 days from 
discoveJ}'. start of the breakdovm, unless a wnlten extension is 

granled. 
For Rule 218 _, Wilhin 24 hours or next business 
day for failurelshu!down exceeding 24 hours For Rule 218-Wllh required semi-annual reports. 

-- -------------------·---- -- .. ---------·--- -·--·-·--------- ·--c. 18) Deviation wilh excess emissions 
[See Tille V Permit, Seclion K, Condilion No. 22BJ 

Wdhin 72 hours or oJScovery of 1he deviation or Wilhin 14 days or discoveiy of the deviaff on. 
shorterrepoJ1ing period irrequired by an 
appicable Stale or Federal Regulation. 

d. D Olher Devialion None With required semi-annual monitoring reporfs. 
[See Title V Penni!. Section K, Condition Nos. 220 & 231 

----·· 
2. The incident was first discovered by: l:..o u.. t ~ Lo P€."Z­

Name 
on 1'3 AtA-C,, l Co 

Date 
13~~ OAM 

lime (g,PM 

3. Thefnctdentwasfirstreportedby: AMmMt:.'i'"E"P .s:ys.ygt-1L/oPe:~e .. :~7on 13 AlA.a. [<.:. 1444 OAM 
Name or AQMD staff Person Date 

a. 0 Via Phone 
Tune ®PM 

b. C In Person Notification Number (Required):_44 __ 4-_____ £_la~lo'-------
4. When did the incident actually occur? l '3 A IA.CJ\. I t, 

Dale 

Received By: 
.. 

Dale/rune Receilled: 

AQMD 
Date oerwered To Team: 

iisE· Team: 1 sec1or. o~~Y 

\ 3 ~3 0 m 
Trme @; PM 

Assigned By: Inspector: 

Date/lime Assigned: Datemme Received Assignment 

Dale Reviewed r nspeclor Report · Dale Inspected Facility: 

Breakdown/Deviation Notification No. Dale Compleled Report 

Recommended Action: Canrel No!iiication GrantReffef Issue NOV No. ------------ O~er. __________ _ 

Final Action: Cancel Notification GrantReTief Issue NOV No. Olher. 
© S0111h Coast Afr Quality Managenent District, Fann 50o-N (2009.04) 



.. 

5. Has the incident stopped? a.©,Yes,on: J 3 &t,t..Cn I G::. . /3~:} CAM b.CNo 
Date lime ~PM 

6. Wnat was the tolal duration of the incident? e o. C ( tom itJ) fl-Tk 
Days Hours 

7. For equipment wilh an operating cycle, as defined in Rule430 {b)(3){A}, 
when was the end or the operating cycle during which the incident occurred? CAM 

Date lime CPM 
6. Describe the incident and ldentil'y each piece of equipment (by peimlt, applicallon, or device number} affected. Attach photos (when available} of the affected 

equipment and attach addiUonal pages as necessary. 

9. The incident may have resulted in e: 

a. lif VioJalion of Pennit Condifion(s): E:.P.o Eg:-g M CC ~~- oP q'7- OI s ec.;-un..J :JZ -A, L.O 

b. D VioJalion of AQMD Rule(s): 
10. Wlal was lhe probable cause of the incident? Attach additional pages as necessary. 

TE:.4t2.- ~e.:. @..tf Ci...J. ~..6..c.,.. tc.J 13A<:HHOt.-ls'E 2 t-.A.o!:;;!:~b~ ~4-

11. Did the incident result in excess emissions? ONo 0 Yes (Complete the following and attach calculations.} 

□ voe lbs ONDx lbs Osox lbs 0H2S lbs 

□ co lbs l2sJ PM /17/~l~,:J L lbs 0 Olher: lbs i;iollulant 
12. For REC/.A/Mfscilities Subject to Rule2004 (i){J) ONL ~ If excess emissions of N0.x and/or SOx were reported in Item 11, do you want these emissions lo be counted 

when determining compliance with your annual allocations? 
a. OYes,for. □ Nox Dsox b.C:No,for. □Nox □sax 
If box 12(b) above is checked, include all infoonalion specified in Rule2DD4(i)(3)(8) and (C), as applicable. 

13. Descrlbe the steps taken to correct the problem Q.e., steps taken to mitigate excess emissions, equipment repairs, etc.) and lheprev~itaUve measures employed to 
avoid future incidents. Include photos of lhe failed equipment if available and attach additionaJ pages as necessary.· 

s.-z::, e Pei'::) ~~U-b.'-L'( PvlF:E1"-1C>.. ~b lA.LE ~ 4-
14. Was the facility operating properly prior t~ the Incident? 

a. (ii Yes b. 0 No, because: 

15, Did the incident result from operator error, neglect or improper operation or maintenance procedures? 

a.~Yes b. © No, because: 

16. Has the facility returned to compliance? 
a. 0 No, because: 

b. C5J Yes {Allach evidence such as emissions calculations, contemporaneous operaling logs or olher credible evidence.) 

Section 111· .. Certification Stateinent . 
.. .. .. 

. . ... ·. ·.- .... : .. . ··-· 
I cerfil'y under penalty of Jaw that based on Information and belief formed after reasonable inquiry, the statements and Information in this document and in au attachments 
and other materials are true, accurate, and complete. 

For TIUa V Facilities ONLY: D I also certify under penally of law that that I am the responsible official for this facility as defined in AQMD Regulation XXX. 

1. Signature of Responsible Official: 2. lille of Responsibie Official: 

~~- - - .. :?;(} /Jj __ Vice. PR.eStl:)SA! r c.f CA. 
- 0Pett..Ar--r10.....x / f-'LA:,.J..,. Mei-6'.{P.Ge"e.. 

< ~tint Name: JV -
4.Date: 

J~ME.~ RussE:L-L- H ll Ff l'V1A.-Al 18 fhJ& '2.o lb 
5. Phone#. 6.Fax#: 

7li>o- '2<'t>e- 14>53 7~o-39l.t,- 04-IO 
7. Address of Responsible Official: Ro, Bo'¥-

62-300 GE1-Ce WS:tN11t·s ":DR.1\IE 15B Me:c.c.r:i C-A 9?,°'-S-4 
Streelfil City ~ z.> 
© SDUlh CoastAirOual"rty Management Dlsldci, Fonn 500-N {2009.04) 



MailTo: 

I 
South Coast Air Qua6ly Management District 

Form 500-N . 
Title V • Deviationss Emergenc&es & Breaikdowns 

SCAQMO 
P.O. Box4941 

Diamond Bar, CA 91765-0941 
"This wnllen report is in addition to requirements to verbally report certain types of incidents. Vernal reports may be made by 
calling AOMD at 1-800·288-7664 (1-80D-ClIT-SMDG) or AQMD enforcement personnel Tel: (909) 396-3385 

\WrW.aqmd.gov 

1. Faclllly Name (Busin= N'.! ~f Operalor Thal Appears On Pem,11): 

.12 F:$'btf-i tn ~v) e iJSll-. 

2. Valid AQMD Facility ID (Avallabfe On Pennit Or Invoice Issued By 

I 

3. Address: £7-~ CJD 6ia;.,vE" WsLJf"I A} 
(where incident occurred) 

~Aeec,; 

4. Mailing Address: 
Qf different from llem 3) 

City 

,'60~ 

City 

J) l)..i,J~ 

SlreetAddress/ 

Street Address 

5. Provide the name, title, and phone number of the person to contact for further information: 

AQMD]: 

CA 
Slate 

Stale Zip 

1. _This written noUficalion is to report a(n_}: • -------·-·· ··-----·- _ ..••. 
i Type of Incident · Verbal Report Due* Written Report Due 

'. a. D Emergency under Rule 3D02{g) ' Within 1 hour of discovery Within 2 working days &-om when the emission limit was 
exceeded. 

. b. D Breakdown under: 

D Rule 430 (Non-RECLAIM) 

.. 0 Rule 2004 (RECLAIM) 

0 Rufe 218 (Non-RECLAIM) 
[See Rule 218(Q(3)] 

For Rules 430 & 2004 - Within 7 calendar days after 
For Rules 43D & 2004- Within 1 hour of breakdown is corrected, but no lalerthan 30 days from 
cfJSCOveiy. start of the breakdOMJ, unless a written extension is 

granted. 
For Rule 218- Within 24 hours or next business 
dayforfailure/shultfo~vn exceeamg 24 homs For Rule 218-Wilh required semi-annual reporls. 

·- -----·-----------·--··-· -· ·-----···-·----------·--------· 
c. • Devialion wilh excess emissions Wilhin 72 hours or discovel)' of the deviaffon or 

[See TiUe V Penni~ Section K, Condition No. 22B] shorter reporting period if required by an 
appllcable Slate or Federal Regulation. 

Wilhin 14 days of discovery of lhe cJeviaSon. 

·------·--··--~-·-·----··-----------··--,.•.•~ ........... ··-- -·· - ...... ____ ··-·-·---·-·-····· - - -·- ..... - ... _ ...... ~ ... -· ..... -·· ·-·---
d. D OlherDevialion None With requlred semi-annual monitoring repos1s. 

7 {See Tille V Permit, Section K, Condition Nos. 22D & 23] 
...... ··-· .... . .... -•··- ... ·------··---··---·----

2. Theincidentwasfirstdiscoveredby: Kill C,o qfrr'ErAf 
Name 

-·7;,··~a"t;· ----------·---·- -··· 
on~ Ml' 

3. Toe incident was first reported by: ,A/VJ Wp/LJ~ i; pYJJae.,l I~ 
Nptne of AQMO Staff Pe.rson 

a O Via Phone 

b. G In PeTSon 

4. When did the incident actually occur?_/ r......:..A.;...~--+--'-'---()(J '17 
Dale Time 

Date 

on 19 /4aJJ uJ/, 
f-oate 

()IJY7 
lime 

''"' lime 

NolificaUon Number {Required): 4,,44 /Q 55' 
9Afd OP~ .:f:!;4 
0 PM 

Received By: Assigned By: Inspector. 

fAM 
(:PM 

ff AM 
QPM 

l!,((-t:.. 
• ,e.t-.\l<)zz::>l~ 

0~'30 

DatelITme Received: 0ateffimeAssigned: Dale/Iime Received Assignment 

AOJ\.m Date Defivered To Team: Dale Reviewed Inspector Report Date Inspected Facility: 

USE- Team: I Sector. Breakdown/Deviation Notification No. Date Completed Report qNLYl-______ _,_ ______ _,_ _____________ _._ ___________ -1 

Recommended Aclion: Cancel Notification Grant Relief lssue NOV No. ________ Other. ___________ _ 

Final Acuon: Cancel Notification Grant ReSef Issue NOV No. Olher: 

© Soulh Coast Air aualily ManagementDislsid, Funn 500-N {2003.04) 



5. Has the incident slopped? ad Yes, on:~/=9_A_U.""""f;...,_;;./_t, ______ _ Ii I ~d t1> AM b. C No 
Dale lime C- PM 

6. What was lhe total duration of the lncldent? _____ +,i ______ _ 
/ Days 

~ t:'✓~:r r;~/>Vd) ,st:. 
Hours 

7. For equipment with an operating cycle, as defined in Rule 430 (b}(3){A}, 
when was the end of the operating cycle during which the Incident occurred? ____________ ______ G AM 

Dale Time O PM 
8. Describe the incident and Identify each pie::e of equipment (by permit, application, or device number) affected. Attach photos (when available) of lhe affected 

equipment and attach additional pages as necessary. 

9. The Incident may have resulted in a: 

a. W V10lalion of PennitCondilion(s): 

b. D Vwlafion of AQMD Rule(s): 

10. What was the probable cause of the incident? Attach additional pages as necessary. 

11. Did the incident result in excess emissions? 0 No C Yes (Complete the followin.9 and attach calculations.) 

0 voe ______ .lbs O NOx •• lbs O SOX ________ lbs• •□ H2S ______ lbs 

0 CO ______ .lbs fE.PM 1/utJi l'l\t.j, lbs O O'Jier. lbs pollutant 

12. For RECLAIM facilities Subject lo Rule 2001 (i){J) ONL >': If excess emissions of NO,: andfor SOx \Yere reported in llem 11, do you want these emissions to be counted 
when detennining compliance wllh your annual allocations? 
a. 0 Yes, for. 0 NOx O SOx b, 0 No, for. 0 NOx O SO.x 

If box 12{b) above is checked, include all infonnauon specified in Rule 2004(i)(3)(B) and (C), as applicable. 

13. Describe the steps taken to correct the problem Q.e., steps taken to mitigate excess emissions, equipment repairs, etc,) and the preventaUve measures employed to 
avoid future incidents. Include p~otos of lhe failed equipment.if available and attach additional pages as necessary. ~ ~I: A,ll,l> t, ~---

.:::;::"> ~ L-.,r.-r'f!O ,//-A, I\ o ~J.tt- tf,M' () iA-iel an, @ A -,i Ao\ t ~~ 
L . 1. 1 • ti • 

...f+i,;.t- ll,/4$ ,0j/A)uJ,~1 ff•,' sr-,lt-1t.v ;VO-r;atlt'- ✓/hu--1-~ ~l,41,lh?J 

14. Wes the facility operating properly prior fo_ the incident? 

a. •· Yes b. 0 No, because: --------------------------------
15. Di~ the lncident result from operator error, neglect or improper operation or maintenance procedures? 

a. C- Yes b. • No, because: --------------------------------
16. Has the facility returned fo compliance? 

a O No, because: 
-------------------------------------

b. f Yes (Attach evidence such as emissions calculations, contemporaneous operating logs or o!her credible evidence.) 

Secti6n ni: .. Certification. statement .. · .. . . . ... . . 

I certify under penalty off aw that based on Information and belief formed after reasonable inquiry, lheslalemenfs and infonnation in this document and in all attachments 
and other materials are true, accurate, and complete. 

For TIiie V Facilities ONLY: D I also certify under penalty of law fhal thal I am the responsible official for this facility as defined in AQMD Regulalion XXX. 

5.Phone~ 

7. Address of Responsible Oiriclal: p, 0 • ;3c,x: 

2. 1ille of Responslble Official: 
v, c.e: .Pn.es,l)~-, ~r=- c.q 

c:>PERA-TioA.l.:S: / PL!f-,..;,T Mr.;~fiG€2-

4.Date: 

6.Fax#: 

7/oc - 3qlc,- 041 O 

62-300 6a.lE, WelMtt~ "DR.t,J& 7S~ __ 1_~1 __ E"" __ .• C. __ L.R=-.a...· ______ CFi -9'2.~5'4-
street# City ~ Zip 

© South Coast Air Quality Management Dislricf. Fo1111 500-N (2009.04} 



. 
Form 500-N! 
Tif&e V • Deviations1 emergencies & Breakdowns 

M3i1To: 
SCAOMD 

P.O. Box 4941 
Diamond Bar, CA 91765-0941 I 

South CoastAirQualityManagementDislrict 

--rhis wrillen report is in addilion to requirements lo velbally report certain types of incidents. Verbal reports may be made by 
calflng AQMD at 1-BD0-288-7664 {1-800-CUT-SMOG) or AQMD enforcement personnel. Tel: (909)396-3385 

WMV.aqmd.gov 

:~~Q'.ff,f{ op~i~t8{inf¥i~1~tJ~9::. : . :_ .. ·. ;i ~ .. ·: i ::_ ·_ ... .. ·•··.:- ... ·.-.. /.· ... . .. ... . . . . 
.. . .. •. . . . . .:: .. -::/. ,•· .. : .. . · .. . . . . ·-:. ... - ... •'. . .. :· : ... : 

1. Facility Name (BusinessNameofOperalorThatAppears On Penni!}: 2. Valid AQMD Facility ID {Available On Permit Or Invoice Issued By 

J)ESER.T VJEW PovJ-e:it. 
AQMD): 

I oo 15" 4--

3. Address: ti,z~zoo ~e:1,/tE. We-t..mH;; :o R. / w:r· l Ro, tao'I!. 758 
(where incident occurred) SfreetAddress 

MeCC.~ CA 9Z'25'~-o,5B 
City Slate 'lip 

4. M3!1ing Address: SRme. RS R-Bo\JE 
(if different from Item 3) SlreetAddress 

5RME BS 11.P-cv~ 
Cily : Stale 2ip 

5. Provide the name, fide, and phone number of the person to contact for further information: 

"K,c.K KRu-i..EL bPS M A-t-.fA:C"' e:n... 7(.po-391.D- zS-S-4-
Name TiUe Phone# 

t§#ptfo)i . .U::: ~~i>~tt.inf~f ~lc¼k¥~w.n~~ Q~v!~J.,~ti-~/antl' ~/r~~n:c;~ ·= ~ .: . )· 
. ;.:.: ..... ·-.·:· .. ., ::· ., . ·•.:, 
• a : . . .. :-: . ......... . . •,: .... 

1. This written notification is to report a(n}: - - ----· 
: Type of Incident 

; 

V~rbal Report Duet ; Wrillen Report Due --- ••·- -------~------·- --·--·-' -------···- ------···· --~--... -----·-·· ·--·--·· 
: a, D EmergencyunderRule3002(g) l Wilhin 1 hour of discovery Wilhin 2 wolking days from when the errnssion 6mit was 

exceeded. ---·- . -· ·---------·----··"'"- --: ··---·----···---.. --.. --..... ·--·- .... : ··•·-- ··--··--·----
1 b. D Breakdown under: For Rules 430 & 2004-Wilhin 7 calendar days after 

0 Rule430 (Non•RECLAlM) 
For Rules-430 & 2004-Wilhin 1 hour of breakdoivn is corrected, but no Jalerlhan 30 daysfrom 

' discovesy. slaJi of lhe breakdown, unless a wnlten extension is 
□ Rule2004 (RECI.AIM) granted. 

□ Rule218 (Non-RECLAIM} For Rule 21B ... Wilhin 24 houis ornext business 

[See Rufe 218(Q(3)} day forfaiture/shu!down exceeding 24 hours For Rule 218-With required semi-anmral reporfs. 
··- ·-- .-•·· - - --

. c. ~ Devialion wiih excess emissions Wllhin 72 hours of discoveiy of the devialion or Wilhf n 14 days of discoveiy of lhe de~on • 
[See Titre V Penni~ Seciion K, Condilion No. 22BJ shorter repol"ling petiod if required by an 

app6cable State or Federal Regulalion. 
-··· ........ - --····----·-···-·-----· ·--:.-•"'-•• .... ----· .. ---·--·--------- - ... --···· ··--

d, 0 OlherDeviaffon None Wilh required semi-annual monlloring reports. 
ISee liOe V Pennif, Seciion K, Condition Nos. 220 & 23] 

- . -·--····-··--·-····---------·-----·--· ... -------·-·· ··--·····. ··-·· _________ .. _____ ----
2. The incident was first discovered by: 811..L C.oJJ T1Li::.-r2...FJ-, on IB EJ:.tJG. z.o I b 00,4,7 @AM 

Name 
I 

Dale Time C,PM 

3. The incidei,t was first re;,orled by: n.vsweR,~f fr1 A-C..H.1:VT::;;" on /8 P.uG. 201 b C/~7 ©AM 
Na eofAQMO SlaffPeraon Dale lime QPM 

a. 0 Via Phone 

b. C rn Peraon Notification Number {Required}: 444-fu5~ 

4. When did the incident actually occur? /li, llt.JG, ?.PI h oo4Z ~AM 
Date lime 0 PM 

: ... Received By: Assianed By: Inspector. ~ . 
- . . 

... Dale/fime Received: Dale/lime Assigned: Dale/rune Received Assignment 
:·: .:· 

: 

Ac.iMD Dale oerivered To Team: Dale Reviewed lnspeclor Report Date Inspected Facility: 

:.USEi- Team: I Sector. Breakdown/Deviation Nolifica~on No. Dale Completed RepoJI: qN,v 
_. 

.. :: ·. Recommended Aclion: Cancel Notification GrantRefief Issue NOV No. Olher. 

: Final Aclion: Cancel No66cation Grant Relief Issue NOV No. Olher. 

© Soulh Coast.Air QuaTdy Management Disfricf. Fonn 500-N (20D9.04) 



5. Has the incident slopped? a®Yes,on: /8 A1il6 ZO/b Ol:3D ®-AM b.CNo 
Date 1ime 0 PM 

6. What was the total duration of the incident? c:p- o,zs- (l~n,,rd)~ 
Days Hours 

7. For equipment with an operating cycle, as defined in Rule '130 (b)[3)(A), 
when was the end of theoperaling cycle during which theincident occurred? OAM 

Dale lime OPM 
8. DesorJbe the incident and idenlif'y each piece or equipment (by permit, application, or device number} affected. Attach photos (\Vhen available) or lhealfecled 

equipment and attach additlonal pages as necessary. 

St,·M€:- Jt-Jc.rnEi\.JT AS /JcTr+=-1c.vr.:T1~ ;Jc::, 4-4-4t.oss-
9. Toe incident may have resulled in a: 

a. ~ Violation of Permil Condilion(s): EPq PIERIH/ ·, c;r,e-op ~<?-o I $£:CT/od' .zr. /f. I 0 

b. D Violalion or AQMD Rule{s): 
10. Wnal was the probable cause of lhe incident? Attach additional pages as necessary. 

.. 
1'.f.o 5A--t1-1G .~1..lC/!bE:J...J'T ~c; /Jor, r=u:.A:T, o,.J. 4-4-4-b5'S-

11. Did the incident result in excess emissions? O·No C Yes (Complete the following and allach calculations.) 

□ voe lbs □ NOx lbs Osox lbs 0H2S lbs 

□ co lbs □ PM lbs 0 Olhei: lbs nollutant 
12. For REClA!Mfacililies Suhjecl lo Rule 200t/ {i){J) ONL ~ Jr excess emissions of NOx amllor SOX were reported In llem 11, do you want these emissions lo be counted 

when determining compliance wlfh your annual allocaUons? 
a. GYes,for: □ Nox □ sox b.ONo,for. 0NOx Dsox 
If box 12{b) above is checked, include all infonnaUon specified in Rule 2004(i)(3)(B) and (C), as applicable. 

13. Describe the steps taken to correct lhe problem O,e., steps taken to miligate excess emissions, equipment repairs, etc.) and the preventative measures employed lo 
avoid future tncJdents. (nclude photos of the failed equipment if available and attach additional pages as necessary. 

5ArnE l,J C 1.bE:f...J --r AS JUO'Tl J:=l Cl+T/Or✓ doc 4-44ln5~ 
14. Was the facility operating properly prior to. the incident? 

a. ® Yes b. 0 No, because: 

15. Did the incident result from operator error, neglect or Improper operation or maintenance procedures? 
a. 0 Yes b. @.No, because: 

16. Has the facifity returned 1o compliance? 
a. 0 No, because: 

b. © Yes (Atfach evidence such as emissions i:alcolalions, contemporaneous opera~ng logs or olher a-edible evidence.) 

:~i!~~ ui ;~ -~itit9J1t~·~_si~iij~~~t: · _·.-::=-. /j\_·. ::_·_:.-.~ ·:_. · __ .... .}_\=: :/: :-. ::":".: 
. . .. ... : . .. . . .. 

.. .. . .. -
··- ...... . . : .. ·~· ... .. ·.-::.:·--:. ... ······ . . . -· :. 

I certify under penalty of (aw lhat based on informalion and belief fonned after reasonable lnqutry. thestalemenls and infonnafion fn this document and in all attachments 
and other materials are true, accurate, and complete. 

For TIUe V Facilities ONLY: D I also certify under penalty of Jaw that that Jam the responsible official for lhts facillty as defined in AQMD Regulation XXX. 

1.1 ignatureofResponsible Official: 2. Tille ofResponsibfe Official: 
CFt !, 7/AJ~I./Jflt,/~ 

Vrc.E PfZ£S" 1Pt!EMT oF 
OPcR.A-71.oAJ ~ I PL/h..l'T M QP/lt;;.IE'R; 

~ lintName: uv . 
4. Dale: 

~-n,E:5 f?o:s:s6L-<-- /IUP~rnA-,...f /8 ;:}ll6 20/6 
5.Phone#. 6,Faxit 

700 - ;2.ti::,-z._ - lto53 7fc.0 - '39(o- 64, / C 

7. Address of Responslble Official: ~.-o, Be)<. 

6,2-3c::.c::. 6.l::'Jr.1e WEL~~ ::J:JR..1~lE: ,sa /Y\6C£-A CA. 5225".4. 
Slreel# City siaie"" Zip 

© SO!Jlh CoaslAfrQual'rty Mana.g!!ment Dislricl. Form 5DO-N {2003.0-1) 



· -~< SouU, CoastAit ClllaillyMmla!l<fflenlllisb!t:I u 1 
\. Form 500•N 

Title V .. Deviaf:ionsi Emergencies & Breakdowll'Ss 

MallTo: 
SCAQMD 

P.O. Box494-1 
Diamond Bar, CA91765-0941 . _ .• ·.~ ~is written report Is in adcfr6on to requirements lo verbally report certain fypes of incidents. Verbal reports may be made by 

·• t' : i •. : calITng AQMD at 1..flDD-288-7664 (1-B0D·CUT•SMOG) or AOMD enforcement personnel. Tel: (909) 396-3385 
w11W.aqmd.gov 

Secfi~~: ! . - bper~{ot ID.f~r~~tiQ!i •, 

····· •. ~ ... 
1. Facility Name {Business Name of Operator That Appears On Pennil}: 2. Valid AQMD Facility ID (Available On Pennit Or Invoice Issued By 

b~~ VJ~k/ /J~G/l AOMD): 
LQOIS~ 

3, Address: k, 1.. -3eX:> (gr.:-r,J'~ ,J;;UA-'£. ./JruvG, f. /}, BeJ>t.. 7S-1 
(where incident occurred} 'StreetAddress 

/dGCt;A CA fZ-Z.r;"lf_ 
City Slate Zip 

4, Mailing Address: 2A,t.<G 8~ ;1.bo,Js. 
Qf different from Item 3} Streat Address 

jAc,.,/(i Js Ahou~ 
City Stale Zip 

5. Pcovide the name, tiUe, and phone number of the person lo contact for further information: 

---r[A-- -~ /P,-z_ st f2f s'f-€.fl._[)ju,12.~ "7&0-U,'Z-/~00 
Name liUe Phone# 

~§¼tion JI -: ~epQrt~n-g qf Breakcf owns, peviE!tioh~! and Emergencies . 
1. This written notification is to report a{n}: ·-·-.... -·-·- ---- ·-····· : Type of Incident Verbal Report Due" · Written Report Due 

; a D Emergency-under Rule 3002(9) l 
--- ---· ... ·-·· ·- __ .,. ----· . . ..... . . ..... ·-·--·--·---- ··--· --· ··-·· -.... - --· 

Within 1 hour of discoveiy Wilhiri 2 wooong days from when the emission &nil \Vas 
exceeded. 

• -·-·--·- -·-----·-- --■----·- .. ----· - .. "••-· ... -· -- - ·-: .. ___ ,.. ____ _. ....... -----···---··· ...... ··---.-•·· ••• - ---- -- ■ • ■--·-----· , b. D Breakdown under. For Rules 43D &20D4- Within 7 calendar days after 
0 Rule-430 (Non-REClAIMJ For Rules 430 & 2004-Wilhin 1 hour of breakdown is correcled, but no lalerlhan 30 daysftom 

discovery. slart of fhe breakdo\m, unless a written extensio!t is 
□ Rule 2004 (RECLAIM) gr211led. 
0 Rule 218 (Non-RECLAIM} For Rule 218 .. Wilhin 24 hours ornext business 

{See Rule218{0(3)] day forfailure/shuldown exceeamg 24 hot11s For Rule 218-Wilh required semi-annual reports. 
--· ·--···-··· ··- ·-· c. ~ Deviation wilh excess emissions Wrthin 72 hours of oiscoveiyof the deviaffon or Wrthin 14 days of discoveiyoflhe deviaffon. 

[See liUe V Penni~ Seclion K, Concfdion No. 22B] shorter reporting period if required by an 
appficable Slale or Federal Regulation. ------- .... ··--.. --------··· -· ----·-- .. ·-·· ---· -·-- -- ........ ··-·-····· .... - .. ··-- ·····- ···- ··- - ---· d, D OlherOeviation None Wrlh required semi-annual moniloling reports. 

fSee Tille V Pennil, Section K, Condition Nos. 220 & 23J 
.. ·····-·--· -·-· ·---··--- ..... ···---·-··· -- .............. -·-. ·--···---· .. -·-- ... -·---····-

2. The incide.it was first discovered by: -71 tis-i.- on j[tl'1~ (1).7.£':/:. ~ ~ 
Name ' ' Dale lime (i PM 

,k.Jo lv-.a..fd J'Eo.L/oPe:f!::!:.i?Xl, vq q/,,~t; ~.$' JJ 
f1AM 3. The incident was first reported by: on a3s-6 

Name of A'QMD Slaff Person .r Dale lime QPM a ~aPhone 

b. 0 In Person Nofificalion Number (Required): 4:4-·l, C>·8CJ 

4. When did the Incident actually occur? 'J.L{ Ll{e, D-Z.S1J:. ~ 
1 1 

Dale lime 0 PM 

Received By: Assigned By: Inspector. 

Daleffime Received: Datelf nne Assigned: Date/Jime Received Assi_gnment 

AOMD Date Delivered To Team: Dale Reviewed Inspector Repon: Date Inspected Facility: 
tisE Team: I Setlor. Breakdown/Deviation Nolificalion No. Dale Completed Report: _dijLY 

Recommended Action: Cancel Nofificalion Grant Relief Issue NOV No. Other. 

Final Action: Cancel No6fication Grant Relief Issue NOV No. Olher. 
© South Coast Air Quality Management Disllict, FoJTD 500.N (2003.04) 



a.Jt.Yes, on: ____ q.....,fif-'+f-'-i~_,____ _____ -----=d);..:..:Z,c.--'2!__,_!f __ 
Date lime 

5, Has lheincidenlstopped? SAM 
OPM 

b.CNo 

6. Wnat was the lolal duralion of theincidenl? ______ --.=~"'-------
M°ys 

✓O~ S-m,J.r AVq ~31tt1J"~$ 
~or;,:;. l.•1tt1Jr Ave;- /2. iltlNP~:S 

7. Forequipmentwilh an operating cycle,as defined in Rute~D {b){S){A}, 
when was the end of1he operating cycle during which the incident occurred? 

77~E" ~£. J.Jh 02$"'4 T"c 
6~2'- Arl"'.k 

C:AM 
Dale lime O PM 

8. Descrjbe the incident and identify each piece of equipment {by pe;mit application, or device number) affected. Atlach photos (when available) of lheaffecled 
equipment and attach addllional pages as necessary. SorU::?&. etJl?;S' .S4'o :,- ~.-V"' ~ /Z.€'"P~ /3.#.,1;:. ~S 
~G ~'S L"oL->~ N'o-r ~e ~ /,,v,1//1:..E ~5 ~, ~ 4JR:S ' 

9, The incident may have resulted in a: 
a ~ Viola lion of Permit Condilion(s): 

b. D Violation or AQMD Rule(s): 
10. Wmil was the probable cause of the incident? Attach additronal pa.9es as necessary. 

Vet.oc.✓fy ~A-:S /..v~ex::, AP-cv1:r AJb'2.ftl"'1r- ~r~:,·,c1.s "7'b ~OL ~w.-<.f 

&t~ "7p ~Fi JS.41;5c j)µRJY✓ &:r:s- ,4,n,·e: .,.r/e &=;t--~ Unz~# ¢C<fU&li!Effi. 

11. Did the incident resuJt in excess emissions? 0 No ~Yes {Complele lhe following and attach calculalions.) 

0 voe lbs O NOx ______ lb.s O SOx lbs O H2S -----"lbs 

0 CO lbs f)'lPM htit.V<m ,o..L lbs O Olher: lbs pollulanl 
12. For REC!.A/MfaclliUes Subject lo Ru/e20M {i)/3) ONLY: tr excess emtssions ofNOx and/or SOx were reported in lfem 11. do you want these emissions to be counted 

when determining compliance wilh your annual allocations? 
a. O Yes, for. □ NOx □ SOX b. C No, for. □Nox □ SOX 
Ir box 12(b) above is checked, includa all infonnalion spec"died in Rule 20D4{i){3)(8} and (C), as applicable. 

13. Descn'be the steps taken to correct the problem Q.e., steps taken lo mitigate excess emissions, equipment repairs, elc.) and lhe prevenfallve measures employed fo 
avoid Mure incilf ents. Include pholos of the failed equipment if available and attach additional pages as necessasy. 

14. Was the facility operating properly prior lo the incident? 
a ~es b, O No, because: --------------------------------15. Did the incident result from operator error, neglect or improper operaUon or mainlenanceprocedures? 
a. C Yes b. ~oj because: 

--------------------------------16. Has the facifify relurned to compliance? 
a. 0 No, because: -------------------------------------=--b. "f-l_Yes (Atlach evidencesuch as emissions calculations, contemporaneous operating logs oro1heraedibleevidenca) 

Section m ~ Certificatio·n statement. .. . .- . . .. 
I certify under penalty or law that based on information and belief formed aftei reasonable inquiry, the statements and Information In this document and In all attachments 
and other materials are true, accurate, and complete. 

ForliUeVFacilities ONLY; under penalty of Jaw thal that I am the responsible official for this facmty as defined in AQMD Regulation XXX. 

2. liUe orResponsible Official: 

Re 
VI C.E' .. PREE:S.l:t>'f;i:d., 

oP. C~ cPEP-.4 -nr::::.AJS / Pt.'R-1../ 7' M R-1./fl G<=R 
4.Dale: 

02 SEP't '2- o / ~ 
5.Phone#: 6.Faxik 

7. Address of Responsible Official: 

a,2-3'00 ~~ We:~n..s ;J)RJ-Ve 
Slreel# City 

© South Coast Air Ouaflly Management Dislricl, Fonn 500-H (200:l.04) 



I 
South Coast Afr Quafily ManagementDisbict Mail To: 

Form 500-N SCAQMD 
P.O.Box4941 

Title V • Deviations, Emergencies & Breakdowns Diamond Bar, CA91765-0941 
"This written report is in adlfllion to requirements lo verbally report certain types of incidents. Verbal reports may be made by Tel: ~og) 396•3385 
calling AOMD at 1-800-288-7664 (1-800-CUT-SMOG) or AQMD enforcement personnel WNW.aqmd.gov 

--~JtiR}:t}F?.~~t~(Qfilir~r.M~Wf·~~-:·-}~_\?:.-~(/.:?:-··_r\;·.::·~~::<·}:/ ·: _ _:: .: '=/~·.-. :.::h~\~:;:(·:<::'./~(i: .-·.:( /?:.:~\/~;.// ·_::: ... -~:, ·_,_. :-· 
1. Facility Name (Business Name of OperatorThatAppears On Permit): 2. Valid AQMD Facility ID (Available On Permit Or Invoice Issued By 

AQMD): 
1001S-4 

3. Address: __,.;;;;;~;....z._-_3_0_
0 
__ r;;.;::a.....;..e:::1-J=-----"~=----w=-=~:a..-=:a..tvt.--'-1::.-=~=--=D::;..:f_ __ +-, __._P....;:D:;;__,g=--=o=~=---,.....:....;~;:;.......;=-------

(where incident occurred) Street Address 

f-::1.e"C..c..A CA q22s:4-o7S~ 
City ... ---·• ····state ... ---- ·-· --·····Zip . -· - • - - .... 

4. Mailing Address: 
Of different from Item 3) Street Address 

City State 2ip 
5. Provide the name, tiile, and phone number of the person to contact for further information: 

L.oLA-1 e: L-e>P E"'2 .SH.l FT' .su.Pe:12..v ,sett.. -z<..:.c::::,-2..G •• 2 .. -l Cooo 
Name liUe Phone# 

§ffi.Ug~:Jf ~:J{~Ji~fii~gJff~:t~4q~1r~~-R~v1~1i2~~J -~~J"~ift~1g~IT9t~-: ·:·:~· _ ... , -·· · ·::·r: ?:}·?//:;:/?~'./=\: ?•\:_.: ~-_:'. :(J: · /::-_=:::·_· · · .: -.. · -. '.-·. 

1. This written notification is to report a(n): 

j Typeoflnci'!_~------------- Verbal Report Due• _______ ; WriHen Report Due ________________ _ 

j a. D Emergency under Rule 3002(9) ! Within 1 hour of discovery Within 2 walking days from when the emission fimit was 

_, ---------------------------- __ ; ____________________ ., __ ex_cee_ded_. ______ _ 

) b. D Breakdown under: For Rules 430 & 2004 • Within 7. calendar days after 
□ Rule 430 (Non-RECLAIM) For Rules 430 & 2004 - Wilhin 1 hour of breakdown is corrected, but no later than 30 days from 

discoveJY. start of the breakdown, unless a wnllen extension is 
0 Rule2004 (RECLAIM) granled. 

□ Rule 218 {Non-RECLAIM) 
[See Rule 218(ij(3)] 

For Rule 218 ... Wthin 24 hours ornext business 
day for failure/shutdown exceeding 24 hours For Rule 218 -Vfrth required semi-annual repolls. ______________________________ _,. _________________ _ 

c. 181 Devialion with excess emissions 
[See TIiie V Permit Section K. Condition No. 22BJ 

Wdhin 72 hours of discovery of the deviation or Within 14 days of discovery of the devia6on. 
shorter reportin9 period if required by an 
appficable State or Federal Regulalion. ------·--·-~·---------·. ----·-·-----------~---·- -----··-· --··· -·------· 

: d, D OlherDeviation : None With required semi-annual monitoring reports. 
. [See Tllf e V Permit, Section K. Condition Nos. 220 & 23] . 

·-·--·-·-··-·-·-·--·----··-·----------------------
2. The incident was first discovered by: --=Lo;;;;;;;;....::lA:;.,.a,,,;l;,.;;E:'=-.....,.;;;;;;' =o-=P.....,..!E .... 7-~ ______ on 4 Se: r> I <.o 

Name Dale 

3. The incident was first reported by: ___ o_P_Efl-__ tvr,_o_R-__ :tF_8 ________ on 4 .SEP l Co 
Name of AQMD Slaff Person Date 

a @ ViaPhone 

t:J7o3 
Time 

,s,s­
lime 

.©AM 
QPM 

OAM 
®PM 

b. 0 In Person Notification Number (Required}: 

©AM 

Of81t.A-b" ~~ 
$c/l, 7/40 ,~1b vy/4, 

4. Vvllen did the incident actually occur? 4 s f!:"P i <.:. 
Date lime 0 PM 

f.} {:~ ...,R,...ec_ei_·v_ed_BY:_• _ __,.. _________ --i....,.Ass.....,...ig,,.,,ne,...d_B...,..y:.....,...__,,. __________ ....,_'"s_p...,..eclo..,.....r...,,_._,,.......,...__,. _____ --1 

Datellime Received: Dale/TimeAssigned: Datemme Received Assignment lf ~ ...,p=-a-le....,.D_e.,.,.liv_ere.......,..dli=o-=li=-e-am_: ________ --i-::D,-ate:""""=:-R-eVJ-:--.e-w-e~::--:ln-s-pe-cf,...or....,.R,...ep-o~rt-------1-,D,,...a-te....,.ln-s-pecl.....,...ed-:--F=-a-=c:il:=:-ity:-.--------1 

IUSE·:1-=--------.,.--------"'.1..,,--.....,....,,--,-..,,---:---,:--,.~~,........,..,.._,.------+,c-----,.--,~---------1 
·oi((y Team: I Sector. Breakdown/Deviation Notification No. Date Completed Report 

gr 1-:-,~-al_:_:-.:-:~-ed-Acli-.-on_: _ __._:_:_:_:_:_:_:_:_:_::-. _:_: .... :-::-:-::-:--::_:_:_:_:_:_:_:::--~=--~=--~=--~=--:=--:=_ -==--=:_-Olh_Olh_:_:==================--

© Soulh Coast Air Ouafdy Management Disbicl, Fonn 500-N (2009.04} 



5. Has the incident stopped? a.£ Yes, on: __ 4 __ s_e:_f' ____ /_~------- __ o.a.,..7...;....;:o;;_~=---- b.ONo 
Dale lime 

6. What was the total duration of theincident? ______ CJ _________ o_._o_s __ 
Days Hours 

©AM 
0 PM 

1 S'P•K~ /0 DPfl.C.\T~ • 
"'tHA-T EX~ IE~ J-IY1 .I~ 

u,.,,,;,-
7. For equipment with an operating cycle, as defined in Rule 430 (b)(3)(A), 

when was the end of the operating cycle during which the incident occurred? CAM 
Dale lime O PM 

B. Describe the incident and identify each piece of equipment (by permi~ application, or device number) affected. Attach photos (when available) of the affected 
equipment and attach additional pages as necessary. -l(,u i l tL-f 

9. The incident may have resulled in a: 

a ~ Violation of Pennit Concfdion(s): 

b. D Violation of AQMD Rule(s): 

10. Wnat was the probable cause of the incident? Attach additional pages as necessary. 

11. Did the Incident result in excess emissions? 0 ·No O Yes (Complete the following and attach calculations.) 

0 voe ______ .lbs O NOx ______ .lbs O SOX _______ lbs O H2S _____ ,lbs 

D CO lbs ~ PM f-..L l...i.L MA..L lbs D other: _________ lbs oollutant 

12. For RECLAIM facilities Subject lo Rule 2004 [i){3) ONL ~ If excess emissions of NOx and/or SOx were reported in Item 11, do you want these emissions to be counted 
when determining compliance wilh your annual allocations? 

a O Yes, for. 0 NOx O SOx b. 0 No, for. 0 NOx O SOx 

If box 12(b} above is checked, include all infonnalion specified in Rule 20040}(3)(8) and (C), as applicable. 

13. Describe the steps taken to correct the problem Q.e., steps taken to mitigate excess emissions, equipment repairs, etc.} and the preventative measures employed to 
avoid future incidents. Include photos of the failed equipment if available and attach additional pages as necessary. 

I :,oU..,-r.ico l'l?oboLE ~ 4- J /l..EPt....40::-~ J3~ f::>k'J 1 
R.E-run..A.J,sp. tnohr > lr: % .5~VI C.&, 

14. Was the facility operating properly prior to. the incident? 

a ® Yes b. 0 No, because: --------------------------------
15. Did the incident result from operator error, neglect or improper operation or maintenance procedures? 

a O Yes b. ~No, because: 
--------------------------------

16. Has the facility returned to compliance? 

a O No, because: 
--------------------------------------'---

b. l&' Yes (Attach evidence such as emissions calculations, contemporaneous operaling logs orolheraedible evidence.) 

'.~itiilO)ij_ ~~!fiP:~!!~r§{~i~m1~t_..: ·.· -5,:t .. :~.:~S~/{::/·: .. ·. = - ):/~_'(::?::,:~.:-:.~./:" :·:~-<-(;:-::.} = ~.:::::.~.-: .... / }S -~>:-:2. ·:.:: .·: ;:·.•:~ .. ·. 
I certify under penalty of law that based on information and belief fonned after reasonable inquiry, the statements and Information in this document and in all attachments 
and other materials are true, accurate, and complete. 

For liUe V Facilities ONLY: D I also certify under penalty of law that that I am the responsible official for thls facility as defined In AQMD Regulation XXX. 

2. liUe ofResponslble Official: 
VtcS PIZ.Ef.s1.b6"~-r 

~ c~ oPeYl.A--r,~~s Pt..n-.;.Jr n,,A-JJ'1-~57e-

4. Date; 

/l_p 5f3PT 2. o J to 

5.Phone#. 6. Fax#. 

7fr:r0- 2 b 7..- /(.p;;"3 
7. Address of Responsible Official: 

~tl.-300 ~fG f.,Je°LMC.:-:J ME.C..c..A 
Street# City 

© South Coast Air auarrty Management Disbitl, Fonn 500-N (2009.04) 



Mail To: .• · Soulh Coast Air Quality Management Disbict 
F'orm 500-N 
Title V • Deviafions, Emergencies & Breakdowns 

SCAQMD 
P.O. Box 4941 

Diamond Bar, CA91765-0941 
• .;:;. . '%is written report is in addition to requirements lo verbally report certain types of incidents. Vernal repoJfs may be made by 
t· \ calfin.9 AQMD at 1-BDD-288-7664 (1-8D0-Ctrr-SMOG) or AQMD enforcement personnel. Tel: (909)396-3385 

\W,W.aqmdgov 

·~i~nl~tJ>'P:ii~l~f;»Y.~i:m~~i.q~'.\ .i)~:~:.: (;_·=_::{:,..::.~~- ·-t<.:~.~ ::. · ?f .. :·:: _")-~ ~- <l~(:-:, :?/~~.~~i:: .,: ~</;;_; ::~·:;. i.~{)t.·· :_::_.-::: ... ~:.:: .-. 
1. Facllily Name (Business Name of Operator That Appears On Pennit): 2. Valid AQMD Facllity JD (Available On Permit Or Invoice Issued By 

'J)ESe'fa.., VIEW PovJ£1L AQMD}: IDO I .5"4--

3. Address: _ID __ z __ ... __ $_00 __ ~_,_e:u._E __ W_Ei_Z._m_,1_s __ ~_R._ .. ,_ll_e.....c..) _P._._o_,_ra_o_',(_7_5_B __________ _ 
{where incident occurred) Slreet Address 

MeCC./:1 CA 
City Stale 

4. Mailing Address: SRme. RS &Bo\.16 
or different from flem 3) SlreetAddress 

City Slate Zip 
5. Provide the name. UOe, and phone number of the person to contact for further infonnation: 

-"R\c...K. K.P.t.J'U::~-L DPS M R/..IJ=t-GtER. · 7laO -:39lo- -ZS-'5"4-
Name liUe Phone# 

~if~iJJj_rf .i{~ii~d.l~[~prn·t~iP.WAi;•fi~~!~J1gti·k~6}(~ir~~n~c1~./\>\·· :;i)\~\~:_=_-.·.:-._.?f~~ -~-- ',._ ~:-\t><Tt :.-,:·t~·:~ .. : · •. 
1. This written nolificalion is to report a(n): _ -----:-----------·---:--------------i Type of Incident V~rbal Report Duet ~ Written Report Due 

• ---•---·-•-•-··--·----··--- I •--- ------•--•-------· 1 a. D Eme,gency under Role 3002{g) I Within 1 hour of d"iscoveiy Within 2 woJking days from when the emission ~mil was 
exceeded. ---·· ··--------------·------- ----;:-----------·--·-· ·------------··---

i b. D Breakdown under. For Rules 430 & 20D4-Wilhin 7 calendar days after 
, D Rule 43D {Non-RECl.AIM) 

0 Rule 2004 (RECLAIM} 

[] Rule 218 (Non-RECLAIM) 
[See Rule 218(0(3)] 

ForRules430 &2004-Wilhin 1 hourof 
OISCOVeJY. 

breakdown is corrected, but no falerlhan 30 daysfi'om 
start or the breakdown, unless a wrillen extension is 
granted •. 

For Rule 218--~lhin 24 hours ornext business 
day for faff ore/shutdown exceed"mg 24 hours For Rule 218 -Wdh required semi-annual repons. 

··-------------------::-••-------------
Wtlhin 72 hours of discoveiy of the deviation or • Wilhin 14 days of discoveiy of lhe deviauon . 
shorter reporting period ir required by an : 
appHcable Stale or Federal Regulation. 

. c. U3- Deviation wilh excess emissions 
[See Trtle V Permlf, Seclion K, Condition No. 228} 

·--·-·------------·--··-·---··· :. --------------·-····-·---· d. D OlherDevialion None Wilh required semi-annual monilorin_g reports. 
ISee Title V Pennit, Seclion K, Concfllion Nos. 22D & 231 

. -·· -----····· -~- ·-·- ·•·-·-····-----------· ·--·----------··-
2. The incident was first discovered by: ___ :Tc_o_e: __ P_ED_lt.D __ z.;;.;...;.A-______ on __ ~_-_s-_-_2.;_o_f <r. __ 0400 @AM 

Name Dale lime G PM 

3. The incident was firslreported by:_--'H.~v_T<:_o_M=~..;....;..-=..a~--s_y_s_~ _____ on_9_-_S"_-_2._o_/_Co __ O(r,"2-Q 
Name of AQMD Staff Person 

a ® Via Phone 
Dale lime 

of>ER.4,oJ2. -If: 4-
b. 0 In Person 

4. When did the incident acluallyoccur? __ 9_-5_-_2.o __ /_G:> __ _ 
Date 

Notification Number (Required): 4-4-lD 734 
o4oo @ Ml. 

lime O PM 

®AM 
QPM 

{} ~: -: Received By: Assigned By: Inspector. 
,_.:-:~ · t-:D~a-:-tem-=-1m_e..,..R-ecew-·,...ec1,...,...: --=------------+-:,,D--,ate/Ji~,m-e..;_As,,_.,sig_n_ed.,..: _ ___,:; ___ ..;.._ ___ -1-,,D-a-te/fi=,-m-e"'"Rereiv___,,·_ed..,.Ass-ig_n_m_en_t ___ --J 1~ Dale Delivered To Team: Dale Rewaved lnspei:tor Repmt Dale lnspeded Faolily. 
~llSEi1-:-1-ea_m_: _____ --.I_S_eci_o_r. _____ -+-B-rea"""'k..,.do_w_n[D_e~.,..·a.,..lio_n..,.No...,lifi.,..ca_ti_·_on_N_o-.------+-D-a-le_Co_m_p_~_led--=R~e-po_it ______ -1 

oNGY. it t-R_e_co_m_m_en_d_ed_A_cli_'on-: _..i...C-an_ce_l_N_oti-.fica-tio_n __ G_ran..i...tR_e_fie_f .....;,__l_ss_ue_N_O_V_N_o.================:-0-lh-er.-.~====~~==========--1 

RnalAclion: Cancel Notification GrantRellef lssueNOVNo.'---------- Olher. 
© South CoaslAtr Quality Mana9emenl Dislrid, Fonn 5DD-N (2009.04) 



5. Has the incident stopped? a.©-Yes, on: Cf-5-2ol(o 0700 ®AM b.CNo 
Dale lime 0 PM 

6. What was the total duration of the incident? 
q:, 4- hn...c.:, 
Days Hours 

7. For equipment with an operaUng cycle, as defined in Rule430 (b){3)(A}, 
when was the end of the operating cycle during which the incident occurred? OAM 

Date lime OPM 
8. Describe the incident and Identify each piece of equipment (by permit, application, or device number} affecled. Attach photos (when avatlable) of lheaffecled 

equipment and attach additional pages as necessary. 
l:,~t~-:tl-"2.. 

Hl~H SC-z_ / ,J rue L F°ot'L. SKotLT Pe-fl-t of.:::) ~ T'lt'Vl6, 

9. The incident may have resulted In a: 

a. ~ Violation of Permit Condition(s): EP,q PlER nu·,- C7.8-oP '1_9-o I .S Ee-no ".d' :zr. n. L 
b. 0 Violation of AQMD Rule(s): 

10. Wnat was the probable cause of the incident? Attach addiUonal pages as necessary. 

\.,\t ~ 1-f SuLFt>R- Cou~ 1.0 FufiL 

11. Did the incident result in excess emissions? O·No 0 Yes (Complete the following and attach calculations.) 
. 

□voe lbs □ Nox lbs ~SOX OOINIM~L lbs 0H2S lbs 

□ co lbs □ PM lbs D Other. lbs ~llutant 

12. For RECLA/MfaciliUes Subject lo Rule2004 {i}{J) ONL ~ If excess emissions of NOx and/or SOx were reported in Item 11, do you want these emissions to be counted 

when determining compliance with your annual allocations? 

a. OYes,for. 0NDx Dsox b.ONo,for. ONDx Osox 

If box 12(b) above is checked, include all information specified in Rule2DD4(i)(3)(B) and (C), as applicable. 

13. Describe the steps taken to correct the problem Q.e., steps taken lo miligale excess emissions, equipment repairs, etc.) and the preventative measures employed to 

avoid future incidents. Include photos of the failed equipment if avallable and attach addilfonal pages as necessary. 

Bc.iu;;;yL. u..ll'\S. P->~ ;t:iot.Nf..i ON Le-rt:t:::, J 1-,,.,,.,e: sro~E: f=eE::l:) /2.~ 

I/JC/2.~E:I:J l /iWD 6XC6'"$S 02.. /A.IOL~G'"D H;,tt... .St/0(1..7"" PG::12...1'0.lJ of r1rnE, 
✓ 

14. Was the facility operating properly prior l~ the incident? 

a. ~Yes b. 0 No, because: 

15. Did the incident result from operator error, neglect or Improper operaUon or maintenance procedures? 

a. OYes b. ~ No, because: 

16, Has the facility returned to compliance? 

a. 0 No, because: 

b. © Yes (Attach evidence such as emissions calcula6ons, contemporaneous operating logs or other credible evidence.) 

: ~f.ti~~1t.~~ .. -~ii;nii~f 9~ ~f~mi~t;. -.~~-~:}::;/·;t\.:~:-~~\;: :.~·:rt)\~t::;:~ ~::~·_\\/ ·::\::~ {\-·.::: \~t- ?~~ :·. =\):-:: 2.;:;~-i-)~-~.i:i/~.2:t-!{',: 
I certify under penalty oflaw that based on lnformaUon and belief fonned after reasonable inquiry, the statements and infonnaUon in this document and in all attachments· 

and other materials are lrue, accurate, and complete. 

For 1iUe V Facillfies ONLY: D I also certify under penalty oflaw that that I am the responsible official for this facility as denned In AQMD Regulation XXX. 

1. Signature of Responsible Official: 2. 1iUe ofResponsible Official: 

k,A ~ 1/\ ~/J~-t JiJ.v_ Vt C€ - Ptu::s ,.ae:-u r 
/P'-FrlJrT - of= Cr} OPEl2..fl-7?cu.S MA-~A-Gt~ 

~tName: (J~ 4.Date: 

~l'Yl€"S t'<usssLL- 1-f oFFfYlA-J I~ SeP"T 2-c/{s, 

5.Phone#; 6.Fax#. 

7/no -26>2.- I lP5a 74,t)-"39~- 04 /0 

7. Address of Responsible Official: 

o?.-'3oc::> ~el.JG Wcln-tk'S ::b~I V€ /1cG~,q. CA 9rz,.7,..'5' 4 
Sire.el# City ~ 2ip 

© South Coast Air Ouarrty Mana.Q!!ment Dislsicf, Fonn 500-N {2009.04) 



~-- ~;:~t Soulh CoastAirQualityMana.9ementDisbict 
g :· Form 506-N MaiJTo: m::~~1:ft 

Title V .. Deviations, Emergencies & Sreakdow~s 
SCAQMD 

P.O.Box-4941 
DiamondBar, CA9f765-0941 ~ SJhJs wnlf en report Js in addilion to requiremenls fo verbally report cellain types of incidents. Verbal reports may be made by t· ~ calffn.9 AQMD at 1-BD0-288-7664 (1-BDD-CUT-SMDG) or AQMD enrorcemen! personnel TeJ: (909)396-33B5 

\IMW.agmd.gov ·Seer··· ... 1i:i•-o····-1·'_._f·i-· · · · t: ..•... ·. • .:· ·· ···-~; · · · :.-. • · • · · ·····=·: .... ~-- · · · ... -:--. ,. · · · · ···. • ·_..,,~--=· ~: ·· ·~. ::=- · · · ·· · -::,-... ·· .;. _. ... , ~.-- .· '.::-,:"" · =· ·. ·· -·. ·• ·; = 

ron .... P,era or- n orma ron. . . . ....• ,._._ --~~ . .. . . . .:• . . ..,. :, .. . . . . . ....... _ ... ,., .-~·-·· .,-= •...•. 
.,~ .. ,:--.;::,:::.~:.:::.;.. ... .,.~,: .. ;..--:. n,-:.~_-:o.J~:.-.•1-:.~••.;:: •• :~·- ._,., ..... •• •.'"'.:.•: :--.,:"'.-:. · •. •- .•••• • : ... • _ "-- •• : ..... ·: 1 •••• .. -;.-•::::.::..,: ........ ~ •• ...... -...:. •• ,-... ::.::,,.:. •• :,.· ... •\: •• :·•:.: .. .:· •• ~:. ...... ,. .,; .:. 
1. Faclllfy Name (Business Name ofOperalorTha!Appears On Permit): 2. Valid AQMD Facility JD (Available On Pennit Orfnvoicalssued By :nese~, VIEW Pov.J-e:,L /iQMD}: I 00 15' 4--
3. Address: !t,z-3ao ~e:1./EE. Wct..m/J-s .J-3 P.. hie) Ra, tao'/:. 758 (MJere incident occurred) 

Street Address 
MECC./:J CA '72"25"4,--o,5B Cily Slate z;p 

4. Mailing Address: Sarne AS R-Bo\Je: Qf dilferenl from Hem 3) 
Street Address 

S1twie ~ l>Po\.JS!: 
City : Slale Zip 5. Provide the name, fille, and phone number of the person to con fact for further inf ormalion: 

~,c.K, ~Rw-z..e-L CPS /vt~fJ~G.E~ 7&,o-.3q (.r,- 2.'S5"4 Name liUe Phone# ~U~:9..1J_:i-,.fi~jf~rJt~gJ,rnr~<i,QY.{O~i Q~"v,!~J!gn~)-~6µ.J;m/r!i~~-cJ~ .. J ~-: · ... ·--~:t::;;~;::·r ·:-/ ~ ~< -~~-- ~:~:};.~.,=t~.};i: _;/;•:·· ~ .. - .. - . .. 1. This wriHen nollficalion is lo report a(n}: . 
-··-hype of Incident ·-----·-·-··--·--

: 
V~rbaJ Report Due~ ~ Wriflen Report Due ---··---i a. D Emeigency under Rule 3D02(g) I Within 1 bourof discoveiy Wilhin 2 wo!liing daysfrom when fheemission fimilwas 

i 

exceeded. ---·--··- _____ .,._ 
: ·----·· .. 1 b. D Breakdown under. 

For FMes 430 &2004 • Within 7 calendar days after D Rule430 (Non-RECLAIM) ForRules430&20D4-Wilhin 1 bourof breakdown is corretled, but no lalerlhan 3D daysuom 
: 

OISCOVel}'. startof fhe breakdown, unless a wnllen extension is 
l 

0 Rufe20D4 (RECLAIM) 
granled. □ Rule218 (Non-RECLAIM) For Rule 2f 8-Wilhin 24 hours om ext business 

{See Rule 218(ij{3}J dayforfailure/shul.down exceeom.9 24 bou,s For Rule218-Wlth required semi-annual reports. --- : ,_ --. o. ~Devialion with excess emissions Wlfhin 72 bou,s of discovery of the devialion or 
: 

Wilhln 14 days of discovery of the deviaJon. . {See TIiie V Penni~ Seclion I\ Condition No. 22B1 sboJferreporfing peliodihequired by an : apprrcable Sia le or Federal Re,gulalion. ·- ·-·------... ,- i· ····-·--d. D OlherDevialion None Wilh required semi-annual moniloring reports. [See T!He V Pennit, Seclion I\ Comfllion Nos. 220 & 23] -·· -----·· --· . -.. --·- --·-·· -·--·- -·-- -·· ··-·- --·--2. _The fncldenf was first discovered by: lGcS Pe J fk;,-z.A on ,-s- It:. QSOb !5-m Name Dale lime OPM 3. The Incident was first reported by: [l_l.)70"7~'71::!!::i \ 51/S....,-;E:M on Cf-S- /6 o(coD fiAM Name of AQMO Slaff Pe,son Dale lime QPM a ~ViaPhone 
0()~11.. P:/Z 

1/4'1:~ 
b. C JnPe,son 

Nolificalion Number (RequiredJ: ~lf.~7:3ff ~If. 
4. When did fhe incident actually occur? 15:~~ QSOO ¥§.AM 

Dale lime 0 PM 
::-...o:·:-. Received By: Assi,gned By: Inspector. ~\ Dale/Time Received: Dale/lime Assigned: Dalfffime Received Assignment -:.: .. ::.:. Dale oerwered To Team: Dale Reviewed lnspeclor Report: Dale lnspecled Fatiflfy. 
XaMci 
~liSEr: Team: f Seclor. Breakdown[Devialion Notilica~on No. Dale Completed Repoit: 
·MGv. 
_j}\ Recommended Action: Cancel Notification GranlRefief Issue NOV No. Other. 
.,:·.~ . . .,_ 
... .. . Final Aclion: Cancel Noli/icalion GranlReffef Issue NOV No. Other. © Soulh CoaslAirCualilyMana_gemenlDisbitl, Fonn5DD-ff (2009.04) 



5. Has the incident stopped? a.P-fves, on:. ___ 2+b .... <~'--t-fi~~------ ____ o.,..~;;..ao;..ao~-
/ ' Dale lime 

B--AM 
OPM 

b.CNo 

6. What was lhetolal duration of lheincident? _______ cp ______________ I _h __ a.. ...... _ 
Days HOUIS 

7. For equipment with an operating cycle,, as defined in Rule430 (b)[S)(A), 
OAM when was lhe end of the operating cycle during which the incident occurred? 

Dale lime O PM 8. Describe the incident and idenllfy each piece of equipment (by permit, appllcaUon, or device number) affecled. Attach phofos (when avatlabf e) of fheaffec!ed equJpment and aHach additional pages as necessary. 
Be:.zLen.. # l 
Ht~J,{ .5a2- J,,J Ft.!>6L... F9tt_ 'S.HoR..-r PE"O...l OD 

9. The incident may have resulted in a: 
a. ~ Violalion of Permit Condilion(s): 

b. D Violalion of AQMD Rule(s): 
10. Wnat was the probable cause of the incident? Attach additional pages as necessary. 

~uLFan.. Ce~7 ,~ FLJE:L 
11. Did the incident result in excess emissions? 0 ·No O Yes (Complete the following and aHach calculalions.} 

0 voe lbs O NOx lbs }&sox lbs O H2S lbs 
0 CO lbs O PM _____ __,lbs O Olher. lbs pollutant 

12. For RECLA/Mfacllities Subject lo Ru/e20DI (i}(9} ONLY: If excess emissions of NOx andfor SOX were reported in llem 11, do you want lhese emissions to becounled when delennining complfance with your annual allocaUons? . 
a. O Yes, for. D NDx D sox b. 0 No, for. D NOx D SOx 
If box 12(b) above is checked, include aD information specified in RuJe2D04(i)[3)[B) and (C), as applicable. 

13. Describe the steps taken to correct the problem Q.e., steps taken lo mJ6gale excess emissions, equipment repairs, elc.) and lhe preventaUvemeasures employed to avoid future incidents. Include photos of the failed equipment if avaUable and attach additional pages as necessary. 
}3o, ~ w "=.S 8A:..~ 'J;,r:::,t.0 r,.f c>J Lo ~;A; L, IYIE.S ,o<.l e PEED ~~77= 

/A./CA.~E:D, ~I.:::> eX~s t:>2- /#GR..~se:E> r-;.~ ..SHCV'LT' PG'n./~6 ~ -r,mc::-_ 
14. Was lhe facility operating properly prior f~ the incident? 

a. ~es b. 0 No, because: 
--------------------------------15. Did lherncidenl result from operator error, OE'£!lect or improper operaUon or maintenance procedures? 

a. 0 Yes b. 't%No, because: --------------------------------16. Has lhe facility returned lo compliance? 
a O No, because: 

-------------------------------------=--h. 'ft:;.:r.es (Attach evidence such as emissions calculations, contemporaneous opera ling leas or olher credible evidence.) 

~~ifti 11i)JjijJ,9.foj~[Jitimint~:- --~·\/2:;.It:~:.;~· ~-~:::~; ::./.~~:!Jit .. : 1 -;.~t~/ ·):=;::{\··.\_/, ~ :'~; ::\:~~\:;)i\ti!:/,:.:_/:. ~:{:. ~; 
I certify under penalty of Jaw that based on information and belief fonned after reasonable inquiry, lheslatemenls and information in this document and fn all attachments 
and other maleriaJs are true, accurate, and compfele. 

For liUe V Facilities ONLY: D I also certify under penalty of law that that I am the responsible official forlhis facility as defined In AQMD RE'¼!ufalion X>OC 

2. liUe ofResponsibf e Official: 
v tee -pp_e::;;, Dl=itf"T 

a--- or C4. op~10oNS ·. Pt..r1-~.rr HIJ-J./Hfite 
4.0ale: 

ll.i:. St:::Pr z.o ! lo 
5.Phone#: 6.Faxit. 

7LPO - 2.to-z.- /tz,5'3 71Dc- 3 9lt>- o 4 IC 
7.Address of Responsible Official: 

(oz-'300 ~etiE. WELIVl'l-:S ))EZ.tvE ME:"c:c..A. 
S!leel# City 

© South Coast Afr Qualify Mana_g!menl Disllid, Fonn 500-N (20D9.04) 
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: ~- ~f~i;:;. South CoastAir Quality Management District 
Iii ·. :· Form 500-N! 

Mail To: 
SCAQMD 

P.O. Box 4941 
Diamond Bar, CA 91765-0941 Titne V • Deviafionss Em~rgenciles & Breakdowns 

~-~~ "'This written report is in addition to requirements to verbally report certain types of incidents. Verbal reports may be made by 
: ·•, f! . t· .': calling AQMD at 1-800-288-7664 {1-800-CUT-SMOG} or AQMD enforcement personnel. Tel: (909) 396-3385 

www.aqmd.gov 

1. Facility Name (Business Name of Operator That Appears On Pennit): 

1)£SE~T V IELA-1 PovJe-,L 

3. Address: foz-3ao ~e:7-/ta W€L.ml"J·S ;bP..lt/€ : 
(where incident occurred) Street Address 

MfECC.~ 
City 

2. Valid AQMD Facility ID (Available On Pennit Or Invoice Issued By 

AQMD): I 00 15 4-

CA 
Slate 

4. Mailing Address: SFime. A-S R-Bo\JE 
or different from Item 3) Slreet Address 

City Slate Zip 
5. Provide the name, title, and phone number of the person to contact for further information: 

1 CJLA.l"E. / 0 Pe::; L.. sH I ET StAPe.;e..v,s.oe 
Name Title Phone# 

1. This written notification is to report a(n): .• ________ --=-------------·-------~------------·--·-·- __ ..... 
; Type of Incident Verbal Report Due~ ; Written Report Due 
. ---·· ··- ---- ·····-··-··-· -·- -·-···---··•· ,-----------· -·--· ---··-- ------.··· ·--·-. -·-··------- ···-- ·-···-·· ·-·-··-···-· : a. D Emergency under Rule 3002(9} 1 Within 1 hour of discovery · Within 2 wolking days from when the emission fimitwas 

. . exceeded • .. --·---- -------- --··---- --- -·-····- --:··--·------,-·-·· -····-·--·-------·····--··-~•··-----·--------·----·-··•--·-····--
: b. D Breakdown under. 

, 0 Rule 430 (Non-RECLAIM) 

0 Rule 2004 (RECLAIM} 

[J Rule 218 (Non-RECLAIM) 
{See Rule 218(f)(3}] 

For Rules 430 &. 2004- Within 1 hour of 
discovery. 

For Rule 218 ... Within 24 hours or next business . 
day for failure/shutdown exceeding 24 hours 

For Rules 430 & 2004 - Within 7 calendar days after 
breakdown is corrected, but no laler lhan 30 days from 
start of the breakdO\vn, unless a \VJJ11en extension is 
granted. 

For Rule 218-Wilh required semi-annual reports. 
··-. -------·---------- ---··· ·•·. ·•--------------·- ------------------··----

. c, ~ Deviation wilh excess emissions 
[See Title V Permit Section K, Condition No. 22B] 

Within 72 hours of discovery of the deviation or Within 14 days of discovery of the deviation • 
shorter reporting period if required by an 
applicable Slate or Federal Regulation. 

--!·-··-·· ·- ·- ...... - --... ·--·--·-•--··-· ............ -- ···---... 
d. D OtherDeviation None With required semi-annual monitoring reports. 

ISee Title V Permit. Section K, Condition Nos. 220 & 23) 
. - ·--·. -----·--------·-·--·-·· .... -----· ••-• --··,-- ··-·-·······-. ········•-•------"···-·-----····--·-·------~------·-·•·· 

2. Theincidentwasfirstdiscoveredby: Lo~ l 12:" V..Jf'e;-z_ 
Name 

on \'2--4- l \o 
Dale 

o,~<; @AM 
lime OPM 

3. The incident was first reported by: __________________ on ___________ _ OAM 
Name of AQMD Staff Person Dale Time QPM 

a O Via Phone 

b. C In Person 

4. Wnen did the incident actually occur? I 2 - 4 - I '2 

Notification Number {Required}: ___________ _ 

~AM 
Dale 

,:,7S~ 
lime 0 PM 

::-. Received By: Assigned By: Inspector. 
.. ~ .. 

Date/Time Received: Date/Time Assigned: Daleffime Received Assignment .. 
.. .. 

Date Deflvered To Team: Dale Reviewed Inspector Report AciMD 
.=t,sE·;; Team: I Sector. BreakdownfDevialion Notification No. bN,Y· 

Dale Inspected Facility: 

Dale Compleled Report: 

..... 
Recommended Action: Cancel Notification GrantReHef Issue NOV No. ,..._ ________ Omer. __________ _ 

Final Action: Cancel Notification GrantReHef Issue NOV No. . _________ Omer.. ________ _ 

© South Coast Air Quafily Management Disbicf, Fonn 500-N (2009.04) 



5. Has the incident stopped? a.®Yes, on: 12.-4-1~ c:>400 ~AM b.CNo 
Dale lime C PM 

6. What was the total duration oftheincident? 6 l 
Days Hours 

7. For equipment with an operating cycle, as defined in Rule 430 {b}(3){A), 
when was the end of the operating cycle during which the incident occurred? OAM 

Date lime OPM 
8. Describe the incident and Identify each piece of equipment (by permit, application, or device number) affected. Attach photos (when available) of the affected 

equipment and attach additional pages as necessary. 

Hl~H CA-<- C--.L ... <s, ,,.....J LJtJE" L-ETE<L C-Al-l~l~1l o:....J.. 

9. The incident may have resulted in a: 
a. ~ Violalion of Permit Condilion(s): EP.q Pl!:R rH/ ·:;- C'/3-oP 'l._9-o l ,SE:C7/o".if .:zr. It .. / 

b. D Violalion of AQMD Rule(s): 

10. Wnat was the probable cause of the in~ident? Attach additional pages as necessary. 

11. Did the incident result in excess emissions? O·No C Yes (Complete the following and attach calculations.) 

□ voe lbs □ Nox lbs ~·sox 12- l\ltlaJIMA.L lbs 0H2S lbs 
:SHR-Avc:. l7-6-.Cn ~ 

□ co lbs □ PM lbs D Other. lbs Qollutanl 

12. For RECLAIM facilities Subject lo Ru/e2004 (i){3) ONLY.- If excess emissions of NOx and/or SOx were reported in Item 11, do you want these emissions to be counted 
when determining compliance with your annual allocations? 

a. OYes,for. □ Nox Osox b.C No,for. □Nox Dsox 

If box 12(b) above is checked, include all infonnaUon specified in Rule 2004p)(3)(B} and (C}, as applicable. 

13. Describe the steps taken to correct the problem O,e., steps taken to mifigate excess emissions, equipment repairs, etc.) and the preventative measures employed to 
avoid future incidents. Include photos of the failed equipment if available and attach additional pages as necessaiy. 

14. Was the facility operating properly prior t~ the incident? 

a. 0 Yes b. 0 No, because: 

15. Did the incident result from operator error, neglect or improper operation or maintenance procedures? 

a. C Yes b. 0 No, because: 

16. Has the facility returned to compliance? 

a. 0 No, because: 

b. 0 Yes (Attach evidence such as emissions calculations, contemporaneous operating logs or other credible evidence.) 

'~tit>;n ni• ·~ ·eertiti"cation si~tement :· . · .. .. - -:· . .. . -·. . . . .. .. . .. .. •· . . . . . 
.. •· ... - -·.· :-: : -.. .--~ . • . ~- :.: . :· •; • - . .•··-:. .• ! . ; .•• . : . .... : ... . .. . . .. . . : . .;. ·. - . .. ... -·. .. .. ·- . . ... .. --. :~ .. .. ... : . ·-· ·.·.-.. ... • 

I certify under penalty of law that based on information and belief formed after reasonable inquiry, the statements and information in this document and in all attachments 
and other materials are true, accurate, and complete. 

For liUe V Facilities ONLY: D I also certify under penalty of law that that I am the responsible official for this facility as defined in AQMD Regulation XXX. 

1. Signature of Responsible Official: 2. 1iUe of Responsible Official: 

3. Print Name: 4.Date: 

5. Phone#: 6.Fax#. 

7. Address of Responsible Official: 

Street# City ~ Zip 

© South Coasl Air Quaflly Manag2menl Dislricl, Fonn 50~N (2009.04) 



BLR #2 S02 & NOX 
!§::fti1(~Y§;!~ [~{Will FIC-2753.C_Ao!I~~im,&!l 
~J ~:._\~~iM~rnal r;~~ FIc-2753.c_AsP 

SO2 LB/HR 

20.00 

~16.00 

~12.00 

8.00 

Lf .. OQ 

AIC-8011.C_ASP 

AIC-8011.C_APV 

SI-2345.C_APV 

53.06 X 

8.80 X 

32.87 X JJ(·.oil i~~§/:dl .■I FIC-2753.C_APV 
1303.66 X '..~<;;ll l).A¼$}5J1 :■l Fl-2753.C_APV 
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Rick Kruzel 

From: 
Sent: 
To: 

Kenneth Dudash [kdudash@aqmd.gov] 
Tuesday, December 20, 2016 3:01 PM 
Russell Huffman 

Cc: 
Subject: 

Russell, 

Rick Kruzel; John Anderson 
RE: Form 500-N 100154 

Thank you for the update. 

Ken 

-----Original Message-----
From: Russell Huffman [mailto:RHuffman@greenleaf-power.com] 
Sent: Monday, December 12, 2016 9:47 AM 
To: Kenneth Dudash <kdudash@agmd.gov> 
Cc: Rick Kruzel <RKruzel@desertviewpower.com> 
Subject: Form 500-N 100154 

Ken, 
We erroneously called in an upset this weekend. We've completed the form and it is attached. 
The event was actually a monitor calibration failure, not an actual deviation. Nevertheless, 
since we called it in we have provided the documentation. 

·Thank you, 

James R. Huffman 
V.P._ of California Operations 
Greenleaf Power, LLC 
(760) 262-1653 
(760) 393-1308 
rhuffman@greenleaf-power.com 

1 



•:,:;; • South Coast Air Quanty Manaaement Districl ··-~•! 
·. ~a Form 50£Mtll 

Tit6e V .. Deviations, Ernergencnes & Breakdowli'Es 

MailTo: 
SCAQMD 

P.O.Box4941 
DiamondBar, CA91765-0941 .. ~: Tfhis written report is in addilion to requiremenls lo velbally report certain types of incidents. Verbal repolfs may be made by 

I:·.': calling AQMD at 1-BDD-288-7664 (1-8D0-Ctrr-SMOG) or AQMD enforcement personnel Tel: (909)396-33B5 
~Y.aqmd.gov 

·secti6n r-~- op'erat&i- Infoimatibii.' .. ~ .· .. 
: ••,.• •• ::.:........ :.· .!.• •• :-••":.:-•.· .. .. 

: -1. Facility Name (Business Name ofOperator That Appeara Ori Pennil.): 2. VaUd AQMD Facility ID (Available On PemiitOrfnvoicalssued By 
:nese~7 VIEW PovJ£?L AQMD): 

)0015"4-

3. Address: ID2.-$ao ~~G. W /!;l-!'Mb-;5 ,::b R. ill Ii: 
(where incident occurred) Slreet Address 

MlECC-~ CA 92"25'tl'f.--o,5B 
Cily Slate op 

4. Mailing Address: SR me AS R-Bc\JE 
pr d"dierenl from llem 3) SlreetAddress 

S1twie as RP-rev~ 
Cily Slate Zip 

5. Provide the name, liHe, and phone number of the person to conlactforfurtherinrormalion: 

~,.:..k \L'....r-u.:z:s=:\ O!fea h a.v.~ b""= c-- 7£-.aO -z liz~ - \k ~-;-
Name liUe Phone# 

~~tion._lf~ ij~p~tji_ng,pf Efr~~q~n.~; Qev1~jtQ·n~;~aM Efu_ergericJ~ .. : : .... .. -
: . :: .. .. . .. - . .. : 

1. This written notification is to report a(n}: ·------ - ·---- ..... ; Type of Incident 
: 

Verbal Report Duet __ , _ _____ __ ___ ; Written Report Due ________ --·--·--·--·-· . ---··- -·--·-·-··--·-- -------··· I 
: a. D Emergency under RuJ2 3002{9) . WilhTn 1 hourof discove,y · Wilhin 2 worlrulg days li'om when the enission imit was 

exceeded. . . ·-·--· . ··-·---·-----·----·-·---·-··--- ... -: .. --------------·----· .... -... ------ ··-- ----··--·----, b. D Breakdown under. 
ForRules43D &.2004-Wilhin 1 hour of 

For Rules430 & 2004-Wilhin.7 calendar days after 
0 Rule430 (Non-RECLAIM) breakdovm is corrected, but no lalerlhan 30 daysftom . 

discove,y. sfart orlhe breakdown, unless a written extension is 0 Rule20D4 (RECLAIM} granted. 
□ Rufe218 (Non-RECLAIM) For Rule 218..: Wilhln 24 hours or next business 

{See Rule 21B(ij(3)] dayforfaTiure/shuldown exceeding 24 hoUJs For Rule 218-Wilh required semi-annual reports. ... -- ·--... -·--· ... - ··-. o._B' Devialion with excess emissions Within 72 hours of d'JScove,y of the deviation or Within 14 days of oJScove,y of the deviafon. 
[See TIIJe V Penni~ Section }(, Condilion No. 22B] shorferrepolting penod If required by an 

applicable Slale or Federal Regutalion • 
. ---.. ··--·· -... ----·--·---... ,- ... ___ .. ·--- ···--____ .. .·-····· ..... - ..... ____ .. _______ .. __ ... ······ ····--d. D Olher Deviation None Wilh required semi-annual rnonilorin_g R9orf.s. 

[See Title V Permit, Secuon K, Cond'dion Nos. 220 &23j 
. ····--·. ·····-.. ·-····----- -·-·-·---· ... --· .-· ...... ·-·- ......... -·- ----·----·-·· --··· 

2. The incident was first discovered by: A ""'+0 ""' "'\ l~.Jc:' fl\-.'"""- on 1:2-,0-,t.. o-u:Y-:> @AM 
t Name · Date Tnne C,PM 

3. The incident was first reported by: 1-\.i.~\-Q ~~.l.- l ~ ~,\......~ on ~Z..-\v-\l o ?o-.:> -eAM 
Name of AQMD Sff Person Dale lime QPM a. @ Via Phone 

b. G In Person Nolificalion Number {Required): Lt -s--S- L\ 7 Z.. 

4. Wnen did the incident actually occur? l2.,r-l0.-\l o-roo @AM I Z~o"'> )'2...'"\Q-\'2.. o~~r, • .\.,. r "\ 
Dale lime 0 PM 

.. Rew1ed8y: Assigned By; fnspeclor. 

. : Dale/Jime Received: Dale/Time Assi911ed: Dateff 1me Retehred Assignment .. 
AoMD Dale Delivered To Team: Dale Reviewed fnspeclor Report Dale lnspeded Facility: 
.: USE;= Team: I Secior. Breakdownfl?eviaffon Notification No. Dale Completed Report: o~,v 

.. 
Recommended Action: Cancel No6fication GrantReUef fssueNDVNo. Other. .. . 

Final Action: Cancel Notificalion Grant Relief !ssueNOVNo. Other. 
© Soulh Coast Afr Ouaily Management Disbitf. Fonn 5D11-N (2009.04} 



5. Has lheincident slopped? a.~ Yes, on: ____ l_Z.=----'-___ -o_ .... '""'l..:cl,c-______ ___ 0~8._C'-~---
Dale lime 

6. What was thefolal duralion of lheincidenl? _______ q:,~------ ____ l_~...a:..:;'C"""'-_ 
Days Homs 

7. For equipment with an operating cycle, as defined in Ruf e430 (b)[3){A), 
when was the end oftheoperaUng cycle during which the incident occurred? 

'®AM 
0 PM 

b.CNo 

OAM 
Dale lime O PM 

8, Describe the incident and identify each piece of equipment {by permit, application, or device number) affected. Attach photos (when available} of tbeaffeeled 
equipment and attach additional pages as necessaI)'. \J. 2 cevi r"A I Lr.:P 'J,l(,'t-y C.k u BflA-7'tr:,~.J A-T"" ,<= rt. r:;~.r -r£c.t-( 
Con-,Pt.z-rer::::,. ~"IE: 12-e--~, csn WAS Plrr 1$A.-c.t- ,u se:n..v,c..k e!.4-~8 ,,_,;,,..

1 4 e4'K 
W4<: r'~EV-r-:' /.d .Sl/'7'7PUE': L1~e • /l"T/L. rJ•I~- 2&>11:, \ o Q 7 

_-z.. •\...._,l D'Z. L,~ a..-\ ..... .X .\-.o 00 \"'-\Jd-

9. The incident may have resulted in a: 
a. ~ Viola lion of Pennll Condifion(s): 

b. D Violalion of AQMD Rule(s): 
10. Wnal was the probable cause of the inpidenl? Attach addlUonaJ pages as necessary. • 

$r('MPt..e Cfks .,d l-/"1 r ~~ IZ-'=- ca,c_ w 4-S 

C Pl'-'\ F-1 ,•\ 4 Y-1 'G !:u~ .. \ :J:,oq IE' /}~ 

11. Did the incident result in excess emissions? 0 ·No {} .. Yes (Complele the follOMng and alfai:h calculaffons.) 

D voe lbs D NDx ------'lbs Jg-sox ·1~ _ D ~s l!]s 

0 CO lbs O PM lbs O Olher. lbs pollutant 
12. ForRECLAIMfac/U/les Subfecl lo Ru/e20fU (i){3) ONL ~ Ir excess emissions of NOx and/or SOx were reported In Jlem 11, do you want these emissions to be counted 

when determining compliance with your annual allocations? 
a.OYes,for. □ Nox Dsox b.C:No,for. □Nox Osox 
If box 12{b) above is checked, include all infonnaUon specified in Rule 20D4P)(3)(8) and (C), as applicable. 

13. Describe lhesleps taken to correct the problem Q.e., steps taken to mtfigale excess emtssfons, equlpment repairs, etc.) and the preven(elive measures employed lo 
avoid fulure incidents. Include photos of the failed equipment if available and attach addilionaJ pages as necessaiy. ~c:"7'b/l,'$ ~1'0 ,..,./J .c:a::o ~s 
IF rr' evr;,:; 4- ~~e:z-. /Z.l=Z.~~~ t-s-sva, P.~re/!-eJJ :DcrJ/J ·po/l...c-n, itJc~-:.e er. c:.....es~ Dz ~b 
/N~e' <.1,n1:=~-cde., 12.i?(t:..... n, .. ,z_. .. 2,:0/f::. ~ 

'1x.cks: . ..! ds,w'- t-L \;, o;\.:e cJ \':1.o,,k:':!:J 00 ¼.\.. \~vy, .. s.k~-.c. ~\.4.J. 22 \.l ~ ,-c.-ca.\ 
14. Was the facility operating properly priort~ the incident? 

a ~ · b. 0 No, because: 
----------------------------------

15. Did the incident result from operator e11or, neglect or improper operaUon or maintenance procedures? 
a. 0 Yes b. fll. No, because: 

--------------------------------
16, Has the facility returned to compliance? 

a. 0 No, because: 

b. ,€,Yes {Attach evidence such es emissions calculations, contemporaneous operating loas orolhercredible evidence.} 
.. :.·· ,· -. -:...... . .. . - . . .• ·. : 

.. .. ~ · .. 
I certify under penalty oflaw that based on information and belief formed after reasonable inquiry, theslalemenls end infonnalion in this document and in all aHechmenf s 
and other materials are true, accurate, and complete. 

For nue V FaclllUes ONLY: D I also certify under penally of law that that I am the responsible official for this facility as defined in AQMD ReguJallon XXX. 

2. 1i1Ie ofResponsible Official: 
Vr<:.e-PF-.te:Sl~~r 0~ CA t>p~-rto,;;s 
Pt./h.l, M/h.lR-G<E=IZ... 

4.0ate: 

TAl'Jtt..eS 

5.Phonei#: 6.Faxft 

7foo-,2.~z.-/to53 7tc,o _. 39{p-o4-/D 

7. Address ofResponsible Official: 

1,-z--zioo ~eJG. ,J r::fl IJ'l.ti--';, 'l)Q.., v 'G M-E'a:A CA.:. C\ '2.. c.-1 ~ 
Sire!\# City ~ Zip 

©SoulhCoaslAirOuarrtyl/.anagementlY.slrict,Fonn~N(2DD9.M) 71-\ ;S u-{.l\:'S. }Jo, A-"-.( chltSS co ,J_ Lt~ ti: 
EX.~BD ,~sue-2 I,JA:s R 1\-')A/ll-"Te~./r,tl(::E§ 

/$$.UC, ~~/tt:- /2 ))EC.. 'Z.D/6 



NOxppm NOx 
Hour 02% NOxppm @3%02 lb/mmBlu 

00 8,8 46.0 68.0 0.095 
01 8,8 46,9 69.4 0,097 
02 8.7 47.2 69.3 0.097 
03 8,9 48.6 72.5 0.101 
04 8,8 47.9 70.9 0,099 
05 9.0 47,7 71.8 0,100 
06 8.9 48.1 71,7 0,100 
07 9.4 40.6 63.2 0,088 
OB 9.2 48.1 73.6 0.103 
09 9,0 49.4 74.3 0.104 
10 9.1 47.0 71,3 0,099 
11 9.1 49,2 74.6 0.104 
12 9.0 48.1 72.4 0.101 
13 9.1 46.9 71.1 0.099 
14 9.0 46.9 70.5 0,098 
15 9.0 46.8 70.4 0.098 
16 8.9 48.6 72.5 0.101 
17 9.2 47.0 71.9 0.100 
18 9.1 47.3 71.8 0.100 
19 9.0 47.2 71.0 0.099 
20 9.1 47.9 72.7 0.101 
21 9.1 47.1 71.4 0.100 
22 9,1 47.6 72.2 0.101 
23 8.9 48,2 71.9 0.100 

Average 9.0 47.3 71.3 0.099 Total 
30-Oay Ring 0,098 365-Day Ring 

Colmac Energy 
Mecca, CA 

Boiler 2 Daily Emissions Report 
December 1 O, 2016 

NOx lbs 

25.81 
26.58 
25,99 
26.42 
26,07 
26.87 
26.67 
24.09 
26.09 
28.46 
25,98 
26.69 
26.59 
26.46 
25.92 
25.92 
26.75 
26.11 
26.37 
26.43 
26.09 
26.54 
26.66 
26.23 

631,77 

Emission Llmlts 
Daffy 30-Day Rolflng 

NOX lbs- 648 NOx lb/mmBtu - 0.3 
SO2 lb/mmBtu - 1.2 

SO2ppm SO2 
SO2ppm @3%02 lb/mmBtu SO2 lbs 

7,0 10.4 0.020 5.47 
7.3 10.8 0.021 5.73 

12.7 18.6 0.036 9.79 
11,4 17.0 0.033 8.62 
10.2 15.1 0.029 7.74 

8.5 12.8 0.025 6.70 
12.8 19.1 0.037 9.86 
29.6 46.1 0,089 23.86 
ooc ooc ooc ooc 
CCC ooc ooc ooc 

5.2 7.9 0.015 3.96 
11.4 17.3 0,034 8.63 
10.0 15,0 0.029 7.71 
6.5 9,9 0.019 5.09 

11,6 17.4 0.034 8,89 
10,7 16.1 0.031 8.24 
11.3 1$5.9 0.033 8.65 
9.9 15.1 0.029 7.62 

10.6 16.1 0,031 8.21 
12.3 18.5 0.036 9.57 
10.2 15.5 0.030 7.72 
10.8 16.4 0.032 8.46 
12.7 19.3 0.037 9.88 
10.9 16.3 0.032 8.18 

11.1 16.7 0.032 
188,58 

0.029 
57886 

CeDAR Reports 12/1212016 B:39 AM, Boller 2 Dally Emissions Report 

CO ppm co Process CO ppm @3%02 lb/mmBtu CO lbs Status 

10.0 14.8 0.013 3,42 Normal 
10.0 14.8 0.013 3.45 Normal 
10.0 14.7 0.012 3.35 Normal 
10.0 14.9 0.013 3,31 Normal 
10,0 14.8 0.013 3.32 Normal 
10.0 15.0 0.013 3.44 Normal 
10.0 14,9 0.013 3.38 Normal 
10.0 15.6 0.013 3.65 Normal 
10.0 15.3 0.013 3.31 Normal 
10.0 15,0 0,013 3.50 Normal 
10.0 15.2 0.013 3.36 Normal 
10.0 15.2 0,013 3.30 Normal 
10.0 15,0 0.013 3,37 Normal 
10.0 15,2 0,013 3.44 Normal 
10.0 15,0 0.013 3.37 Normal 
10.0 15.0 0.013 3,37 Normal 
10.0 14.9 0.013 3.36 Normal 
10.0 15.3 0,013 3.38 Normal 
10.0 15.2 0.013 3.40 Normal 
10.0 15.0 0.013 3.41 Normal 
10.0 15,2 0.013 3.32 Normal 
10.0 15.2 0.013 3.43 Normal 
10.0 15,2 0.013 3.41 Normal 
10.0 14.9 0.013 3.32 Normal 

10.0 15.1 0.013 
81.4 

Page 1 of1 



· !::;; .. South CoastAir Quafity Management Dislricl 
~i 'i~.; Form 500-N 

Title V .. Deviafioiiis6 l=mergencies & Breakdowns 

Mail To: 
SCAQM0 

P.O. Box 4941 
DiamondBar, CA91765•1J941 ,:~ -Tuis written report is in addilion to requirements to vemsHy report cerlain types of incidents. Verbal reports may be made by f·:: calling AQMD at 1-800·288-7664 (1·800-CUT-SMOG) or AQMD enrorcemenf personnel. TeJ: (909)396-a385 

WMY.aqmd.gov 

1. Facility Name (Business Name of Operator That Appears On Pennil): 

::DESSR. 7 V /EW Pov.Je7l., 
2. Valid AQMD Facility ID (Available On Penni! 0rl11voir.a Issued By 

AQMD}: ) 00 ( S° ,4-, 

3. Address: 1t,z-'800 9eul'E. W!E"l-11MS ;hP..11/E: (whereincidenloccu11ed}------------------------,,-Sbi_e.....,etc-=A~dd.,...res-s----=---------------

CA 
City Slate 

4. Majling Address: SRrne. RS R-Ba\JE 
Qr different from llem 3) SlreetAddress 

City 
5. Provide the name, tille, and phone number of the person to conlaclforfurther information: 

Stale 7ip 

a' ck k« L, '2.f;.l.. oes MA pkC.g 
Name litle Phone# 

1. This written nolificalion is to reporta(n): ________ --=-=--------------.----------,---·--·- -·· 
; Type of Jncident Verbal Report Due.., ; Wallen Report Due ·------···---·-··--·-·, ·------: a. D Emetgency under Rule 30D2(g) ! WiOtin 1 hour of cfrscovel}' Within 2 wooong days from when lhe emission rann was 

' : exceeded. 
---• --•- •••-• --•-••----••• • -• ••------- -•-•-•••-·••••h • •--.. -- Oh••-------•-•-••-•••-•••••-; b. D Breakdown under. 

0 Rule 430 (Non-RECLAIM} 
0 Ru!e 2004 (RECLAIM) 
J;:J Rule 218 (Non-RECLAIM} 

[See Rule 218(0(3)] 

For Rules 430 & 2004- Wilhin 1 hour or 
cliscoveiy. 

For Rule218 ... Wilhin 24 hours ornexl business 
day for failure/shuldown exceed"mg 24 hours 

For Rules 430 & 2004 - Within 7 calendar days after 
breakdown is coJTected, but no later than 30 days from 
slart of the breakdown, unless a \Yllllen ~ension is 
granted. 

For Rule 218 -Wdh required semi-annual repons. 
... ---------------.-· -~··------------- ---------------·-c.iZI-Devialion \lilh excess emissions 

[See TIiie V Penni~ Section I\ Condilion No. 22BJ 
Wrlhin 72 hours of discoveiy of the devialion or Wilhin 14 days of discoveiy of fhe deviaion, 
shorterrepolfing period ir required by an 
applicable Slate or Federal Regulation. . ---.-.--.. ------ ... ______ . .,....._. ···--- ... ---·-----------..:-······-··. -··· . -···---.. -··· . ··--d, 0 OlherDelfistion None : With required semi-annual moru10Jin9 reports. 

[See Trtre V Pennif. Section I\ Condioon Nos. 220 & 23} .. -----·. ··-··-··--·. ----·------·---·-.. ---· .. --· .......... ·-·- ....... ·- ------.. ----.. -·----------- ·-
2. The incident WBS rust discovered by: :S-c. E. ee f) (t i':Z.. er 

Name 
on __ l?..._-.... z.~z ..... -_t ___ l. __ 

Date 
z:N~ OAM 

lime l?(PM 

3. Theincidentwasfirstreportedby: Avt,Q M p.£,'€."v fu,fu=>'~ M 
Name of A Slaff Pesson 

a O Vs Phone 

on_ .... ('2... __ - __ 2."""2 .... -.......... lt_~'---­
Dale 

"Z.2 '2.3 OAM 
lime ~M 

b. 0 In Peraon Notification Number(RequiredJ: ___ 4 __ s __ ·---~-----lo __ <o:::::.-r.. ... ; ____ _ 

4. When did the fncidenl actually occur? _____ t '2.. ____ ,~_-Z._-.... I_~ __ _ 
Dale 

... Received By.: Assfgned By; lnspeclor. .. 
Dale/lime Received: . : Dale!IimeAsslgned: Dale/lime Received Assignment 

Aciw.o Dale Derwered To Terun: Dale Reviewed Inspector Report Dale Inspected Faa1ily: 
_;·use;. 
oii,Y Team: I Sector. Breakdow~evialion Nolificalion No. Dale Completed Report 
.· 
.. .. Recommended Action: Cancel Nofifii:ation GranlRelief 

Grant Relief 

lssueNOVNo. ___________ Olher. ________ _ 

Final Action: Cancel Notification Issue NOV No. Omer. 
© South Coast Air aualilyMana.9ementDisllict, Fonn 500-N (20D9.04} 



5. Has the incident stopped? a¢Yes,on: 12--z.7--/l,, 
Dale 

6. What was the total duraUon of the incident? r2S 
Days 

7. For equipment wilh an operating cycle, as defined in Rule-430 (b)(3){A), 
when was the end oftheoperalfng cycledurfngwhich thefncldentoccurred? 

-Z..3-=>l OAM b.C;No 
lime ~M 

i h" 
Hours 

OAM 
Dale lime O PM 

8, Describe the incident and idenlify each piece of equipment {by permit, application, or device number} affeoled. Attach photos (when available) of lheaffec!ed 
equJpmentandaHachaddllionalpa9esasneoessary. Weo?::> Fee~ PLUCi e::.~ f3o.c LE7L #- "2...

1 
ac:e:.ss D-z_ 

JJJCC\.~~:D 13ECJ:>.'-'Stc: ~.P lAc....t<:.. o.P u.:)~:::tc:>D • tJ O)C. r'Pt'Vl @., 3 o/c a~ 
L, \'\"I ; + ~ ~G"D .futL 1 Ha 0R... -~~ 

0 
c::.. 

9. The incident may have resulted in a: 
a. @ Violalion of Permit Condiffon{s): eP.q PeR'1'f/ r CT/3-oP 99 .. o I SEC.7.to'n .zr, /t .. iS-
b. D ViotationofAQMDRule(s}: 

10. Wnatwas the probable cause of the inpidenl? Attach additional pages as necessary. 

l.000~ J=EE:D'E'tL. -PLv5 ~ ~ 
J-{ I Cihe:7'\.... ~1==1-, "'\ Jt.)ott_n-ia.;f - e¼ c..e-s5 DX.:13SA..t J,u Bo I L-Elt... f!-T CL. .., 

11. Didlhe[nc1dentresultinexcessemissions? ~No C:Yes(ComplelelhefollowingandaHachcalculations.) NOX. ppn1.@) 3 %Dz 
0 voe _______ lbs O NOx ______ lbs O sox ______ lbs O H2S ____ lbs 

0 CO ______ lbs O PM ______ lbs O Olher. lbs pollutant 

12. For RECLAIM facilities Subject lo Rule2DOI (i)/3) ONLY: If excess emissions orNOx and/or SOx were reported in Hem 11, do you want these emissions to be counted 
when delennining compllancewilh your annual allocations? 
a. 0 Yes, fQr. D ND.x D Sox b. O No, for. 0Nox D SOx 
If box 12(b) above is checked, include allinfonnalion specified in Rule2004(i}(3)(B) and (C}, as applicable. 

13. Describe the steps taken to correct the problem O,e., steps taken to mUigale excess emissions, equipment repeirs, etc.) and the preventative measures employed fo 
avoid future incidents. Include photos ofthe failed equipment if avaifableand attach additional pa9es as necessary. , • 

c..c..£!!::-PJ-R.. £.PD ol::) i="~ Pl.UJ J ~srr Fu~ i5d..-c.ft:... ~(A) /5~~ Ge7t 
./h-.1.D ./CE7(.)12;v (EJ(C,£$$ Da. }3~ ,-0 NO/L.l1'1t:/· L. ~c_ 

14. Was the factll(y operating properly priori~ fheincidenl? 
a. t©-,Yes b. 0 No, because: 

-------------------------------
15. Did fhe Incident result from operator error, neglect or rmproper operaUon or maintenance procedures? 

a. 0 Yes b. 0 No, b~use: 
-------------------------------

16. Has the facility returned to compliance? 

a. 0 No, because: __________________________________ _.,:__ 

b. '©.Yes (Attach evidence such as emissions catcutaff ons, contemporaneous operalin9 fogs or olher credible evidence.) 

I ~enlfy under penalty of law that based on lnfonnalion and beTief fanned after reasonableinquiry, thesfalemenls and inf onnallon in this document and In all attachments 
and olher materials are true, accura[e, and complele. 

For iiUe V Facilities ONLY: D I also certify under penalty oflaw lhal that I am the responsible official for this facility as defined In AQMD Regulation XXX. 

4.Dale: 

::S'P..J11E 5 A-IJ 
5.Phone#: 6.Faxik 

rfo-.:::, 3ql, -o4/o 
7. Address of Responsible Official: 

b "2. - 3 ~ c G 6,A/ e. WC:. L/J,i, ti. s. t:> a: , v £ 
Slreet# 

Me: c.t:, 1+ cA- q-z. z. '1-S-
City ~Zip 

© Soulh CoaslAirQuality Manag!menlDisllid, Fonn50D-N (2009.Ot} 



NOxppm NOx 

Colmac Energy 
Mecca, CA 

Boiler 2 Daily Emissions Report 
December 22, 2016 

Emission Limits 
Dally 30•Day Roi/Ing 

NOx lbs- 648 NOx lb/mmBlu - 0,3 
SO2 lb/mmBtu - 1.2 

SO2ppm SO2 Hour 02% NOxppm @3%02 lb/mmBtu NOx lbs SO2ppm @3%02 lb/mmBtu SO21bs 
00 8.6 49.4 71.9 0.100 26.07 12.7 18.5 0.036 9.36 01 6.4 50,4 72,2 0.101 26.40 11.5 16.5 0.032 8.36 02 8.4 50.2 71.9 0.100 25.59 12,9 18.5 0.036 9.17 03 9.8 40.9 66.0 0,092 20.26 1D.4 16.8 0,033 7.22 04 8.3 51.3 72.9 0.102 26.70 12.4 17.6 0,034 8.98 05 8.3 50.1 71.2 0.099 26.15 12.0 17.0 0.033 8.72 06 8.4 51.1 73.2 0,102 26.82 10.9 15.6 0.030 7.97 07 8.7 48.2 70.7 0.099 32.20 7.2 10.6 0.021 6,69 08 8.7 48.6 71.3 0.099 25.82 7.6 11.2 0,022 5.60 09 8.6 50.2 73,1 0.102 26.44 15.2 22.1 0.043 11.11 10 8.5 50.2 72.5 0.101 26.39 16,7 24.1 0.047 12.18 11 8.9 49.7 74.1 0.103 26.17 13,3 19.8 0.039 9.74 12 9.0 50.2 75.5 0.105 26.03 7.7 11.6 0.022 5.56 13 8.6 48,0 69.9 0.097 24.82 12.0 17.5 0.034 8,61 14 8.8 50.0 74.0 0,103 25.69 17.5 25.9 0,050 12.48 15 8.7 50.8 74.5 0.104 26.78 11.4 16.7 0.032 8.37 16 8.6 50.8 73,9 0.103 26.91 8.5 12.4 0.024 6.23 17 8.7 49.5 72.6 0.101 26.04 5.5 8.1 0.016 4.02 18 8.8 49.6 73.4 0.102 26.12 5.0 7.4 0.014 3.88 19 8.8 50,6 74.9 0.104 26.65 9.8 14.5 0,028 7.20 20 8.6 51.1 74.4 0.104 27.01 9.6 14.0 0.027 7.03 21 11.4 47.8 90,1 0.126 25.05 7.7 14.5 0.028 5.66 22 14.4 42.9 118.1 0.165 21.80 5,0 13.8 0.027 3.53 23 11.7 24.0 46.7 0.065 12.02 5.0 9.7 0.019 3.49 

Average 9.2 48.2 74.1 0,103 10.3 15.6 0.030 Total 
609.93 180.96 30-Day Ring 0,099 0.031 365-Day Ring 

57867 

CeDAR Reports 12123/2016 8:26AM, Boller 2 Daily /:missions Report 

CO ppm co Process CO ppm @3%02 lblmmBtu CO lbs Status 

10.0 14,6 0.012 3.22 Normal 
10.0 14.3 0.012 3.19 Normal 
10.0 14,3 0.012 3.11 Normal 
10.0 16.1 0.014 2.99 Normal 
10.0 14.2 0.012 3.17 Normal 
10.0 14.2 0.012 3,18 Normal 
10.0 14,3 0.012 3.19 Normal 
10,0 14.7 0.012 4.06 Normal 
10.0 14.7 0.012 3.25 Normal 
10.0 14,6 0.012 3.21 Normal 
10.0 14.4 0.012 3.20 Normal 
10.0 14.9 0.013 3.20 Normal 
10.0 15.0 0.013 3.16 Normal 
10.0 14.6 p,012 3.15 Normal 
10.0 14.8 0.013 3.13 Normal 
10.0 14.7 0.012 3,21 Normal 
10.0 14.6 0.012 3.23 Normal 
10.0 14.7 0.012 3.20 Normal 
10.0 14.8 0.013 3.21 Normal 
10.0 14.8 0.013 3.21 Normal 
10.0 14.6 0.012 3.22 Normal 
10.1 19,0 0.016 3.22 Normal 
36.4 100.2 0.085 11.22 Normal 
24.1 46.9 0.040 7.37 Normal 

11.7 19,8 0,017 
89.5 
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. ~~~~:\ Soulh CoaslAirQualityManagemenlDislricl 
'•\:4'1.• 

. · .'. Form 508-NI 
Tif~e V .. De1riafionss 5mergenc!es & Breakdow&1s 

,;..:. ~ts wn'Ifen report is in addi6on to requirements to verbal!Y report certain types of incidents. Vernal reports may be made by ~~~J;· .:i'·g calfing AQMD al 1-80D-.288-7664 (1-800-CUT-SMDG) or AQMD enforcement peisonnel. -
:~iil!ii' Et 'opetiitBi::fof?>iin@tiojj.°· 

... ·. - •.: ...... . .. 
: . :•· '• : .... - . .. .. .. . . ····- ........ ........ • • •••• ~-- f'"• ":, ···•·#-:1"·•· .. . . . ... ·- . . .. . ... . .. •. . .... ~·- : ··•··•·· 

~ 

MailTo: 
SCAQMD 

P.O.Bo>:4941 
DiamondBar. CA91765-0941 

Tel: (909} 396-33B5 
\W.w.aqmd gov 

. . 
. .. 
:· . ·-· .. -:. .. . . 1. Facility Name (Business Name oroperalorThatAppealS On Pennit}: 2. Valld AQMD Factlify ID (Available On Pennit Or Invoice Issued By 

:DEse~, VIEW Powe,L AQMD}: 
1001.5"4-

3, Address: to2-3ao t5;eue. W e~m,;;·s ,;aP..1l/1:: : 
(where fncidenl occurred} Sfreel Address 

ME=CC./:J CA '12"2.5'4,-o1SB 
Cily Stale lip 

4. Mailing Address: Si:U-ne. flS 1?-80\JE: 
~r different fi:om llem 3) street Address 

S1tf\1e R5 RP-ov~ 
City Slate ~ 5. Provide the name, Ulle. and phonenumberoflheperson to contactforfuriherinformalion: 

Bt'LL C.o~'"T"R.e:-~~'S. Sl-li-F, SdPER..V f~O'R. l'=>0-2<o'2.- /Lt,oo Name liPe Phone# :f<\1, • •• ·-· • - •• •.. --...:-. :.-. .... --.~ •: ... ... • •• : ... • ... • ••• ;,• .•! ,. • •• • • •• .. ·: .. ..... ··-··· :: ·:;. .. ··:· ··: • •• ■• : i§¢P.tio_q .IJ.= ~ ijWC?tl\~!i-P.f. ar.~cl.~~n_~i R~~J~fi~~l.;· ~µ t;m_~rg~ncj~_:: · ·. _. ~ /:·.- .:. .. .. : · .. : ·. : ::. : 1. Thfs written notificalion Is lo report a{n): - - -·-·· ; Type of Incident : 
Verbal Report Duet i Written Report Due-------·--·-··----~-. ---··- -----·-··---·--- --··-- ----··-i : a. D EmergencyunderRule 30D2(g) Wilhin 1 hour of discoveiy Wi1hin 2 \Vooong days from when lhe emssion fimil was 

exceeded. -·---------·------- ---: ··--·--·---· -·---- ----- -----.. ---
1 
b. D Breakdown under. 

ForRules430&20D4-Wilhin 1 hour of 
For Ruf es 430 & 2004-Wilhin 7 calendar days efler 

0 Rule 430 (Non-RECLAIM) breakdown is corrected, but no Jalerlhan30 daysfi'om I 

discoveiy. start of the breakdown, unless a \YliHen exfem,ion is 0 Rule 20D4 (RECLAIM) granted, 
[] Rufe218 (Non-RECLAIM) For Rule 218 ... Wilhin 24 hows ornextbusiness 

[See Rule 21B{Q(3)J dayforfaDure/shuldown exceeding 24 hou,s For Rule218-Wilh required seml-annualreporls. ..... -- ......... .- ---• c, ~ Deviation wilh excess emissions Within 72 hours of discovery of the deviaUon or Wilhin 14 days of discoveiy of the deviaion • [See TIile V Penni~ Seclion K, Concl"rtion No. 22BJ sbolfer reporting period if required by an 
applicabfe SI.ale or Federal Re!]Ulalion. ·- -· 

., ____ _ __ ,. __ .,.._ ......... •···----···--- ! ........... - .... •-.-----·------· -··· ·-····· ·--· d. D OlherDewalion None Wilh required semi-annual monilolin!l rEpOrls. {See 1ille VPermit. Seciion ~ Condilion Nos.220 &23) -. -----···----- --------------•-•.-----· .... --- .. --- ---·--······ -·········-·-----.. ---·· --
2. Toe incident was first discovered by: "Bll...L C,.c ..:lT R..:e:R.A=Si on o <.o .T A-t-1 '2.o 17 c,'t ,s-- ©AM Name Date lime OPM 
. 3, The [ncident was first reported by; OPE7lA-TDA... -«-1 on O{n T1rtl -?..o I ( J-Z.ob OAM 

a Cf:V'taPhone 
Name of AQMD Slaff Peraon Dale lime ®PM 

b. 0 lnPeJSon Nofificalion Number (Required}: ¢':i"?-73 6 

4. When did 1he incident actually occur? OCo Jlb,J zon o9lS- @AM CJf.Jl1r• 7 /7,-()& 
Dale nme 0 PM 

: Received By; Assigned By: Inspector. . 
~.~. ! ... .- Dale/Time Received: DawruneAssi9ned: DaleJJime Received Assignment •:. i,~ Dale Defivered To Team: Date Reviewed Inspector Report Dale Inspected Facility: 
: USE.: Team: I Sector. Breakdownfi?evialion Notifica~on No. Dale Compfeled Report 9ij,Y 

.· .. 
. :·· Recommenderl Action: Cancel Nolilicalion Grant Relief Issue NOV No. Olher. 
.. 

. . . Final Action: Cancel Notificalion Grant Relief Issue NOV No. Olher. 
© South Coast Air Qualify Manil!lemenl Oisbict, Fonn 51)1).N (20119.00 



5. Has the incident stopped? a.@Yes, on: _____ C:>_<o __ ..1_.q. ___ 4_2.._o_,-'-7 _______ o_9_/_B__ @ AM b.CNo 
Dale lime C- PM 

O O 5" (tJ SPI K.e. ,j_ OMc l~ 
6. What was lhefolal duration of the incident? _____________ ---H•-

0
~-

15
-- Ti-lA-T eXCEc;s~ 6t:) 3-n, ,:.i, 

Days L1~1·7 
7. For equipment with an operating eye!~ as defined in Rule-430 (b)(3](A}, 

when was the end of the opera ling cycle during which the incident occurred? OAM 
Date lime O PM 

8. Describe lhe incident and Identify each piece of equipment (by permit, appllcalion. or device number) affected. Attach photos {when available) of fhaaffected 
equipment and attach additional pa9es as necessary. 

ISoLP.~ {3oc<..en- ~ -z. B..&..<:J~O~.SE /VJ o.bvl.e- # 8, I ~tA-t::>,J 3.s J)tu::ir9'@ -fu ~OC\.J\14L 

9. The incident may have resulled in a: 
a. 151 Violaliono£PermitCondilion(s): l:Pq PEAIH/, C'.B-oP 99-o I SE::C"'T/od .zr. H .. 1 D 

b. D Violation of AQMO Rule(s): 

10. Wnatwas the probable cause oflhe inpidenl? Attach addllional pages as necessary. 

11. Did the incident result in excess emissions? 0 'No C Yes (Complete lhe following and attach calculalions.) 

0 voe lbs O NOx lbs O SOX lbs O H2S lbs 

0 CO lbs ~ PM l>Jµp1t1.A L lbs □ Olher. lbs pollutant 

12. For Rl=CLA/Mfacililles Subjecl/o Ru/e2004 {i){3) ONLY: If excess emissions ofNDx andfor SDx were reported in Item 11, do you want these emissions to be counted 
· when delennining compliance with your annual allocations? · 

a, 0 Yes, for. 0 NOx O SOx b. C: N'o, for. □ NOx O SDx 

Ir box 12{b) above is ched.-ed, include allinfonnalion specified in Rule 2004(i)[3)(B} and (C}, as appficable. 

13. Describe the steps faken lo correct the problem Q.e., steps taken to mitigate excess emissions, equipment repairs, etc.) and the preventative measures employed to 
avoid fulureinoidenls. Include pholos of the failed equipment If avallableand attach addilional pages as necessary. 
/:Sc:>~ 1"'70)::.0(.J!;: LJ»Ti<... MA-l.u°7E.t.JA--vCk- C.A::J Of~ 1 /1.lSf>e:c.,;:,., A:-.-Jt) 

f<.eP(.fe-C£ 13~1:::. PA4 l 5) 
14. Was the facility operalina properly prior I~ lhe inoident? 

a. (ft.Yes b. O No, because: 
--------------------------------

15. Did the incident resull from operator error, neglect or improper operaUon or mainlenance procedures? 

a. 0 Yes b. ®-No, because: 
--------------------------------

16. Has lhe facility returned to compliance? 
a O No, because: ___________________________________ .....;_ __ 
b. ®-Yes (Atfach evidence such as emissions calculalions, co~lemporaneous operaling 10!1s or other credible evidence.) 

.• 

::• •• '": •• "!.:: .:.: .:: •••• • •• •• • 

I certify under penalty of law that based on f nformation and belier fonned after reasonable inquiry, theslatemenls and informallon In thls document and in all aHachmenls 
and other materials are tnrei accurafe, and complete. 

For liUe V Facilities ONLY: D l also certify under penally oflaw lhat that Jam the responsible official for this facility as defined in AQMD RegulaUon XXX. 

2. Tille of Responslble Official: 
Vlc.E:. PP.ES /.2>~ °F t!A- 0 pE12.kt1odS 

/ PL1=r-o-, Mei-ot-6-E'fL 

4.Dale: 

Russ.e;-LL Hu rn~o..l J l1-t.J '2. D I 
5.Phone#. 6.Fax#: 

71L,o-:;39/c,- b,f-lD 

7.Address of Responsible Official: 

bZ-3c:o c::G.sv6 h(-E"Lm 4't-S :0 llJ vE, tvlGC...LA.. 
Slreel# Clly 

© Soulh Coast AirOuaity Management Dis!Jicl, Fonn 500-N (20D9.l») 



Colmac Energy 
Mecca, CA 

Daily Stack 3-Min Opacity Report 
January 6, 2017 

3-Mln Avg Opacity Limit - 10 

Hour 00-03 03-06 06-09 09-12 12-15 15-18 18-21 21-24 24-27 27-30 30-33 33-36 36-39 39-42 42-45 45-48 48-51 51-54 54-57 57-60 
00 7.4 7.3 7.3 8.3 8.5 7.7 7,5 7.1 7,0 7.8 7.9 7,3 7.2 7.1 7.1 7.8 7.9 7.3 7.2 7.2 01 7.2 7.8 7.9 7.5 7.4 7.2 7.2 8.0 8.1 7,4 7.3 7.7 7.8 8.2 8.3 7.5 7.3 7,3 7.3 8,0 02 8.1 7.7 7.6 7.4 7.4 8.2 8.4 7.9 7.8 7.5 7.4 8,1 8.2 7.6 7.5 7.5 7.5 8.2 8.4 7.7 03 7,6 7.4 7.4 8.0 8.1 7.6 7,5 7.2 7.2 7.8 7.9 7.6 7.6 7.4 7.4 7.9 8,0 8.0 8.0 7.5 04 7.4 7.7 7,7 8.5 8.7 7.8 7.6 7.9 7,9 8.7 8.8 8.0 7.8 7.6 7.6 8,6 8.8 8.1 7.9 7.7 05 7.6 8,8 9.0 8.1 7.9 7.8 7.8 8.8 9.0 8.0 7.8 7.7 7.7 8.8 9.0 8.1 7.9 7.6 7.5 8.7 06 9,0 8.0 7.8 7.7 7.7 8.7 8.9 8.2 8.1 7.8 7.7 8.7 8,9 8,1 7.9 7.6 7,6 8,5 8.7 7.8 07 7.6 7.4 7,4 8.2 8,3 8,0 7.9 7.6 7.5 8.3 8.4 8,0 7.9 7.4 7.3 8.0 8.2 8.3 8.3 7.6 08 7.5 7,9 8.0 8.3 8,4 7.7 7,6 7,6 7.6 8.5 8.7 7.5 7.3 7.5 7.5 8,7 6.9 7.9 7.7 7.5 09 7.5 8,8 9.1 7.9 7.1 7.4 7.3 8.8 9.1 7.9 7.6 7.3 7.3 8.5 8.8 7.8 7.6 7,6 7.6 8.5 10 8,7 7,9 7.8 7.4 7.3 8.6 8.9 a.a 7.8 7.4 7.3 8.7 9.0 7.9 7.7 7.5 7.5 8.5. 8,7 a.a 11 7.9 Cal Cal 9.8 10.2 8,6 8,3 7.9 7.8 8,9 9.1 lnval Jnval lnval Jnval lnvaJ lnval lnval Jnval lnvaf 12 lhval lnval fnval lhval lnval lnval lnval lnval lnval lnval lnval lnval Jnval lnvaf lnval lnval lnval lnval lnvat Jnval 13 lnval lnvaJ Jnval lnvaJ lnval JnvaJ lnval lnval lnval lnvaJ lnval lnval lnval Jnval lnval lnvaf lnval lnval lnval lnval 14 Jnvat lnval lnvar lnval lnval lnval lnval lnval tnval lnval lnval Jnval lnvaf lnvaf lnval lnval lnval lnval lnval lnva[ 15 fnval Inval lnva[ fnval Jnval Jnval Jnval lnval lnval lnvat Jnvat lnval lnval fnval lnval lnval lnval lnval lnval lnvat 16 lnval lnval tnvar lnval lnval Jnval lnval lnval lnvar lnvat lnval Jnval lnvar lnval lnval lnval Jnval lnval lnval lnvat 17 lnval Jnvaf lhval lnvat lnval lnval lnval lnvat lnval lnval lnval lnval lnval lnvat lnval lnvat lnval lnval lnval lnval 18 lnvat lnval lnval lnval lnval tnval lnvat lnval lnval lnval lnval lnval Jnval tnval Jnval lnval lnval lnval lnvat lnvar 19 Jnval lnval Jnval lnval lnval lnv::11 lnval lnval lnval lnval lnval frwaf Jnval Jnval fnval lnval fnval 1nval• lnval fnval 20 lnvaJ lnval 1nval lnval lnval lnval lnval Jnval lnval lnval JnvaJ rnval Jnvar JnvaJ fnval JnvaJ lnval lnval tnvat Jnval 

CeDAR Reports 1/6/201711:33 AM, Dally Stack 3-Mln Opacity Report 
Page 1 of2 



Hour 00-03 03-06 06-09 09-12 12-15 15-18 18-21 21-24 24-27 27-30 30-33 33-36 36-39 39-42 42-45 45-48 48-51 51-54 54.57 57•60 21 lnvat lnval lnval lnval lnval lnval lnval Jnval lnval lnval lnvaJ lnval lnval lnvaf lnval lnval lnval Jnval lnval lnval 22 lnvaJ lnval lnval lnvat tnval lnval lnval lnval Jnval lnval lnval lnval Jnva1 lnval lnva1 lnval Jnval lnvar lnval lnval 23 lnval lnval lnval lnval lnval Jnval Jnval Jnval lnval lnval lnval Jnval lnval lnval lnval Jnval lnval Jnval lnval lnval 

CeDAR Reports 1/6/201711:33 AM, Daily Slack 3-Mln Opacity Report 
Page 2 of2 



Colmac Energy 
Mecca, CA 

Daily Stack a .. Min Opacity Report 
January a: 2017 

8-Mfnute Opacity Limit 
20% Rule 

Hour 00·06 06-12 12-18 18-24 24-30 30-36 36-42 42-48 48-54 54-60 
00 7,4 7.8 8.1 7.3 7.4 7.6 7.2 7.4 7.6 7.2 01 7.5 7.7 7.3 7.6 7.8 7.5 8,0 7.9 7.3 7.6 02 7.9 7.5 7.8 8.2 7.6 7.7 7.9 7.5 7.9 8.1 03 7.5 7.7 7,9 7.4 7.5 7.8 7.5 7.7 8.0 7.8 04 7.5 8.1 8.2 7.7 8.3 8.4 7.7 8.1 8.4 7,8 05 8.2 8.6 7.9 8.3 8.5 7.8 8.2 8.5 1.7 8,1 06 8,5 7.8 8.2 8.6 7.9 8,2 8.5 7.8 8,1 8.3 07 7.5 7.8 8.1 7,7 7.9 8.2 7.7 7.7 8,2 8.0 08 7.7 8,2 8.1 7.6 8.1 8.1 7.4 8.1 8.4 7,6 09 8.2 8,5 7.5 8.1 8.5 7.5 7.9 8.3 7,6 8.1 10 8,3 7.6 8,0 8.4 7.6 8,0 8.5 7.6 8.0 8.4 11 Cal Cal 9.4 8.1 8,3 rnval lnval lnval tnval lnval 12 tnval lnval lnval tnval lnvar rnval lnval tnval lnval tnval 13 lnval lnval lnval Jnval lnval lnval lnval lnval lnval lnval 14 Inv.at lnval lnvar lnval Jnval lnval lnval lnval lnval lnval 15 lnvat lnval lnval lnval tnvat lnval lnval lnval lnvar rnval 16 Jnval lnval fnvar lnval lnval lnvat Jnval lnval rnvat rnvat 17 lnvaJ Jnval lnval lnval lnval lnval Jnval Jnvar lnval lnval 18 lnval lnval Inval Inval lnval rnval lnval lnval lnval lnval 19 lnval rnval lnval tnval lnvat lnvat tnvat lnval lnvat lnval 20 lnval lnval lnvat lnvat lnvat lnvat tnval lnvat lnvat lnval 21 lnval tnval lnval lnval Jnvar lnval lnvat Jnval lnvat Jnval 22 rnval Jnval lnvat lnvat lnval lnval lnvat tnval lnval lnval 23 rnvat lnval lnvat Jnval lnval lnvat lnvat tnvat lnvat tnvat 

CeDAR Reports 116/2017 11 :33 AM, Daily Stack 6-Min Opacity Report 
Page 1 of 1 



• ~~~:=: South CoastAirQuafilyMana.9ementDisbict 
~,,'\i".! 

·. :i F'orm 500-N 
Tif~e V .. D.etriafionss Emergencies & Breakdowns 

. cr:•.!!. ~is written report is in addilion to requirements lo verbally repoll celfaill types of incidents. Verbal reporfs may be made by 
: i!i ! . ~- ,1 calling AQMD at 1-B0D-28B-7664 (1-800-CUT-SMOG) or AQMD enforcement personnel. . 

.. . : - ·-

Mai!To: 
SCAQMD 

P.0.Box4941 
Diamond Bar, CA91765-D941 

Tel: (909) 39fi.33B5 
\WIIY,aqmdgov 

1. Faclllty Name (Business Name of OperatorThatAppears On Pennil); 

:DE"Se~ T V lEW Powe:,L 
2. Valid AQMD Facifity ID (Available On PennitOrfnvoice Issued By 

3, Address: t,,z--300 ~~EE. Wel.JJViS ;bP..IVI!!: : 
(where incident occurred} Street Address 

Mr.:CC./:J 
City 

4. Mailing Address: SRm.e. RS /rBo\JE 
Of difierenl from Item 3) Street Address 

City 
5. Provide the name, tlUe. and phone number of the person lo oontactforfurfher infonnaUon: 

AQM!;>}: } 00 15° 4--

CA 
Slate 

State 2ip 

1. lhfswriHennolificalion is torep0Jt2{11}: -----·--=-: ----------·--=-----------·-·------ --· 
! Typeoflncidenl Verbal ReportDue'E ; WriHen ReportDue 

~ a. D Emergency under Rule 3002(9) ! ~in 1 hourotoJSco-very-· - ·-··- ---- i · W.lhi;2-;,-orld-.n-g. -days-ft-om_\1_m;n lh;;.fu~;;· 
' exceeded. 

:-·-. ··---·--·------------------ :·---· ----... -·-···----···-------·-·--·--·----
i b. D Breakdownunder. ForRufes430&2004-Wilhln7calend31'daysafter 
. D Rule 430 (Non-RECLAIM) : For Rules430 &2004-Wilhin 1 hour of breakdown isC01Teded, bulno lalerlhan 30 days from 

discovery. slartof the breaJ-.down, unless a wrilteJJ exlensioois 
0 Rule20B4 (RECLAIM} granted. 

For Rule 218 ~ Wllhin 24 hows ornextbusiness 
D Rule 218 (Non-RECLAIM} dayforfailure/sbuldown exceedinn 24 houJS For Rule 21 B-Wilh requiredsemi-ann1J21repolls. [See Rule 218(0[3)} .:i 

.... ------------ -------------·· --------·-------
• c, 'Jg( Deviation wilh excess emissions · Wilhin 72 hours of oiscoveiy of !he devialion or Wllhin 14 days of discovery oUhe deviaFoo. 

(See TiUe V Penni~ Section I(, Conlfllion No. 2281 shorter reporting peri'od if required by an 
appficabTe Stale or Federal Regulation. 

... ----··----·,·-·--· -----···---· -!-••-··· .. · .. ··-·-----·-····-···· ··--
d. D OlherDevia1ion None With required semi-annual moniloring reports. 

[See lilfe V Pennit, Section K. Condition Nos. 22D & 23} .... --· .-- ... --- ·-·- ........... --- ----·-·--·· --
2. The incident was first discovered by: __ .La::=---'--i.:=.;.:._-fA1 f!otlA on 1&refn /1.aC;J 0AM 

1 ate Name lime !6-PM 

Au-h,..ak,J S~s~ on tlit{n f1..6$c> OAM 
· Name of AQMD S Person ' ale Tune ®-f'M 

3. The incident was first reported by: _ __.:....:..::;.:.;....:~::..:.:..J.c::lia...----==. 

a ®' Via Phone 

b. 0 In Person 

4. Wnen did the lncldentacluallyoccur?_...114 /1~~,:;:;;· ..,_//""---=7:,__ __ 
~ .Dale 

Nolificalion Number (Required~ __ Lf __ ~ ___ ,>...___Cf_f ___ _ 

/157 
Tune 

C€r1iM Of&l'-Atol\. *7 
0 PM 

- .. Received By: Assi9ned By: JnspBdor. 
-
-··· Date/f1meReceived: Dale/limeAssi.9ned: Dale/fimeReceivedAssi_gnment :i 1-D-a-le-D-efi-1Vered--To_li_eam_; ________ -f-D-ale_,,R_eY1...,._e_w_ed"""'J,....ns-pe_ct_or...,.R-ep-orl:--------1;,.,..D-at-ef,....ns-pecf-ed-R-a-ci/i\y;-. -------1 

: U.SE:: Team: f Seclor. BreakdownfDeviation Notilica~on No. Date Completed RepoJt 
-~~FY~------~------_,__ _____________ ....._ __________ ~ 
-··.:· • · · Recommended Action: Cancel Notification ..... Grant Relief JssueNOVNo. __________ Olher. _______ _ 

• • :. . Final Action: Cancel Nolificalion Grant Relief Issue NOV No. Ofu~----------
© Soulh Coasl AiJ Qualily Mana_gemenl O:.sbict, Fonn 5011-N (2009.IM) 



5. Has lheincidentstopped? a. 0 Yes, on:~l+/2 .. 1,~C<r::r-h ......... 7._ _______ ..... l-=l0~2----
1" Dale 1ime 

6. What was lhetolal duration of the incidenl? ___ ~Q .... ·__..J .... A...J-f-y:-"~;a..._---- ......,;Q=-=-• -Z..-=---
DaS's Hours 

7. For equipment with an operallng cycle, as defined in Rule430 (b)(3)[A}, 

when was lheend of the opera Ung cycle durin.9 whtch thelncldent occurred? 

b.CNo 

OAM 
Dale lime O PM 

8. Descrlbe the Incident and identify eacb plece of equipment {by permit, appllcaUon, or device number} affected. Attach photos (when available} of the affected 

equipme11I and attach addilional pages as necessary. 

9. The incident may have resulted in a: 

a l5J ViolalionofPennilCondilion(s}: !:PU Pc:Rl'M/r C'/3-oP 9_9-o l $1!:CT/o°p .:zr,r/_ 

b. D Violafion of AQMO Rule(s): 

10. Wnal was the probable cause of the in~idenl? Attach add!Uonal pages as necessaI)'. 

11. Did lhe incl dent result in excess emissions? 0 "No O Yes (Complete the following and aHach calculalions.) 

D voe _____ _.,lbs D NDx lbs D sox _______ lbs D H2S lbs 

D CO lbs ~M N•~/ }\;ft), I lbs D Olhei:. _______ lbs pollutant 

12. For RECLAIIJfacl/i/ies Subject lo Ru!e20DI (i}{3) ONLY: If excess emissions of NOx andfor SOX were reported in Item 11, do you want these emissions to be counted 

when detennining compliance with your annual allocations? 

a. OYes, for. D NOx D sox b. 0 No, for. D Nox D sox 

Ir box 12(b) above is checked, Include all infoJIJ1aUon specined in Rule 2004(i)[3}(B) and (CJ, as applicable. 

13. Describe the steps taken to correct the problem ~.e., steps taken lo mitigate excess emlssions, equipment repairs, etc.) and the preventative measures employed to 

avo[d fulure tncidents. lncfudepholos of the failed equipment if available and attach addiUonal pages as necessa,y. 

/,So L.4-~ me;>)::, tJLS 1J1.1--rll- nut M.t-rt!!::.N"rJ:./ c..e. C/1-u 

OP:E"4'.1 ul.Spt::c,_ ;!/-ti' D t2e:-fJLA-c.t:: /3ki::;i P.:,4-:J ( s) 

14. Was lhe faclllty operellng properly prior let fhe incident? 

a. (j, Yes b. O No, because: -------------------------------
15. Did the incident result from operator error. neglect or improper op era lion or maintenance procedures? 

a. C Yes b, @ No, because: -------------------------------
16, Has the facillty returned to compliance? 

a. 0 No, because: ____________________________________ ...;.___ 

b, ® Yes (Attach evidence such as emissions calculalions, contemporaneous operaling logs or olher credible evidence.) 

'~t~u111":; ~~,ij!t~~P.p.ffiJ.i~iif~P-(_._·_:·.-=·- ?::}:~~~·;:._·._.:.: ·-. ~:~:.//:-.-:~:.· ... -Yt./ .·: ~.-t . .-~:-:./ .. \ · · ->·::-~··-::•·.:_.f_~/_:;:; ... :_._ .. .-.-:·~ ·:-: 

I cerlil'y under penalty of law that based on information and belieffonned after reasonable inquiryJ lheslatemenls and lnformation in this document and In all attachments 

and other materials are true, accurate. and complete. 

ForliUe Vfacilllies ONLY: ~ I also cerlify under penalty of law that that I am the responsible official for this facility as defined in AQMD RegulallonX>OC 

Y1cz. - PA.E:S f Dati 7 "OE=' C,.t::,.. 0 PEe.Acr, r::,~ S 1.SignalureofRespon~ible c lv!... 2.1iUeofResponslbleOfficia1: 

,_-.,,,, ~.HJ/)/)./{;. j_,1~ 
/ ?Ur-NT" M!l-WQti:;15'/L 

L. ~lint Nam~ // 4. Dale: 

IB T;+--t.1 20 17 

5.Phone;!t 
6.Fax#: 

7. Address of Responsible Official: 

62-300 tS,~re J,,/c:L~,t""S :]) tE! I 1/'E. Mc:.GC..ll 
City 

© South CoaslAir auaUty Manag!fflenl Disbid. Fonn 500-N (2009.M) 



Colmac Energy 
Mecca, CA 

Daily Stack 3-Min Opacity Report 
January 16, 2017 

3·Mln Avg Opacity Llmlt-10 

Hour 00-03 03-06 06-09 09-12 12-15 15-18 18-21 21-24 24-27 27-30 30-33 33-36 36-39 39-42 42-45 45-48 48-51 51-54 54-57 57-60 
00 7.7 7.7 7,7 7.7 7,7 7.8 7.8 7.5 7.4 7,6 

7.7 8.2 8.4 8.3 8.3 8.4 8.4 8,5 8.5 8.6 
01 8.6 8.3 8.2 8,6 8.8 9.1 9.2 8,5 8.2 8.3 8.4 8.1 8,0 7.9 7,9 7.8 7.8 8.2 8,3 8.1 
02 8.0 7.9 7.9 8.0 8.1 8.1 8,1 7,9 7,8 7.9 7.9 8.3 8.4 8,0 7.8 7.9 7,9 8.0 8.0 8.1 03 8.2 8,0 7.9 7.9 7.9 8.0 6.0 6.0 8.0 7.8 7,7 7.7 7.7 7.8 7.8 7.7 7.7 7.8 7.9 7,8 
04 7.7 7.8 7.8 7.9 7.9 6.2 8.4 8.1 8.0 8.1 8.1 8.3 8.3 7,9 7.7 7.8 7.8 7.9 8.0 8,1 05 8.2 7.9 7.8 8.0 8,0 8.0 8.0 7.9 7.8 7.7 7.7 7.7 7.7 7.8 7.8 7.6 7.5 7.7 7.8 7.9 
06 8.0 8.0 8,0 7.8 7.8 7.9 8,0 8.1 8.2 8.0 7,9 8.0 8.1 8.0 8.0 8.2 8,2 8.0 7.9 7.8 07 7.8 7.9 8.0 7,6 7.5 7.4 7,4 7.5 7.5 7,8 7.9 7.8 7.7 7.6 7.6 7.7 7.8 7.7 7.7 7.7 08 7.7 7.8 7.8 8.1 8.3 8.1 8.0 8.0 8.0 8.0 8.0 7,8 7.7 7.4 7.3 7,4 7.4 7.8 8.0 7.8 09 7.7 7.8 7.8 7,9 7.9 8.0 8.1 7.8 7.7 7.8 7.9 8.0 8.0 8.2 8,3 8.0 7,9 8.0 8.1 8.2 10 8.2 8.3 8.4 0.0 7.9 8,0 8.1 8.2 8.3 8,3 8,3 8.1 8,0 7.6 7.5 7.3 7.2 7.5 7.6 7.4 11 7,3 Cal Cal 7.8 7,8 7.9 8,0 7.8 7.7 7.5 7,5 7.7 7.8 7.7 7.7 7.9 7.9 8.5 8.7 10.2 12 10.8 10.7 10,6 10.0 9.8 9.4 9.3 8.8 8.6 8,5 8,5 8.3 8.2 8,5 8.6 8.5 8.4 8.3 8.2 8,6 13 8.7 8.4 8,3 8,3 8.3 lnval lnval rnvat ltwal lnval tnval lnval lnval lnval lnvat lnval tnval lnval lnval tnvat 14 lnvat lnval lnval lnval lnval lnval lnval Jnvat lnval tnvaJ lnval lnval lnval lnval lnval lnval tnval Jnval lnvat lnvat 15 lnval tnval lnval lnval lnval tnval lnvat lnval lnval lnval tnval lnval tnval lnvat lnval lnval lnval Jnval Jnval lnval 16 tnval lnval lnvat tnval tnvat lnvat tnval lnva1 lnvat lnvaJ tnval Inval lnval lnval lnvat tnvat lnval lnval lnval lnval 17 ·tnval lnvat lnval lnval tnvat lnval lnval Jnval lnval tnval lnvat rnval lnvat lnval tnval lnval tnvat Jnval lnvat tnval 18 lnval lnval lnval tnval lnval tnval tnvat lnval tnval lnval tnval lnval lnval lnvat lnval lnval tnval lnVal tnval tnval 19 lnval fnval lnval lnval lnval lnval tnval lnval lnval tnval Inv.al tnval lnval lnval lnval lnval lnval lnval lnval lnval 20 tnval Jnval lnval lnval lnvat Jnval Jnval lnval lnval lnval lnvat lnvaJ lnval tnvat lnval lnval Jnval lnval tnval lnval 

CeDAR Reports 1/18/2017 1 :16 PM, Daily Stack 3-Mln Opacity Report Page 1 of2 



Parameter 

Opacity % 3-Mln Avg 

Boilers Stac.k Excess Emissions 
Calmac Energy 

Opacity% 3-Min Avg Excess Emissions for 1/16/2017 
Start End Duration Value Min Max Limit Reason 
1/16/201711:57 AM 12:08 PM 12 minutes 11.0 10.0 11,0 10 Not specified 

Total duration 12 minutes 

Action 

CeDAR Reporl.s 1/16/20171:12 PM, Boilers Stack Excess Emissions 
Page 1 of 2 



I 
Soulh Coast Air Quafity ManagemenlDisbict MailTo: 

. Form 500-N SCAQMD 
P.O. Box4941 Title V .. Deviations, Emergencies & Breakdowns Diamond Bar, CA91765-0941 

-nirs written report is in addition to requirements to verbally report certain types or incidents. Verbal reports may be made by Tel: (SOS) 396•3385 calling AQMD at 1-800-288-7664 (1-800-ClJf-SMOG) or AQMD enforcement peisonnel d . www.aqm .gov 

3. Address: · -=b_,,2..=---3...::;.._0_':)=-----¼i=+-->=-:'-"=:::<:--~==-e,c->.\...,.,.,.......,,.,..,_o...c.S _ __.;:~=--=-c------------------
(Mlere incident occtnred) Street Address 

4. Mailing Address: 
flf lfdferent from Item 3) Street Address 

City 
5. Provide the name, tiUe. and phone number of the person to contact for further Information: 

CA 
Slate 

Slate 

• Zip 

Zip 

~le.~ KPi.u--z.EL oPER~.,-,;::,1-.c MAJJA-:7c.t. 7&,0-396-2.S'S-4 af. 1/B 
Name 1iUe Phone# 

~~U@J!;. ~- ~~~P.Rtll~~i: gf ~f.~d.QWo~·, P~Yi~·qgb~-~ ~~ gm,Ef~~~nP.i_~-~-: :.:~: = .. .- · :£ -:.;·:~;='-~- ··::\,-;· :~:: )·.:~ :: :· .. < :· .. ··:~:.':,:{~~~t-~:~>- _:·:· -;··.: ~-, -_· ,_. -:.:-: ;;, 
1. This written notification Is to report a(n}: 

'. Type of lncf dent 

; a. D EmergencyunderRule3OD2{g) 

; Verbal Report Due* ) Written Report Due ------------------ ---·-------------! Wilhin 1 hour or discovery 
! 

. Wilhin 2 working days from when theemissionfimitwas 
exceeded. 

-----·--------------·- l·---- ----
1 b. D Breakdown under. 

-------·-----------
For Rules 430 & 2·004. Wdhin 7 calendar days after. 

□ Rule 430 (Non-RECLAIM} 

□ Rule 2004 (RECLAIM) 

For Rules 430 & 20D4- Wlfhin 1 hour or 
discoveiy. 

breakdown is corrected, but no Jalerlhan 30 days from 
start of the breakdown, unless a wliHen extension is 
granled. 

□ Rule218 (Non-RECLAIM) 
(See Rule 218(Q[3)} 

For Rule 218 .. Within 24 hours or next business · 
day for faDure/shuldown exceedin9 24 hourn For Rule 218-Wdh required semi-annual repoib. 

c. m Devialion Wllh excess emissions 
(See Trtle V Penni~ Section K, Concfrlion No. 228] 

Wdhin 72 hours of lfrscoveiy of the devialion or 
shorter reportin9 period if required by an 
appficable Slate or Federal Regulation. 

Within 14 days of disooveiy or lhe devia~on. 

-·------~-~-----·-------·--· ------------------
: d. D Other Deviation : None With required semi-annual monitoring reporfs. 
·-·-·---~~.::Title V Pennit, Section K, Conlfrlion Nos. 220 & 23] ; __ --···--. _ --····-·· ___ . ·----____ _ 

2. The incident was first discovered by: \ -ovv..,A W t-~~...., 
\ Name 

3. Theincidentwasfirsl.reportedby: 09e,~.\--0 '"" ~ °f 
NameofAQMD Slaff Person 

on /-?..0-17 
Date 

on (--z.. "'O -\, 
Date 

{l,•t:S-
Trme 

l '.>'2..'3 
lime 

a @ ViaPhone 

b. 0 In Person NolificaUon Number (Required}: 4 ::,-! I ) J 

4. When did the incident actually occur? __ ,_-_:i.._o_-_2_ 0 _'_7 __ 
Date 

//IS-. @ Nii 
lime O PM 

-6=AM 
OPM 

OAM 
3PM 

~l! 1-:-~-te/Ii_· -:-:-:-~---ed-. -= ---------,---+-,--:-at....,:-~1:-e-

8

:.,...·-.ig-n-ed.,...: ----------+-:,~-n:.,...;:.,.,,~:-=-;R.,..._ ecesv---,-.-ed,.,..Ass.,.......,i9_n_m_en_t ------1 

A~D Dale Defiveted To Team: Date Review~ Inspector Report ·. Dale lnspeded Facility: 
: Use;; l-t_ea_m_: ______ 1_s_ecto_r. _____ --+-,-B-rea-.k...,.do-wn/-:-,-De_Vl.,....ati,.,..00-n N,-,-o-.lifi::--ca-.5.,...on-.N,.,..o-. ------t-,-D-a.,...,e..,,.Co_m_p.,...lel-ed~R:-ep-o-,rt,---------1 

ONIXJ---------~-------'-----'--------------'-------------1 ?;/:· 
Recommended Action: Cancel Notificalion GrantReief Issue NOV No.,.._ _________ Other.._ _______ _ 

Final Action: Cancel Nolificaffon Grant Relief Issue NOV No.,__ _________ Olher. __________ _ 

© South Coast Air Quality Management Disbid, Fonn 500-N (2009.04} 



5, Has the incident stopped? a(i-Yes,on:e,____a_o_:Jfl;;_"in-/ __ 2_0_ 1_7 ___ _ ..;..l..a..=4-_"3---=Cf __ 

Dale lime 
OAM 
@: PM 

b.ONo 

6. What was the total duration of the incident? ________ cp ______ _ 
Days 

.:JJun,i/7 A Pl:fl.,°oll oF' 31-/oun..s 
/, "3 J.IR 5 t4 m,~, WG WE:IU: /r7" o~ 

Hours 11f0 v_r:r c.uR.. um;-r o4l'I' (2-~) 
., Mli/ Pr=Ato Ds 7. For equipment with an operating cycle, as defined in Rule 430 (b}(3)(A), 

when was the end of the operaling cycle during which the incident occurred? OAM 
Dale lime O PM 

8. Describe the !ncident and identil'y each piece of equip~ent {by permi~ application, or device number) affected. Attach photos (when available) of the affected 
equipment and attach addiUonal pages as necessa,y. 0 p..,c.,;:v .q.~12.n, _ c~t: .-:..r, -rHe:,,1 .:s~s µJ~ .,-,,_t,:.,e,J ,--6 
/SP~ F--~lior.>&~ ,nr::.1::,v£.Gr::, o,.eE; A'r 4 '77n-ie' ad .eo7"-1/ .13otl.en..:s 7o :Z,~R.rmJis 

WU~7 /J?oot,:,UE J-1"1:b Js.q ~-s .,ue-.r k.Jo.Rk.14'7 WG"LL. ID% ~-m1J /:'-''-"", '-r, .· l!?.dnrc;;:. .,-4 r/,j/,Esr/J'/-5 10 .. 9 

9. The incident may have resulted in a: 
a D Violation of PennitComfrtion(s): 

b. D Violation of AQMD Rule(s): 
10. Wnat was the probable cause of the incident? Attach addllional pages as necessary. 

/3.li;:b 13~ c~ 13~) ,,:r .l3~/2ovslE. ;no,oUC."=J ,UcEJ::J,t::::--;[::i ~ /SOL~ ,q. mobtJLG 

OA/€: ~ 6'/ 77,;,l:E 7c Lo~ p#{-Y.) fs~'7"S 

11. Did the incident result in excess emissions? 0 ·No O Yes (Complete the following and attach caJcolations.) 

0 voe lbs O NOx lbs O sex ______ .lbs O H2S lbs 

0 CO ______ .lbs §!.PM M1#1Ma. L lbs O Olher: ________ ,lbs pollutant 

12, For RECLAIM facilities Subject lo Rule2004 (i}{3) ONL ~ If excess emissions of NOx and/or sex were reported in llem 11, do you want these emissions to be counted 
when determining compliance with your annual allocations? 
a. 0 Yes, for: 0 NOx O SOx b. 0 No, for: 0 NOx O SO.x 
If box 12(b) above is checked, include all info1ma6on specified In Rule 2004(i)(3)(B) and (C}, as applicable. 

13, Describe the steps faken to correct the problem Q.e., steps taken to mitigate excess emissions, equipment repairs, etc.) and the preventaUve measures employed to 
avoid future lncldents. Include photos of the failed equipment if available and attach additional pages as necessary. 
/3,,<.f house n?r:>l::,t,:11..E:- WAS /$0~ I ;l/'1(JZ) /t'JA-/N ~ n-,vCE /d'Spe-c::::re-c / R.e'Pt..'l-C.~ 

/.3~ ~s -IAe Fol.Low.-~"} /110Kd1d9 __ 
- J 

14. Was the facllJty operating properly prior to_ the incident? 
a. @: Yes b. 0 No, because: . . 

15. Did the incident result from operator error, neglect or Improper opera lion or maintenance procedures? 
a O Yes b. ®-No, because: 

---------------------------------
16. Has the facility returned to compliance? 

a O No, because: ----------------------r-----------....:... ____ ,:___ 
b. ® Yes (Attach evidence such as emissions calculations, contemporaneous operating logs or other credible evidence.} 

-~JJp9)JEt~amt~PJKihli~~frf·:·::/.:·:)/()iI!:/::::.~· .. :·t~:~\\\l?f-\·~-:f.;~/:.:~:.::~: ... ·~;:"}\.~.\~---.:-~L-. ;_·:'.;;.:'.·{~\/.·f.~-}!=:"::;.lL\·./t\/ 
I certify under penalty of law that based on information and belief fonned after reasonable inquiry, the slalemenls and information in this documenl and in all etlachments 
end other materials are true, accurat~ and complete. · 

For liile V Facilities ONLY: D I also certil'y under penalty of law that that I am the responsible official for this faclllty as defined in AQMD RegulationXXX. 

2. TJUe_ Qf Responsible Official: 
VI CE: PRES t.bS'".'-17 oF CA D~R-rfo4.S 

FL-A-N,-- Ml¼-f.11t GE-

4.Date: 

0-z.. FE:B z.ot 7 
5.Phone:J#: 6.Fax#: 

760 - 5 9to - o 4- lo 

7. Address of Responsible Qffi.cial: 

&,Z-300 qt:A£~ W€LM'i-'S :})Rt\/~ 
Street# City 

CA '7"2."Z..5,4 
~Zip 

© South CoastAirOua&ty Management District, Fonn 500-N (2009.0-1) 



Colmac Energy 
Mecca, CA 

Daily Stack 3-Min Opacity Report 
January 20, 2017 

3-Mln Avg Opacity Llmlt-10 

Hour 00-03 03-06 06-09 09-12 12-15 15-18 18-21 21-24 24-27 27-30 30-33 33-36 36-39 39-42 42-45 45-48 48-51 51-54 54-57 57-60 
00 8,5 8.6 8.7 8.7 8.7 8.7 8.7 8.7 8.7 8.8 8.8 8.8 8.8 8.7 8,7 8.9 9.0 8.9 8.9 8.8 01 8.7 8.8 8.8 8.9 9.0 8.9 8.9 8.8 8.7 8.8 8.9 9.2 9.4 8.9 8.7 8.5 8.4 8.5 8.5 8.6 02 8.6 8.5 8,4 8.4 8.4 8.5 8.5 8.5 8.5 8.6 8.6 8.5 8.5 8.4 8.4 8.4 8.4 8,3 8.2 8.3 03 8.4 8.4 8.4 8.4 8.4 8.3 8.3 8.4 8.4 8.4 8.4 8.3 8,3 8.4 8.5 8.4 8,3 8.5 8.5 8.4 04 8.4 8.3 8.3 8.4 8.4 8.4 8.4 8.4 8.4 8.3 8.2 8.1 8.1 8.2 8.2 8.3 8.3 8,2 8.2 8.2 05 8.2 8.2 8.2 8.3 8.4 8.5 8.5 8.7 8.8 8.7 8.7 8.7 6.7 6.6 8,9 9.0 9.0 8.9 8.9 8.8 06 8.8 8.9 8.9 9.0 9.0 8.8 8.7 8.8 8.9 8.9 8.9 8.8 8.8 6.7 6.7 8,8 8.8 8,8 8.8 8,5 . 07 8.3 8.2 8.2 8.2 8.2 8.3 8.3 8.2 8.1 6.1 8.1 8.2 8.2 8.2 8,2 8.2 8.2 8,1 8.1 8.2 08 8.3 8.4 8.4 8.3 8.3 8.3 8.3 8.3 8,3 8,2 8.2 8,2 8,2 8.1 8.1 0.0 8.0 8.1 8.1 8.2 09 8.2 8.3 8.3 8,2 8.1 8.4 8.6 8.6 8.6 8.7 8.7 8.7 8,7 8,8 8.8 8.7 8.7 8.7 8.7 8.6 10 8.6 8.7 8.7 8.9 9.0 9.0 9.0 9.1 9.1 9.2 9,3 9,2 9.2 9.0 8,9 9.0 9.1 9.1 9.1 9.0 11 8.9 Cal Cal 9.8 10.0 9.9 9.9 9.8 9,8 9.9 9.9 9.9 9.9 9.9 9.9 9.9 9.9 10.0 10.1 10.0 12 10.0 9.8 9.7 10.0 10.1 10.1 10.1 10.2 10.3 10.2 10.2 10.5 10.6 10.4 10.3 10.2 10.1 10.6 10.9 10.8 13 10.8 10.1 9.7 9.6 9.5 9.6 9.7 9.7 9.7 9.6 9.5 9.7 9.8 9.7 9.6 9.5 9.5 9.5 9.5 9.3 14 9.2 9.2 9.2 9.3 9.3 9.1 9.1 9.1 9.1 9.4 9.6 10.1 10.4 9.9 9.6 9.5 9.4 9.4 9.4 9,3 15 9.3 9.3 9.3 9.2 9.2 9.2 9.2 9.0 8.9 8.9 8.9 8,8 8.8 8.7 8.7 8,9 9.0 8.9 8.9 8.8 16 8,8 8.9 8.9 9.0 9,0 8.9 8.9 9.0 9,0 8.8 8,7 8.7 8.7 8.8 8.9 8.9 8.9 8.8 8.8 9.0 17 9.1 9.1 9.1 9.1 9.1 9.2 9.2 9.2 9.2 9.1 9.1 9.0 8.9 9.0 9,0 9.1 9.1 9.2 9.2 9.3 18 9.3 9.3 9.3 9,2 9,2 9.3 9.4 9,4 9.4 9,3 9.3 9.5 9.6 9.5 9.5 9.3 9.2 · 9.3 9,4 9.5 19 9.5 9.3 9.2 9.1 9.1 9.0 9,0 8.9 8.9 9.0 9,1 9,0 8.9 8,8 8.8 8.8 a.a 8,8 8.8 8,7 20 8.7 8.6 8.6 8.7 8.7 8.6 a.s 8.5 8.5 8.6 8.6 8.5 8.5 8.4 8.4 8.5 8,5 8.4 8.4 8.4 

CeDAR Reports 1/24/201710:45 AM, Daily Stack 3-Mln Opacity Report 
Page 1 of2 



Hour 00-03 03-06 06-09 09-12 12-15 15-18 18-21 21-24 24-27 27-30 30-33 33-36 36-39 39-42 42-45 45-48 48-51 51-54 54-57 5M0 
21 8.4 8.5 8.5 8.5 8.5 8.5 8.5 8.6 8.6 8.5 8.5 8.5 8.5 8.7 8.8 8.9 9.0 9.0 9.0 9.1 22 9.2 9.1 9.1 9.2 9.2 9.3 9.4 9.3 9.2 9,2 9.2 9.3 9.4 9.3 9.2 9.1 9.1 9.2 9.2 9.1 23 9.1 9.1 9.1 9.1 9.1 9.2 9.2 9.1 9.1 9.0 9.0 9.1 9.1 8.9 8.8 8.7 8.7 8.8 8.8 8.9 

CeDAR Reports 1/24/201710:45 AM, Dally Stack 3-Mln Opacity Report 
Page2 of2 



I 
South Coast Air Quaflty ManagementDisbicl • MailTo: 
Form 500-N 
Tme V • Deviafionss Emergencies & Breakdowns 

SCAQMO 
P.O. Box 4941 

DiamondBar, CA91765-0941 
--rhls WliUen report is in addilion to requirements to vernally report certain types of incidents. Verbal reports may be made by 
calffng AQMD at 1-B0D-288:7664 (1--800-CUT-SMOG) or AQMD enrorcementpersonnet. Tel: (909) 396-33B5 

\WIIY,aqmd.gov 

1. Facllity Name {Business Name of Operator That Appears On Pennit): 

:DES€~, VIEW PovJe-,t_ 
2. Valid AQMD FacililyJD (Available On Pennil Orlnvoica Issued By 

AQMO}: I 00 15' 4--

3. Address: fo2-3oo ~e:us Wet.~mH,s ,1:lR.tVE' (whereincidentoccurred)..;;...:;;_.;c._ __ ~-------'--.....;_---Slr_ee_t_A...,.dd-,-res-s -----------------
CA 

City Slate 

4. Mailing Address: SRme. RS &Bou'E 
Qr amerenl from Item 3) Street Address 

City Stale 7ip 
5. P,ovJde the name, fiUe, and phone number or the person to contact for further lnformaUon: 

L.oPE"'Z- sH J PT StAPei?Jll.So-/L I c.:, e> - Z.t,z, I ll-1 s:: 
Name liUe Phone# 

1. ThtswriHen noUficalion isfo reporta(n): --------·-•=----------------,-------------·- ___ _ 
; Type oflncident Verbal Report Duet i Writlen Report Due i a D Em~e_n_cy_u-nd~~u-le-3002{g)-·-··---·----i-Wi-dh-in-1-h-ou-r-of-di--scoveiy ·--·---- Within 2 wooong-da--f-sfi'_o_m_wh_en_lh;~;~~firil;;;· 

exceeded. ----·-------·-------·------- - i,··------------··-·--·--·-------------·---
i b. D Breakdown under. 
, 0 Rule 430 (Non-REClAIM) 

0 Rule 2004 (RECLAIM) 

[) Rule 218 (Non-RECLAIM) 

For Rules 430 & 2004-Wilhin 1 hour of 
discoveiy. 

For Rule 218 ... Wilhin 24 hours or next business 
dayforfailure/shutdown exceeding 24 hours 

For Rules 430 &2004- Wilhln 7 calemfar days after 
breakdown is correcled, but no later lhan 30 daysfi'om 
slast of the breakdown, unless a iwlfenextension is 
granted. 

ForRule218-Wilh required semi-annual reports. [See Rule 218(0(3)) -·--·-·-----------·----. _________________ ,;_ -----·---------
Within 72 hours of discoveiy of the deviation or ' Wilhin 14 days of discovery of the deviafon • 
shorter reporting period if required by an 

. c. ~ Deviation wilh excess emissions 
· [See Tille V Penni~ Seclion K, Conditlon No. 228] 

applicable Slate or Federal Regulation. ·-·---- ·--~ ·-----··---···- =·-··-···-·--··-· ·-----···--····-·--d. 0 OlherDeviafion None 
[See liUe V Pennit, Section .K, Condilion Nos. 22D & 23} 

-·· ·-----···------------·------···· ·--·.--·-··-·---- ----·····--
2. The incident was first discovered by: Lo V\- C E LoPE'Z­

Name 

3. Theincidentwasfirstreported by: _______________ ,___ 
Name of AQMD Slaff Person 

With required semi-annual moniloring r£:{lorls. 

---·- --
on Z.t ~'5,-..J 2.otl ci.o<t @AM 

Date lime OPM 

on '2.l j'J,..-.J 1..o 1, of4-<a O>M 
Dale Time QPM 

a © ViaPhone 

b. 0 In Person Nollfication Number (Required):._A ____ S'_c; ...... 1-""'~o:a.=4.___ ____ _ 

4. When did the incident actually occur? 2. I J" 1,,..,.J 7-o l-, 
Date 

-0 lo °I 
lime 

©AM 
0 PM_ 

c:>~R...~S 

Received By: Assigned By: Inspector: 

Ii~ 1-:-:-:~-0-:-:e-:e-7-:-oed_Team_: -: ---------+-:-::-:,-':-:-e:-e..;..:9.,...1:-:-:~-o-rR-e-po-rt---------if-:-::-~.,..l~s-:e-e:-:-;w-~a-:-:.-.-·g_n_men_t ____ -1 

!. USE-,= 1-=li~ea_m_: _____ --,-I_S_eclo_-r:------+-::-B-rea-=-k-=-do_w...,n[D,..._e-vi~·ali'.-:--.0-n :-:-No~6fi~ca....,,6_,...on""'N.,,_o-. -----~D..,al,_e,-Co-m-pl,...el-ed,e-=,R-ep_o_Jt _____ --1 
oFi~Y .;- -~:. 'J------------'-------~---''-----------------------------J 

~:-:;_.·-
.. : · Final Aciion: 

Recommended Aciion: Cancel Notification 

Cancel No6fication 

Grant Relief 

Grant Relief 

JssueNOVNo. ___________ Olher: ___________ _ 

Issue NOV No. Ofuer. ________ _ 

© Soulh CoaslAlr Qualify Management Disllici, Fonn 5D1}-N (20D9.04) 



5. Has the incident stopped? a.© Yes, on: _____ 2_3_-;r;._A__,,,J_Z-_0_1_7 ____ __ f_o_"'3_'i __ _ 
Date lime 

b.CNo °®AM 
OPM 

,.,1... 2. I IIR.S ;i)c.,R,~3 11- Pcn.1'0-4 OF° 3 .:z,~ s 
6. Whatwaslhetotalduralionoftheincidenl?. _______ ~ ______________ oi::- .1A1spE",c:r,,0"4 orl3,Ms

1 
wt: 

Days Hours wen.e 1...,- t>A. 1>.t1=.vs ou11.. LJn-1 i/-
7. For equipment with an operating cycle, as defined In Rule430 (b)(3}{A}, 0 » 1..y 4 '2- 3 - hi' -.J ptsn.u,.t>S' 

when was the end of the operating cycle during which the Incident occurred? 0 AM 
Dale lime O PM 

8. Describe the incident and identify each piece of equipment {by permit, appllcalion, or device number) affected. Attach photos (when available} of Uleaffecled 
equipment and attach addifionel pages as necessaiy. e>PA-c. , ry /i LA-n.lYI C-'hflt.E 1:V, srap :s wcsne Th-~ -1-o /So Lt;:Tc 

(1) .l3-f-7ho..,.rc;; fl1°J:J..,u;;; n-r ~ ~ 1 _,c A--/~ .tZ.E""~~e ~PY -11-Nb kt..1- J3A<9s 7?/RT ttJ~ 

/3A;!:.o /3o-H, 13~'10 use-s W€"7u:: C,Qcc./<.~ /~ -ro-n;--t... ,i-?C)l:> c.JL-ra-s _ 

9. The incident may have resulted in a: 
a Jg Violation of Permit Condilion[s}: 

b. D Violation of AQMD Rule(s): 
10. Wnat was lhe probable cause of the fnpident? Attach addllional pages as necessary. 

J3A:-? P->~l~7 ri..:> F-,~~o~e. t1-1o~wLG- 1 t"'=>o L~--O e:>tue ~c°b\.JL.:E=- k']- A:- 'T'tll'J"E' 1 o 

fl.e/:>t.~t:: .BA;b fsA-9:;s, /o o/c:, :s-m 1.:., '-• rn, ·,.. C,q.,w,E ,;4 #~f?E$7 wn-s /3 .o 

11. Did the incident result in excess emissions? 0 ·No O Yes (Complete the following and attach cale11lations.) 

0 voe lbs O NOx _____ .....,lbs O SOX -------"lbs O H2S ---~lbs 

D CO _______ lbs ~ PM M.1~1;,.,n-L lbs D other. lbs ooUulant 

12. For RECLAIM facllilies Subject lo Ru/e2004 (i)(3) ONLY.- Ir excess emissions of NOx andfor SOx were reported in Item 11, do you want these emissions to be counted 
when determining compliance wilh your annual allocations? 

a. O Yes, for. D NOx D sox b. O No, for. D NOx D sax 
If box 12{b} above is checked, include all information specified in Rule 2004Q)[3)(B) and (C), as applicable. 

13. Descnl>e the steps taken to correct the problem Q,e., steps taken to mitigate excess emissions, equipment repairs, elc.) and the preventative measures employed lo 
avoid future incidents. Include photos of the failed equipment if available and attach additional pages as D,!!Cessary. • 
/LP ~~'j'/,00$,e /"Y'le>.J;:,vc..,z~ t:SolA-~ cO<.Ja A-'i" ~ '7Jn?5J l~Sp~c.7'/o.d ~.b 

REPl.4-ce:rnG:3<'r c:>r /SA-~ f.st-9"5 ~ t.JS"'6="0G"f;;). 

14. Was lhe faclllfy operating properly prJort~ the Incident? 

a. @ Yes b. 0 No, because: 
---------------------------------

15. Did the Jncldent result from operator error, neglect or improper operalion or maintenance procedures? 

a O Yes b. @ No, because: 
---------------------------------

16. Has the facility returned lo compliance? 

a O No, because: 

b. © Yes (Allach evidence such as emissions calculalions, contemporaneous operating logs or other a-edible evidence.} 

-~itif6.111)·~~ldi~}~9-~t~i~~~n(_._·_-~-~-~--~:?-.. }~·t:/.::?/ __ ·~:·: .. }:;~;~/:=-·~ .r···,/·.:-:.:-.?::~-=::·.:_:\(.··.·.::~\;:_~: .:,._:-.=~-~).-.-:~<.: ... ··.;•::~-; . .-: 
l certify under penalty of law that based on information and belief formed after reasonable inquiry, theslatemerits and Information In this document and in all attachments 
and other materials are true, accurate. and complete. 

For Tille V Facllllies ONLY: D I also certify under penally of law that that I am the responsible officlal for this facility as deuned in AQMD Regulallon XXX. 

1. Sig1ure of Responsible Official: /J/ 
// ~u ~~I /1 ~;z/J~n.yn,A _ _,_.> __ _ 

2. Tille of Responsible Official: 
V.lc.E PR.eS1l)c.VT OF C.I\ cPe=RA-r1oi.ls 
Pl.Au'T' Mp,..µi:l-G~ 

3~n(Name: · Ui'J 4.Date: 

TA:M-e:~ R.~-s.s.en;L_ ti uFF1"\R-J OG... Fee '2..ol7 

5.Phone#; 6.Faxt#: 

76D' '3c;lc,-D4--lb 

7. Address of Responsible Official: 

1 
_6_~_-.;..3_0_0 __ ~_,_r;;;1.J __ ~_..:..W=E:Lt'vl=-':...;;...:..,.~-=-__,;;;1)=--R.....;;.l=U_E ______ Ma.......--EJ-~_c:.,_Pc ________ C..J\ C,·2:2 .. S-4 
Slreet# City ~ Zip 

© Soulh Coast AJr auafdy Management Dislritl. Fonn 500-N {2009.M} 



Colmac Energy 
Mecca, CA 

Daily Stack 3-Min Opacity Report 
. January 21, 2017 

3-Mln Avg Opacity Limit • 1 o 

Hour 00-03 03-06 06-09 09-12 12-15 15-18 18-21 21-24 24-27 27-30 30-33 33-36 36-39 39-42 42-45 45-48 48-51 51-54 54-57 57-60 
00 8,9 8,8 8.7 8.8 8.9 8.9 8.9 8.8 8.7 9.0 9.1 9.1 9.1 9,0 9.0 9.3 9.4 9.6 9.7 9.8 01 9,8 10.0 10.1 10.0 10.0 9,9 9.9 10.0 10.0 10.0 10.0 9.8 9.7 9.8 9,8 9.6 9,5 9,5 9.5 9.5 02 9,5 9.5 9,5 9.5 9.5 9.6 9.6 9.6 9.6 9.5 9.5 9.5 9.5 9.7 9.8 9.7 9.6 9.5 9.5 9.8· 03 9.9 10.0 10.1 10.0 10.0 10.2 10.3 10.0 9.9 9.8 9,8 9.8 9.8 9.7 9.7 9.6 9.5 9.4 9.3 9.4 04 9.5 9.4 9.4 9.3 9.3 9.3 9.3 9.3 9.3 9.2 9.1 9.2 9.2 9.1 9.1 9.0 8.9 9.2 9.3 9.4 05 9.4 9.3 9.2 9.3 9.3 9.2 9.2 9.3 9.3 9.3 9.3 9,3 9.3 9.2 9.2 9.1 9.1 9.2 9.3 9.3 06 9.3 9.1 9.0 9.1 9.2 9.2 9.2 9.1 9.0 9.1 9.1 9.1 9.1 9.1 9.1 9.3 9.4 9.4 9.4 9.3 07 9.2 9.4 9.5 9,5 9.5 9.6 9.7 9.8 9.8 9.9 10.0 9,9 9.9 9.7 9.7 9.8 9.8 9.7 9.7 9.7 08 9.7 9.8 9.9 9.8 9.8 9.7 9.7 9.8 9.9 9.8 9.8 9.7 9.7 9,8 9.8 9.9 9.9 10.0 10.0 9.9 09 9.9 10.0 10.1 10.0 10.0 10.0 10.0 10.0 10.0 9.9 9.9 10.0 10.0 10.1 10.2 10.1 10.1 10.0 9.9 9.8 10 9.8 9,8 9.8 10.0 10.1 10.2 10.2 9.9 9.8 9.7 9.7 9,6 9,6 9,8 9,9 9,8 9.8 9,7 9.7 9.8 · 11 9,8 Cal Cal 9.2 8.9 9.1 9.2 9.2 9.2 9.1 9.1 9.0 8.9 9.0 9.0 9.0 9.0 8.9 8.9 9.0 12 9.0 9.1 9.2 9,0 8.9 8,8 8,7 8.9 9.0 8.9 8.9 8,8 8,8 8.8 8.8 8.8 8,8 8.7 8.7 8.8 13 8.9 8.9 8.9 8.7 8.6 8.3 8.1 8.4 8.5 8.4 8.3 8.3 8.3 8.2 8.1 8.4 8.5 8.6 8.6 8.5 14 8.5 8.3 8.2 8.4 8.5 8.6 8.6 8.5 8.4 8.5 8.5 8.4 8.3 8.6 8.7 8.8 8.9 8.8 8.7 8.6 15 8.5 8,8 8.9 8.9 8,9 8.9 8.9 8.7 8.6 · 8.6 8.6 8.8 8.9 8.8 8.8 8.6 8.5 8.6 8.7 8.8 16 8.8 8,8 8.8 8.9 8.9 8.8 8.7 8.9 9.0 8.9 8.9 8.8 8.8 8.5 8.4 8.7 8.9 8.6 8.4 8:3 17 8.2 7.9 7.8 8.2 8.3 8.4 8.4 8.4 8.4 8.3 8.2 8.4 .8.5 8.6 8.7 8.6 8,6 8.4 8.3 8.5 18 8.6 8.8 8,9 8.8 8.7 8.4 8.3 8.5 8.6 8.8 8.9 8.8 8.8 8.5 8.4 8.5 8.6 8.7 8.8 8.9 19 8.9 8.8 8.7 8.8 8.9 9.2 9.3 9.3 9.3 9.1 9.0 8.9 8.8 8,9 8,9 9.0 9,0 8,9 8,9 8.6 20 8,5 8.6 8.7 8.8 8.9 8.8 8.7 8.8 8.8 8.5 8.4 8.6 8.7 8.9 9.0 8.9 a.a · 8.6 8.5 8.5 

CeDAR Reports 1/24/201710:44 AM, Daily Stack 3-Mln Opacity Report 
Page 1 of2 



Hour 00-03 03-06 06-09 09-12 12-15 15-18 18-21 21-24 24-27 27-30 30-33 33-36 36-39 39-42 42-45 45-48 48-51 51-54 54-57 57-60 
21 8.5 8.8 8,9 8.8 8.7 8.6 8,6 8.4 8.3 8.5 8.6 8.9 9.0 8.9 8.8 8,5 8.4 8.7 8.8 8.8 22 a.a 8,8 8.8 8,5 8.4 8,6 8.7 8.8 8,8 8.9 8.9 8.7 8.6 8.7 8.8 9.2 9.4 9.4 9.4 9.1 23 9.0 9.1 9.1 9.3 9.4 9.4 9.4 9.3 9.2 9.3 9.3 9.6 9.8 9.3 9.1 8.9 8,8 8.6 8.5 8.8 

CeDAR Reports 1/24/201710:44 AM, Dally Stack 3-Mln Opacity Report 
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Colmac Energy 
Mecca, CA 

Daily Stack 3-Min Opacity Report 
January 22, 2017 

3-Mln Avg Opacity Limit - 1 O 

Hour 00-03 03-06 06-09 09-12 12-15 15-18 18-21 21-24 24-27 27-30 30-33 33-36 36-39 39-42 42-45 45-48 48-51 51-54 54-57 57-60 
00 9.0 8.9 8.8 8.8 8.8 8.6 8.5 8.8 9.0 9.0 9.0 8.9 8.9 8.7 8.6 8.7 8.8 8.9 8.9 8.8 01 8.7 8.4 8.3 8.6 8.7 8.8 8.9 8.9 8,9 8.6 8.5 8.6 8.7 9,0 9.1 9,0 9.0 8.7 8,6 8.7 02 8.8 9.1 9.2 9.1 9.1 8,9 8.8 8.7 8.7 8,9 9.0 8.9 8,9 8.8 8.7 8.5 8,4 8,6 8.7 8.6 03 8.6 8.5 8,5 8.4 8.3 8.6 8,7 8.7 8.7 8.6 8.5 8.2 8.1 8.4 8.6 8.7 8.8 8.8 8.8 8.6 04 8,5 8.8 8.9 9.0 9.0 9.1 9.1 9.0 8.9 8.9 8.8 9.0 9.1 9.1 9.1 9.0 9.0 8.9 8.9 9.1 05 9.2 9.2 9.2 9.2 9.2 9.0 8.9 9.2 9.4 9,5 9.5 9.3 9.2 9.0 8.9 9.1 9.2 9.2 9.2 9.2 06 9.2 8.9 8.8 9.0 9.1 9.1 9.1 9.2 9.2 9.1 9.1 9.0 9.0 9.0 9,0 9.1 9.2 9.3 9.3 9.3 07 9.3 9.4 9.4 9.5 9.5 9.4 9.4 9.5 9.5 9.4 9,3 9.3 9.3 9.2 9.2 9.2 9.2 9.3 9.3 9.3 08 9.3 9.3 9,3 9.2 9.2 9.3 9.3 9.2 9.2 9.3 9,3 9,3 9.3 9.1 9.0 9.1 9.1 8.9 8.8 8.7 09 8.6 9.0 9,2 9,2 9.2 9.1 9.0 9.2 9.3 9,3 9.3 9.2 9.1 9,1 9.2 9.1 9.1 9.1 9.1 9.2 10 9,3 9.2 9.1 9.1 9,1 9.2 9.3 9.2 9.1 9.1 9.1 9.0 9.0 9,2 9.3 8,9 8.7 8.6 8.5 8,5 11 8.5 Cal car 9.1 9.2 9.4 9,5 9.5 9,5 9.3 9.2 9.4 9.6 9.6 9.6 9,4 9.3 9.4 9.4 9.5 12 9.5 9,5 9,5 9.5 9,5 9.6 9.6 9.5 9.5 9.4 9.4 9.5 9,5 9.4 9.4 9,3 9.3 9.4 9.5 9.4 13 9,3 9.2 9.2 9,5 9.6 9.5 9.5 9.3 9.2 9.4 9.5 9.5 9.4 9.3 9.2 9.4 9.5 9.5 9.5 9.3 14 9.2 9.4 9.5 9.4 9.4 9.1 8.9 9.0 9.0 9.1 9.1 9.0 9.0 8.9 8.8 8.9 8.9 9.0 9,0 8,9 15 a.a 8.9 9.0 9.3 9,5 9.5 9.4 9.5 9.5 9.2 9.1 9.3 9.5 9.3 9.2 9.4 9.5 9.3 9.1 · 9.3 16 9.4 9.3 9.3 9.2 9.2 9.3 9,3 9.3 9,3 9.1 9,0 8.8 8.6 8.9 9.1 9.2 9.2 9.0 8.9 9.0 17 9.1 9.2 9.2 9.1 9.1 9.0 8.9 9.1 9.3 9.3 9.3 9.1 9.0 9.0 9.0 9.1 9.1 9.1 9.1 8.9 18 8.8 9.0 9,1 9,1 9.1 9.0 8.9 9,0 9,0 9.2 9.3 9.2 9.2 9,0 8.9 9.1 9.2 9.3 9,3 9,2 19 9.2 9,2 9,2 9,3 9.4 9,4 9.3 9.2 9.2 9.3 9.3 9.4 9,5 9,4 9,3 9.2 9.2 9.4 9,6 9.5 20 9.5 9,3 9.2 9.3 9.3 9,4 9.5 9,4 9.3 9.2 9.2 9.4 9.6 9.5 9.5 9.4 9.3 9.3 9,3 9.4 

CeDAR Reports 1/24/201710:45 AM, Daffy Stack 3-Min Opacity Report 
Page 1 of2 



Hour 00-03 03-06 06-09 09-12 12-15 15-18 18-21 21-24 24-27 27-30 30-33 33.35 36-39 39-42 42-45 45-48 48•51 51-54 54-57 57-60 
21. 9.4 9.4 9.4 9.2 9.1 9.4 9.5 9.5 9.5 9.4 9,3 9.3 9.3 9.4 9.4 9.3 9.3 9.2 9,1 9.4 22 9.5 9.6 9.6 9.4 9.3 9,3 9.3 9.4 9.5 9.4 9.4 9.3 9.2 9.4 9.5 9.5 9.5 9.3 9.2 9.2 23 9.2 9.3 9.4 9.4 9,4 9,2 9.2 9.3 9.4 9.4 9.4 9,3 9,2 9.3 9,3 9,6 9.8 9.7 9,7 9,5 

Ce DAR Reports 1/24/2017 10:45 AM, Dally Stack 3-Mln Opacity Report 
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Colmac Energy 
Mecca, CA 

Daily Stack 3-Min Opacity Report 
January 23, 2017 

3-Mln Avg Opacity Limlt-10 

Hour 00-03 03·06 06-09 09-12 12-15 15-18 18-21 21-24 24-27 27-30 30-33 33-36 35.39 39-42 42-45 45-48 48-51 51-54 54-57 57-60 
00 9.3 9.3 9,3 9.4 9.4 9.4 9.4 9.2 9.1 9,4 9.5 9.6 9,6 9.5 9.4 9.5 9.5 9.7 9.9 9.8 01 9.8 9.6 9.5 9.9 10.1 ·10,3 10,5 10.0 9.6 9.6 9.6 9.5 9.5 9.5 9.4 9,2 9.1 9.3 9.5 9.5 02 9,5 9.3 9.2 9.3 9.4 9.5 9.6 9.6 9.6 9,3 9.1 9.2 9.2 9.2 9.2 9.1 9.1 9.0 9.0 8.9 03 8.8 8.8 8.8 8.8 8.8 8.9 8.9 8.9 8.9 8,8 8.8 8.8 8.8 8.9 8.9 9,2 9.4 9.3 9.2 9.0 04 8.9 8.8 8.8 8.8 8.8 8.8 8,8 8.8 8,9 8.8 8.8 8.8 8.8 8.7 8.7 8.6 8.6 8,8 8.9 9.3 05 9.5 9.4 9.3 9.5 9,6 9.4 9.2 9.5 9.6 9.5 9,5 9.2 9.1 9.2 9.2 9.3 9.4 9.5 9.5 9.3 06 9.2 9.4 9.5 9.6 9.6 9.3 9.1 9.2 9.2 9.3 9.3 9.3 9.3 9.1 9.0 9.1 9.1 9.2 9.3 9.4 07 9.4 9,2 9.1 9.2 9.3 9.4 9.4 9.2 9.1 9.2 9.2 9.3 9.4 9.2 9.1 9.0 9.0 9.2 9,3 9.2 08 9.2 9.1 9.0 8.9 8,9 9.1 9,3 9,1 9.0 8.8 8.7 8.9 9.1 9,0 9.0 a.a 8.7 9.0 9.1 9.0 09 9.0 8,9 8.9 8.8 8.8 9.0 9,2 9.0 8,9 8,9 8,9 9.0 9.0 9.1 9.2 9.0 8.9 8.8 8.7 9.0 10 9.2 8.9 8.7 8.7 8.7 8.7 8.8 8.9 8.9 8.8 8.8 11.4 13.0 9.7 7.6 8.8 9,5 8,2 7.3 7.4 11 7.4 Cal Cal 7.4 7.5 7.7 7.8 7.7 7.6 7.7 7.8 8.2 8.5 8.2 8.0 8.2 8.3 8.2 8.2 8.3 12 8.3 8.5 8.7 8,5 8.4 8.3 8.3 8.7 9.0 8.8 8.7 8.6 8,6 9,0 9,2 8.7 8.4 8.3 8.2 8.6 13 8.8 8.5 8.3 8.2 8.1 8.5 8.7 8.5 8.4 8.3 8.2 8.5 8.7 8,6 8.6 8.8 9,0 9.4 9,6 9.3 14 9.1 8.9 8.7 8.8 8.9 8.9 9,0 8.7 8.6 8.7 8.7 8.8 8.8 8.6 8.5 8.6 8.7 8.8 8.8 8.5 15 8.3 8.4 8.4 8,4 8.4 8,3 8.3 8.2 8.2 8.2 8,3 8.2 8.1 8.3 8.4 8.1 8.0 8.0 8.1 8.0 16 8.0 8,3 8.5 8.3 8.1 8,2 8,2 B.1 8.1 8.3 8.5 8.3 8.1 8.2 8.2 8.1 8,1 8.3 8.4 8.2 17 8.1 8.1 8.1 8.0 7.9 8.0 8.1 8.0 8.0 8.0 8,0 7.9 7.8 7.9 7.9 8.0 8.1 8.0 7.9 7.9 18 7.9 8.0 8.0 8.1 8,1 8.0 8.0 8.0 8.0 8.0 8.0 8.1 8.2 8.1 8.0 8.0 8,0 7.9 7.9 8.1 19 8.2 8.0 7.9 a.a 8.0 7.9 7.8 8.1 8.3 8.0 7.8 7.9 8,0 7.9 7.9 8.1 8,2 0.0 7.9 8,0 20 8.0 8.0 8.0 8.2 8.3 8.2 8.1 8.2 8.3 8.2 8.1 8.2 8.3 8.2 8.2 8.1 8.1 8.1 8.1 8.2 

CeDAR Reports 1/24/201710:45 AM, Dally Stack 3-Mln Opacity Report 
Page 1 of2 



Hour 00-03 03-06 06-09 09-12 12-15 15-18 18-21 21-24 24-27 27-30 30-33 33-36 36-39 39-42 42-45 45-48 48-51 51-54 54-57 57-60 
21 8,3 8.4 8.4 8,3 8.2 8.1 8.1 8,2 8,2 8,2 8.3 8.2 8.1 8.2 8.2 8.2 8.2 8.3 8.3 8.1 22 8,0 8,0 8,0 7.9 7.9 8,2 8,4 8.2 8,1 6.1 8.1 8,0 7.9 8.3 6.5 8.4 8.3 8,3 8,3 8.2 23 8.2 8.4 6.5 8,3 8.2 8.3 8,3 8.2 8,1 8.3 8.4 8.3 8.3 8,3 8.3 8.3 8,2 8,3 8,4 8,5 

CeDAR Reports 1/24/201710:45 AM, Dally Stack 3-Mln Opacity Report 
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Title V • Deviationss EmergePBcies & Breakdowns 

MailTo: 
SCAQMD 

P.O. Box4941 
Diamond Bar, CA 91765-0941 I 

South Coast Air Quafity Management Disbict 
Form 50D-N 

'"This written report is in addilion lo requiremenls lo verbally report certain types of incidenls. Verbal reports may be made by calling AQMD at 1-80D-288-7664 {1-800-CUT-SMO~) or AQMD enforcemenl personnel. T et (909) 396-3385 
w1w1.aqmd.gov 

~fi6_p °f L9P.~t~i~r inf~r~~Hqfa. . . ., : .... .. 1. Facility Name (Business Name of Operator Thaf Appears On Permit): 2. Valid AQMD Facility ID (Available On Permit Or Invoice Issued By 
;De:s~,- v,e:w Pow€R .. 

AQMD}: 
foe::, CS4-

3. Address: 6'2.-300 6Gl.Jl~ ·WE:l..J'l'1ei.-s :bR.IV e: 
(vmere incident occurred) Street Address 

/vfe..c...c-A CA 92'2 ._;~-
Cily Slate Zip 

4. Mailing Address: S~s Pr-S ABcvE 
Qf different from Item 3) Street Address 

S~ME. ~c:.:. 0.-lsc::.\l c 
City Stale Zip 5. Provide the name, tiOe, and phone number of the person to contact for further information: 

Name liUe Phone# 
~§ectibn.11 ~ Repq~irg 9f Br~downs, Deviation~, and Emergen:ci~-- .. .. 

1 .. 
1. This written notification is to report a(n}: -- -·--•- ... : Type of Incident Verbal Report Duet : Written Report Due ----·-.. 

~ Wilhin 1 hour of discovery Wilhin 2 walking days from when the emission fimitwas 
; a. D EmergencyunderRule30D2(g) 

exceeded. ....... - ... -·-------·-----·-·· ··-• .. ··- -·--·- ·---: ·-----·--·-•·---------·-- ---•-···• .. -·-- ··---·---·--; b. D Breakdown under. For Rules 430 & 2004- Wilhin 7 calendar days after 
0 Rule 430 (Non-RECLAIM) For Rules 430 & 20D4 - Wilhin 1 hour of breakdown is corrected, but no later than 30 days from 

discovery. slart of lhe breakdown, unless a written extension is D Rule 2004 (RECLAIM) granted. 
0 Rule 218 (Non-RECLAIM) For Rule 218 - Within 24 hours ornext business 

[See Rule21B(0(3)) day for failure/shutdown exceeding 24 hours For Rule 218- Wilh required semi-annual reports. ... .. -· 
: c. ml Devialion wilh excess emissions Wllhin 72 hours or discove,y of 1he deviation or Wdhin 14 days of d"1Scove,y of lhe deviation. 

[See 11Ue V Penni~ Seclion K. Condition No. 22B) shorter reporting period ir required by an 
appficable Slate or Federal Regulation. 

__ ,. _________ 
""'---·- ·-· ...... -.. ··-· .. ·- -··-·--·- ... ·••·---- ----- - .. ····-·-·-·-·-· .. -· ..... ·---· d. D Olher Devialion None With required semi-annual moniloring reports. 

[See TIHe V Permit, Section K. Comfilion Nos. 22D & 23J 
. ··--·· ·- -···-···-·-· ·---·-------- - . ----· .... - . -··-·· ·-·· ··---· ------· -·-··•--.. -·-----··-

2. The incident was first discovered by; Jo'E.. P~Rc-i.. .. .g on 1-3\- 11 O(oc( fiAM 
Name Date lime OPM 

3. The incident was first reported by: dPE(2.A::-,-o[?_ * :J. on I -"3t- l7 0'105" (siAM 
Name of AQMD Slaff Person Dale Time QPM a ® Via Phone 

b. 0 In Person Nolification Number (Required}: 4-Lc.oo7B 
4. When did the incident actually occur? 1-"'5(- I -C os-oo @ .PM 

Dale lime 0 PM 

.... Received By; Assigned By: Inspector. 

Dale/Time Received: Dale/Time Assigned: Dale/lime Received Assignment 

AOMD Dale Delivered To Team: Dale Reviewed Inspector Report Dal~ Inspected Facility. 
"USE Team: I Sector. Breakdown/Deviation Nolificalion No. Dale Completed Report o~~v 

Recommended Action: Cancel Nolification GrantRefief Issue NOV No. Olher. 

Final Action: Cancel Nolificalion Grant Relief Issue NOV No. Other. 
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5. Has the incident stopped? a.% Yes, on:~ __ 3_l __ ..J_Ft_~_-Z.._o_l ___,7.__ _____ D _____ l:,=---c::o _____ _ 
Dale lime 

6, What was thetotat duration of fheincidenl? __________________ / __ _ 
Days Hours 

7. For equipment with an operating cycle, as defined in Rule 430 (b)(3)(A}, when was the end of the operating cycle during \Yh ich the incident occurred? 

~ AM 
C PM 

b.CNo 

OAM 
Dale lime O PM 8. Describe the incident and identify each piece of equipment {by permit, applicaUon, or device number) affected. Attach photos (when available) of lheaffecled equlpmentandattachaddilionalpages~snecessary. d.trl:l n pve:L. PLu~ o.A./ /n' }1/co"l:::, /2_077n2::>'(J Loss or J,,.../o=.b P:t..ow Tb _13oJle:rl.. C.4 use:D ;,l½e. Gxc-1::'!;>~ 02. 7o '7 o /1151; W.FM:,X c5,:-R:c-rs ?'h'~ -L7~,vc6UT"/Z.A-?/Z>.:U ·&1ox Ri'?tn@ -Z% 02- ,c:) 90 ABov~ l.1ivi ,:,-_ I I 

I 9. The incident may have resulted in a: .. 
a e;j Violation of PennilCondi6on(s): __ ei_"P._'H_...;.Pe:i_.;;;;._7-2-ivi__;;_,.;.7 __ ~_B_-_0_P __ 9_9'---c:,_...;.f_=Sc;;...;ee=--c::._7i...;.1_0_°.-J=--_:zr.=-'_,..;.,IJ,,_,..;.I_£' __ _ 
b. D Violation of AQMD Rule(s): 

10. Wnat wes the probable cause of the incident? AHacb additional pages es necessary. 

€XCle:SS 
11. Di~ the incident result in excess emissions? 0 No O Yes (Complete the fol/o\ving and allach calculations.) 

0 voe ______ lbs O NOx _______ lbs O SOX ______ lbs O H2S lbs 
D CO _____ ___,lbs D PM _________ lbs D Olher.....,._ _____ lbs oollulanl 

12. For RECLAIM facilities Subject to Rule20M (i}/3) ONLY: If excess emissions of Nax andfor sax were reported in Item 11, do you want these emissions lobe counted when determining compliance with your annual allocations? 
a C Yes, for. D NOx D sox b. O No, for. D NDx D sax 
If box 12{b) above is checked, include all information specified in Rule 2004(i)(3)(B} and (C), as applicable. 

13. Describe the steps taken to correct the problem Q.e., steps taken lo miligale excess emissions, equipment repairs, etc.) and the preventative measures employed lo avofd fulure incidents. Include pholos of the failed equipment if available and attach additional pages as necessary. C. l-1E9r/c.. ru 6" L ?Lt.JG; I ft 'c.S7b)2E:. Pt/t:E:"l-- ~Lok.) ./0 .,Bo,. Z<=k.) /Z...E7V.fVI/ 13odt:?c_ 7-o AJc, ~ q,L c;,PE:72.A--7,c::,d-
14. Was the facility operating properly prior to. the incident? 

a @- Yes b. 0 No, because: 

15. Did the incident result from operalor error, neglect or Improper operation or maintenance procedures? 
a. C Yes b. ®.No, because: 

----------------------------------16. Has the facility returned to compliance? 
a. 0 No, because: 

b. e.=-Yes (Attach evidence such as emissions cafculalions, contemporaneous operating logs or olher credible evidence.) 
. SeciiJn Ill - Certiffoation staterrt~nt . . . .. .. . . ... .. -· 
I certify under penally of law that based on Information and belief formed after reasonable inquiry, lheslatemenls and information in this document and in all aHachmenls and other materials are frue, accurate, and complete. 

For TIUe V Facilities ONLY: D I also certify under penalty of law that that Jam the responsible official for this facility as defined in AQMD Regulation XXX. 

5.Phone#: 

7. Address of Responsible Official: 

b{l.-3DD ~ ,,,1EL11;1.~ Slreel# .• . 

© Soll1h CoaslAlr Quality Management Dislritl, Form 500-N (2009.04) 

· -pit :.S I 5 R Co;z..e.€c:.:rE7.::) Co.P'1 

2. Tille of Responsible Official: 
VlC.E:. :p,z.e-s t]),,€'}..J_7 o,::: CA ope;ru...r,=Js 
PlArl.J T 1-t irA./1?-<=i:t?:'A-.. 

4. Dale: bR,( Gi ,r.1 ~ Jl.'El'a rLT l)A.--r-E, Oc.,.f"'€"(::, "2.o J l 
/0 t:°t:£8. 2-..o / 7 

6.Fax#: 

M:f:.C.GR 
City 

c. R: q-z..-zs 4-
~Zip. 

cF -rt<tE: PR.e::v, au s 



Parameter 

NOx ppm @3% 02 3-Hr 
Rolling 

Total duration 

CeDAR Reports 212/2017 10:40 AM, Boller 1 Excess emissions 

Boiler 1 Excess Emissions 
Colmac Energy 

lling Excess Emissions for 1 /31/2017 
Value Min Max Limit Reason 

107.0 107.0 107.0 94 Not specified 

1 hour 

Action 

Page 1 of10 



U.S. ENVIRONMENTAL PROTECTION AGENCY 

APPLICATION FOR FEDERAL OPERA TING PERMIT, 40 CFR PART 71 

0MB Control No. 2060-0336 

APPLICATION FORM CTAC - CERTIFICATION OF TRUTH, ACCURACY, AND COMPLETENESS BY RESPONSIBLE OFFICIAL 

INSTRUCTIONS: One copy of this fonn must be completed, signed, and sent with each submission of documents (i.e., application fonns, updates to 

applications, reports, or any infonnation required by a part 71 permit). 

A. Responsible Official 

Name: (Last) llt.1FrM9:N (First) :;;u;mbS (Ml)_&_ 

Street or P.O. Box lo'2-3oo <Ge>-a;; /,Je;Ln11=t-S 

City /vt i::cce State C /.l ZIP C/7-"2..5 4- -__ _ 

Telephone ( 7 (o'O ) 3C, <.a - c..5"5 LI- Ext. I I 5 Facsimile ( ?Ibo ) 39(.r> - o 4-1 o 

B. Certification of Truth, Accuracy and Completeness (to be signed by the responsible official) 

I certify under penalty oflaw that, based on information and belief formed after reasonable inquiry, the 

statements and information contained in these doc e are true, accurate and complete. 

Date: 0-Z.../ "2. ~/"2.t:) 17 


